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EXECUTIVE SUMMARY

Background

Through FY 1999, six double-shell tanks were ultrasonically examined to meet the integrity
requirements of the Washington Administrative Code, Chapter 173-303, “Dangerous Waste
Regulations”. Subsequent to the examinations, integrity assessment reports were issued for each
double-shell tank farm and submitted to the Washington State Department of Ecology (WDOE)
in FY 1999. In June 2000, the Washington State Department of Ecology issued Administrative
Orders 0ONWPKW-1250 and 00ONWPKW-1251 providing prescriptive examination
requirements for all double-shell tanks by FY 2005. In 2003, the Administrative Orders were
incorporated into the Hanford Federal Facility Agreement and Consent Order, Milestones

Series M-48. Milestone M-48-13 requires examination by September 30, 2005, of four DSTs not
previously examined. This report documents the required ultrasonic examination of double-shell
tank 241-AN-103, completed in the third quarter of FY 2005.

Methodology

The primary tank wall examinations consisted of two parallel 15-inch wide strips, ~35 feet in
length (scanned vertically), a horizontal 17 inch by 240 inch strip encompassing the historical
liquid-air interface, and a horizontal 15-17 inch by 240 inch vapor space strip above the
historical liquid-air interface. The primary wall vertical examinations were looking for wall
thinning, cracking, and pitting in the tank wall. The weld heat affected zones (HAZ) examined
included 25.1 linear feet of vertical welds joining plates 2 through plate 5, and 19.9 linear feet of
the horizontal plate #5 to knuckle weld.

The ultrasonic examinations were carried out in accordance with American Society of
Mechanical Engineers (ASME) Boiler and Pressure Vessel Code, Section V, “Nondestructive
Examinations”. The personnel and non-destructive examination equipment were qualified to
perform the examinations on the double-shell tanks by performance demonstration tests
administered by Pacific Northwest National Laboratories.

The required accuracy for the ultrasonic examinations is to be within 0.020 inches for wall
thinning, 0.050 inches for pitting, and 0.10 inches for cracking. The performance demonstration
tests revealed that the examiners meet this requirement.

Results

There was no reportable wall thinning detected in any of the plate areas examined (reportable
wall thinning is defined as greater than 10% below nominal). The primary wall vertical scans
yielded an overall average ({(scan 1 + scan 2)/2) wall thickness value of 103.5% of nominal. The
overall average ((scan 1 + scan 2)/2) minimum wall thickness value was 99.2% of nominal. Of
the 12 inch long vertical wall plate scans yielding minimums falling below the nominal values,
the greatest deviation was 6.0% below the nominal (Plate #3, Scan 2).
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There were no reportable pitting indications nor any crack-like indications detected in any of the
wall plates.

There were no areas of reportable wall thinning, cracking, or pit-like indications detected during
the primary tank horizontal wall scan of the historical liquid-air interface, nor were there any
areas of reportable wall thinning, cracking, or pit-like indications detected during the primary
tank horizontal wall scan of the vapor space above the historical liquid-air interface.

The average horizontal wall thickness value was 107.9% of nominal for the vapor space scan,
and 109.7 of nominal for the liquid-air scan. The average minimum horizontal wall thickness
value was 101.5% of nominal for the vapor space scan, and 103.6% of nominal for the liquid-air
scan. Of the 12 inch long horizontal wall plate scans yielding minimums falling below the
nominal value (0.500 inches), the greatest deviation was 4.8% below the nominal for the vapor
space scan, and 6.0% below the nominal for the liquid-air scan.

There were no areas of reportable wall thinning, no crack-like indications, nor reportable pitting
indications detected in any of the weld HAZ. This inctuded the primary tank vertical weld scans,
and the primary tank lower knuckle-to-shell horizontal weld scan. The average HAZ thickness
value was 101.1% of nominal for the vertical weld HAZ, and 103.7% of nominal for the
horizontal knuckle/plate weld HAZ. The average minimum HAZ thickness value detected was
96.2% of nominal for the vertical welds HAZ, and 100.5% of nominal for the horizontal weld
HAZ. Of the 12 inch long HAZ scans yielding minimums falling below the nominal values, the
greatest deviation was 9.0% below nominal for the vertical welds HAZ, and 5.3% of nominal for
the horizontal weld HAZ.

Conclusions

Based on the results of this examination (no reportable indications), the material condition of
DST AN-103 is satisfactory for continued operation.

The tanks inspected to date are summarized in the following table.
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Double-Shell Tanks Inspected Through May 2005

Double-
Shell
Tank

Inspection Year (FY)

1997

1998

1999

2000

2001 2002

2003

2004

2005

AN-101

X

AN-102

AN-103

AN-105

(1)

AN-106

AN-107

AP-101

X3

AP-102

AP-103

X (4

AP-104

(8

AP-105

AP-106

AP-107

AP-108

(2)

AW-101

AW-102

()

AW-103

AW-104

AW-105

AW-106

AY-101

(1)

AY-102

AZ-101

AZ-102

X (3)

SY-101

SY-102

SY-103

M Limited scope reexamination.
@ Linear indication evaluated.

® Includes primary knuckle Synthetic Aperture Focusing Technique (T-SAFT) examination.
@ Linear indication detected; A follow-up inspection determined that it is a small area of incomplete fusion.
© Primary knuckle T-SAFT examination only.
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1.0 INTRODUCTION

In May 1996 the Tank Waste Remediation System (TWRS) Decision Board recommended, and
U.S. Department of Energy, Richland Operations Office (RL) agreed, that the condition of the
double-shell tanks (DST) should be determined by ultrasonic testing (UT) inspection of a limited
area in six of the 28 DSTs (Figure 1-1). The Washington State Department of Ecology (WDOE)
agreed with the strategy of limited ultrasonic inspection of DSTs. Data collected during the UT
inspections will be used to assess the condition of the tank, judge the effects of past corrosion
control practices, and satisfy a regulatory requirement to periodically assess the integrity of
waste tanks.

Figure 1-1. Typical Double-Shell Tank Configuration

In November 1996, DST 241-AW-103 was the first tank inspected to determine if Hanford DST
walls could be inspected without removing the existing surface rust and scale. Equipment
similar to that used to perform routine inspections of oil tanks and large pipelines was used. UT
sensors were mounted on a remote-controlled crawler that used magnetic wheels to affix itself
and move about on the tank walls. The crawler was deployed into the tank annulus and
vertically traversed the primary and secondary containment walls to collect data on the wall
thickness and the size of any pits or cracks. The successful completion of this inspection met the
requirements of RL Milestone T21-97-455 and represented the first UT inspection of a Hanford
DST (Final Report - Ultrasonic Examination of Tank 241-AW-103 Walls, Leshikar 1997).

In fiscal year (FY) 1998, FY 1999, and FY 2000, similar inspections were performed per
Engineering Task Plans HNF-2820 (Engineering Task Plan for the Ultrasonic Inspection of
Hanford Double-Shell Tanks, Pfluger 1999) and RPP-5583 (Engineering Task Plan for the
Ultrasonic Inspection of Hanford Double-Shell Tanks - FY2000, Jensen 2000) on 241-AN-107,
241-AN-106, 241-AN-105, 241-AY-102, 241-AZ-101, 241-AP-107, and 241-AP-108. An
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attempt was made to examine 241-AY-101 in FY 1999, but corrosion product on the tank wall
prevented reliable examination.

In June 2000, WDOE issued an Administrative Order requiring UT examinations of the
remaining 20 DSTs through FY 2005 (Administrative Order No. 00NWPKW-1251, Failure to
Comply with Major Milestone M-32 of the Tri-Party Agreement, Silver 2000). In 2003, the
WDOE Administrative Order (Silver 2000) was incorporated into the Hanford Federal Facility
Agreement and Consent Order Milestone Series M-48 (HFFACO 2003), requiring examination
during each FY through FY 2005 of four DSTs not previously examined. Based on the results of
the above listed eight DST inspections and per the Milestone Series M-48 (HFFACO 2003),
engineering task plans were prepared for ultrasonic DST inspections scheduled for the
subsequent fiscal years.

In FY 2001, UT inspections were performed on four DSTs: 241-AN-102, 241-AW-101,
241-AW-105, and 241-AY-101 (following cleaning of selected areas of the 241-AY-101 wall).
These DSTs were examined per Engineering Task Plan RPP-6839 (Engineering Task Plan for
the Ultrasonic Inspection of Hanford Double-Shell Tanks - FY2001, Jensen 2000a).

In FY 2002, UT inspections were performed on four more DSTs: 241-AN-101, 241-AW-102,
241-AW-104, and 241-AW-106. Also in FY 2002, a more extensive examination of
241-AY-101 was performed, and an examination of 241-AP-108 was limited to characterization
of the linear indication found in FY 2000. In addition, a limited scope reexamination of the
upper walls of tank 241-AN-105 was performed in FY 2002. These DSTs were examined per
RPP-7869 (Engineering Task Plan for the Ultrasonic Inspection of Hanford Double-Shell Tanks
- FY2002, Jensen 2002), and RPP-8867 (Engineering Task Plan for the Ultrasonic Inspection of
Hanford Double-Shell Tanks 241-AP-108, 241-AY-101, and 241-AZ-102 - FY2002,

Jensen 2002a).

In FY 2003, UT inspections were performed on four more DSTs: 241-AP-101, 241-AP-103,
241-AP-105, and 241-AZ-102. Also, a primary tank lower knuckle inspection on 241-AW-102
using the Tandem Synthetic Aperture Focusing Technique (T-SAFT) not completed during

FY 2002 was completed in early FY 2003. In addition, a supplementary, limited scope
examination of the tank 241-AY-101 secondary tank wall was completed. These DSTs were
examined per RPP-11832 (Engineering Task Plan for the Ultrasonic Inspection of Hanford
Double-Shell Tanks - FY2003, Jensen 2002b).

In FY 2004, UT inspections were performed on four more DSTs: 241-SY-101, 241-SY-102,
241-SY-103, and 241-AP-104. A limited scope examination of tank 241-AN-105 originally
planned for FY 2004 was deferred until FY 2005. These DSTs were examined per RPP-17750
(Engineering Task Plan for the Ultrasonic Inspection of Hanford Double-Shell Tanks - FY2004,
Jensen 2003).

In FY 2005, UT inspections were planned on four more DSTs: 241-AN-103, 241-AN-104,
241-AP-102, and 241-AP-106. Limited scope examinations of tanks 241-AN-101, 241-AN-105,
241-AP-104 and 241-SY-101 were also planned for FY 2005. These DSTs were to be examined
per RPP-22571 (Engineering Task Plan for the Ultrasonic Inspection of Hanford Double-Shell
Tanks - FY2005, Jensen 2003).

1-2
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DST 241-AN-103 was the third of the four tanks selected for standard inspection in FY 2005
(tanks 241-AP-102 and 241-AP-106 examinations have been completed). Inspection of tank
241-AN-103 was completed in the third quarter of FY 2005, and is the subject of this report.
The services of COGEMA Engineering Corporation (COGEMA Engineering) were retained to
provide UT examinations, procedures and inspectors, and to report the inspection results.
Examination of 241-AN-103 was performed with UT equipment provided by CH2M HILL
Hanford Group, Inc. (CH2M HILL).

1-3
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2.0 OBJECTIVE AND SCOPE

This report describes the inspection system, evaluates the inspection results, and documents
findings with conclusions and recommendations. The UT inspections described in this report
include the primary tank wall, the historical liquid-air interface, the vapor space above the
historical liquid-air interface, the vertical weld HAZ, and the horizontal cylinder/knuckle weld
HAZ.
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3.0 INSPECTION EQUIPMENT DESCRIPTION

Crawler / Scanning Bridge Systems — The crawler is a remotely controlled device that delivers
the ultrasonic transducers to the tank walls. The crawler used during most P-scan imaging
weighs approximately 35 pounds and has dimensions (including its traveling bridge) of
approximately 21 inches wide by 18 inches long by 6 inches high. The traveling bridge on the
crawler can be outfitted with various ultrasonic transducer configurations (Figure 3-1).

Figure 3-1. P-scan Crawler System on Tank Mock-up

The crawler is deployed through a 24 inch annulus inspection riser using customized deployment
tools. The P-scan tank wall crawler attaches to the tank wall with two pairs of magnetic wheels.
As the crawler moves slowly forward the transducers glide from side-to-side over the tank wall
surface. Water couplant is continuously fed to all transducers at a rate needed to maintain an
acceptable signal.

Deployment Tools — A deployment tool was specifically designed to insert and retrieve each
scanning system into and out of the DST annular space. The scanner sits on a platform that is
manually lowered to the appropriate elevation. The platform has cables attached that can be
controlled to move the scanner platform into contact with the examination surface or to the
secondary tank floor. The scanner is then driven onto the surface or the tank floor. The
deployment tool is retracted until the scanner needs to be removed from the annular space.

P-scan — P-scan is the name of the computerized pulse-echo ultrasonic inspection system used
by the inspection vendor. The P-scan system is manufactured by Force Institute in Denmark. It
acquires data from zero and angle beam transducers mounted on the crawler, allows real-time
analysis, and records the data in electronic memory for post inspection analysis. Force Institute
has designated “P-scan mode” to represent the angle beam (flaw length) view and “T-scan
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mode” to represent the zero beam (thickness) view. T-scan mode is used for normal operation
and, if crack-like indications are detected, then the P-scan mode is employed.

During normal T-scan and P-scan operations, the waveforms of the reflected sound wave signals
for each transducer are displayed in the “A-scan monitoring mode”. The displays are
continuously monitored (but not saved), and are primarily used to verify that the transducers are
functioning properly (e.g., there is proper probe contact, adequate water flowing, and correctly
operating transducer cables). When an indication is detected, the area is rescanned using the
“A-scan recording mode”. The recorded A-scan waveforms are then reviewed off-line, serving
as an additional tool in the evaluation of the indication.

Overview Camera — This camera was deployed to observe the area immediately around the
inspection area and to aid crawler deployment in the annulus.

Side-view Camera — This camera and light system were installed in a riser adjacent to the
inspection riser to provide an overall view of the inspection process.

Data Acquisition Control Center — A pull-type trailer was used to house the crawler controls,

video monitors, and data collection and evaluation hardware. The trailer was located outside the
AN Tank Farm boundary fence.
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4.0 UT INSPECTION DESCRIPTION

The following is the description of the data collection methodology:

Tank inspection was performed under Computerized History and Maintenance Planning System
(CHAMPS) work package number WFO-04-0147. All work steps, guidelines, procedures,
personnel responsibilities, and protocol for the inspection (Jensen 2005) were included in the
subject work package. The COGEMA Engineering procedure that establishes the methods,
equipment and requirements for the UT measurements and flaw detection is Automated
Ultrasonic Examination For Corrosion And Cracking, COGEMA-SVUT-INS-007.3
(Attachment 1).

P-scan Crawler for Tank Walls and Knuckle - A remotely controlled, steerable crawler was
used to deliver the P-scan UT transducers to the tank wall (Figure 3-1). The crawler was
deployed through the 24 inch diameter annulus inspection Riser Number 025 to perform the
vertical wall scans, the horizontal wall scans, and the vertical and horizontal weld scans.

The P-scan crawler inspects the primary tank wall using one dual-element 0° transducer to detect
wall thinning and corrosion pitting, and two 45° shear-wave transducers to detect cracking
transverse to the scanning direction. This examination setup is illustrated in the Figure 4-1
schematic.

Figure 4-1. Schematic of UT Setup for Vertical Wall Inspection

Top View (Transducers Only) Side View
Crawl, Crawler
Tfrix:l i Scan Travel lS can
Direction G Direction Direction Direction
X Y ‘;3(' Y

Bridge Fixture

AT

/ -\I.-'\arglll‘

45° Angle-beam 0° Straight-beam
Transducers Transducer

Vertical Wall Inspection Setup — Uses two 45° Transducers and one 0° Transducer
(Inspect for Wall Thinning, Pitting and Axial Cracks)

Note that the examination of the welds and HAZ actually consist of angle beam examinations in
the HAZ. The welds are not directly examined since the physical configuration does not permit
transducer placement on the weld. This physical configuration is the weld crown. The DSTs
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were not designed or fabricated for in-service inspection, and therefore the weld crowns were not
prepared for examination.

To detect cracks parallel to the weld, a 60° shear-wave transducer was directed toward the weld
and a dual-element 0° transducer is also included to detect wall thinning and corrosion pitting
(Figure 4-2). The examination of the HAZ using 60° angle beams will provide some coverage
of the actual weld to the inside surface. For example, in a previous UT examination, a “lack of
fusion” in a weld was identified (Ultrasonic Inspection Results for Double-Shell Tank
241-AP-103, Jensen 2003a).

Figure 4-2. Schematic of UT Setup for First Pass of Weld Inspections

Tap Vi T | Only) Side Vi
Crawler Crawler
Travel Scan Travel Scan
Direction ~ g2irection Direé;ﬁon ¢ Dlre:’:h:m |
X Y X

Bridge Fixture

Transducers Transducers

0= Straight-beam 60° Angle-beam

Transducer Transducer
Tank

Wall

/i
Crack; 4/

First Pass of Vertical and Horizontal Weld Inspection — Uses two 60° Transducers and two
0° Transducers (Inspect for Wall Thinning, Pitting and HAZ Cracks Parallel to the Weld)

To detect cracks oriented perpendicular to welds, two opposing 45° shear-wave transducers were
directed parallel to the weld. Welds were examined from both sides of the weld crown

(Figure 4-3).
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Figure 4-3. Schematic of UT Setup for Second Pass of Weld Inspections

Top View (Transducers Only) Top View (with Bridge Fixture)

Crawler

I
i
!
!
!
! Scan
Travel Scan ; :
Direction  Direction _ i 4—0"“:,’“"—»

X Y i
i
!
i
i

450 i
i
i
1 45° Angle- Bridge
Crack Crack 1 beam Fixiure
: Transduoers\
i
i Tank| ! : Tank
Wall : Wall

i

Second Pass of Vertical and Horizontal Weld Inspection — Uses four
45° Transducers (Inspect for HAZ Cracks Perpendicular to the Weld)

Data and images from the P-scan system were returned to a nearby control center located outside
the tank farm fence. The control center contained the crawler controls, video monitors, and data

collection and evaluation software and hardware. The UT inspector continuously monitored the

signals for reportable indications.
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5.0 INDICATION REPORTING CRITERIA

COGEMA Engineering was required to report to the customer the following anomalies:

e Wall thinning that exceeded 10 percent of the nominal wall thickness
» Pit depths that exceeded 25 percent of the nominal wall thickness
s Cracks that exceeded 0.1 inch in depth

The reporting criteria is established to identify indications that should be tracked. This tracking
is to be used to determine if there is any active mechanism causing additional thinning, pit
growth, or crack growth, based on subsequent examinations on the eight to ten year examination
interval. The values are nominally 50% of the “acceptance criteria” established in Acceptance
Criteria for Non-Destructive Examination of Double-Shell Tanks (Jensen 1995) and
recommended in Guidelines for Development of Structural Integrity Programs for DOE High-
Level Waste Storage Tanks (Bandyopadhyay et al. 1997).

For indications exceeding the “acceptance criteria”, actions are initiated to evaluate the
operability of the DST (Jensen 2005) through the occurrence reporting process. Indications
exceeding the “reporting criteria” are reported to the CH2M HILL Project Engineer to be
documented in the inspection report (Jensen 2005).
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6.0 PERFORMANCE DEMONSTRATION TESTS

Prior to field use, COGEMA Engineering personnel satisfactorily completed a Performance
Demonstration Test (PDT). The test was conducted to qualify personnel, test procedures, and
ensure the equipment’s ability to detect and size wall thinning, pits, and cracks in a series of test
plates with artificial defects. The performance demonstration test was performed on a tank
mock-up in the 306E Facility located in the Hanford Site 300 Area. This mock-up also
demonstrated the successful deployment and retrieval of the equipment.

The Pacific Northwest National Laboratory (PNNL) report, “Report on Performance
Demonstration Test — PDT, May 2000" (Attachment 3 of Ultrasonic Inspection Results of
Double-Shell Tank 241-AP-108, Jensen 2000b) provides the details of the complete evaluation of
the P-scan system PDT.
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7.0 TANK 241-AN-103 HISTORY

The 241-AN Tank Farm consists of seven DSTs located in the 200 East Area of the Hanford
Site. These underground tanks were built in 1980 and 1981, and are 75 feet in diameter with an
operating capacity of 1.16 million gallons.

Tank 241-AN-103 entered service in the first quarter of 1982, receiving raw water. The tank
received non-complexed waste from tank 241-SY-102 and water from miscellaneous sources
during the fourth quarter of 1982. Waste was sent to tank 241-AW-102 during the fourth quarter
of 1982 and the first quarter of 1983. Non-complexed waste from the 300 and 400 Areas was
sent to the tank during the third quarter of 1983.

In the third quarter of 1983 and 1984, the tank received liquid from the saltwell pumping of
several single-shell tanks in the 200 East and West Areas. The tank also received non-
complexed waste from B Plant cesium processing during the first quarter of 1984.

Non-complexed waste from tank 241-AN-104 and water from miscellaneous sources was sent to
the tank during the third quarter of 1984. Tank 241-AN-103 sent waste to tank 241-AN-101
during the fourth quarter of 1984. Tank 241-AN-103 exchanged non-complexed waste with tank
241-AW-102 during the first and fourth quarters of 1984 and the first quarter of 1986. No
further waste transfers have involved tank 241-AN-103 since the third quarter of 1986. Level
changes that have occurred since 1986 are due to water additions and slurry fluctuations caused
by gas generation within the waste (Tank Characterization Report for Double-Shell Tank
241-AN-103, Field, 1999).

Tank 241-AN-103 currently contains approximately 958,000 gallons of waste equivalent to
approximately 348 inches: 499,000 gallons of supernatant (181 inches), and 459,000 gallons of
sludge (167 inches). The tank is categorized as sound. (Waste Tank Summary Report for Month
Ending February 28, 2005, Naiknimbalkar 2005).

The waste level history since October 1981 is shown in Figure 7-1, based on data obtained from
the Tank Waste Information Network System (TWINS)'.

! TWINS, hittp://twins pnl.gov/twins htm, queried 4/27/05 [Data Source: Measurements, SACS, Surface Level,
Tank Name AN-103, All Measurement Date values]
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Figure 7-1. Waste Level History of Double-Shell Tank 241-AN-103

241-AN-103 Tank Waste Levels
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Since 1983, the minimum recorded waste level was approximately 12.3 inches (January 1983),
and the maximum recorded waste level was approximately 406 inches (October and
November 1984). During the nineteen year period between February 1986 and April 2005, the
waste level remained relatively constant, averaging 347 inches. Since 1990, the average waste
level has been 348 inches, its current level.

Since 1990, recorded temperatures of the tank have ranged from a maximum of 119°F
(January 1994) to a minimum of 62°F (February 2001), and have averaged 94°F. Since 2002,
Tank temperatures have averaged 91°F. This is based on data obtained from the TWINS?.

> TWINS, http://twins.pnl.gov/twins.htm, queried 4/27/05 [Data Source: Measurements, SACS, Tank Temperature
Readings, Tank Name AN-103, All Measurement Date values].
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8.0 GENERAL REQUIREMENTS AND INSPECTION SCOPE

FY 2005 Contract Number 21186, Release 13, specifies that the contractor provide (among
others) the following deliverables to the Double-Shell Tank Integrity Project (DSTIP)
organization:

e The contractor shall provide AN-103 NDE Support and Data Analysis

« The contractor shall prepare recommended engineering reports and studies as directed by
the DSTIP project leads

The areas on the primary tank that were identified for UT inspection in the engineering task plan
(Jensen 2005) and work package number WF0-04-0147 are described below.

Primary Tank Wall and Welds:

» A vertical strip (approximately 30 inches wide by 35 feet long) of the primary tank wall
between the upper haunch transition and the lower knuckle for pits, cracks, and wall
thinning. The vertical strip may be comprised of one or more strips whose total width is
30 inches.

e A horizontal strip (15 inches wide by 20 feet long) centered on the average elevation of
the liquid-air interface that existed for five years or longer.

» Twenty fect of the circumferential weld joining the cylinder to the lower knuckle, one
vertical weld joining the lowest shell course plates (about 10 feet of weld), and one
vertical weld joining the next to the lowest shell course plates (about 10 feet of weld). A
minimum of twenty (20} feet of vertical weld shall be examined.
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9.0 EQUIPMENT SETUP AT AN TANK FARM

Prior to performing the actual inspection, the shield plug was removed from the 24 inch

Riser 025, and a temporary cover and riser extension were secured to the riser. A portable
enclosure was installed near the riser to provide the means for deploying the UT equipment and
protecting the operators from the weather. An electric chain hoist, mounted to scaffolding
adjacent to the portable enclosure, was used for maneuvering the equipment into position. The
control center trailer was set up outside the AN Tank Farm’s boundary fence, and the control
cables were run along the ground to the equipment located at the riser. The tank farm setup is
shown in Figure 9-1.

Figure 9-1. UT Equipment Installation at DST AN-103 4/4/05

Shield Plug
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10.0 INSPECTION RESULTS

Tank 241-AN-103 was fabricated from carbon steel plate. The primary tank’s exterior surface
varies from mill scale to coatings of various degrees of rust caused by in-service corrosion of
carbon steel. A description of the plates is as follows with the location of the plates as shown in
Figure 10-1 (Tank Cross Section 241-AN Tanks, Vitro Hanford 1979).

Primary Tank Upper Knuckle — Connects dome of tank to side-wall

Primary Tank Wall — Consists of (from top to bottom)

Plate #1 — approximately 7 feet 8 inch tall, 1/2 inch nominal thickness
Plate #2 — approximately 7 feet 8 inch tall, 1/2 inch nominal thickness
Plate #3 — approximately 7 feet 8 inch tall, 1/2 inch nominal thickness
Plate #4 — approximately 9 feet tall, 3/4 inch nominal thickness

Plate #5 — approximately 2 feet tall, 7/8 inch nominal thickness

Primary Tank Lower Knuckle — Approximately 7/8 inch nominal thickness. Connects
sidewall of tank to primary tank bottom.

Primary Tank Bottom — Connected to primary tank lower knuckle. The outer three feet is
approximately 7/8 inch nominal thickness, transitioning to 1/2 inch nominal thickness.

The P-scan crawler was deployed through the 24 inch diameter annulus inspection Riser 025 at
the north side of tank 241-AN-103 for examinations of the primary tank wall, vertical and
harizontal welds. All tank welds examined were in the “as-welded” condition. The various scan
paths for the crawlers are shown in Figure 10-1, along with other pertinent tank information.

The UT P-scan data were examined by COGEMA Engineering’s Level III certified inspector and
by Limited Level II certified inspectors. The Limited Level II inspectors were “P-scan Limited”,
indicating that they are qualified to collect and examine the P-scan data, but are not qualified to
interpret the data.
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The following pages contain tables that present summary and detailed wall thickness data, which
were derived from the COGEMA “Automated Ultrasonic Thickness Data Report Sheets”. The
inspection data sheets, the transducer calibration sheets, the original tank wall and weld scan
map, and an interpretation of the data by an independent Level III certified NDE Inspector are
included in Attachment 2 for the P-scan data.

Tables 10-1 through 10-4 summarize the minimum wall thickness values obtained using the
P-scan system on the primary tank walls, which includes the liquid-air interface, and the vapor
space above the interface.

Tables 10-5 and 10-6 summarize the minimum wall thickness values obtained using the P-scan
system on the primary tank vertical welds and the primary tank lower knuckle weld.

Although the data are reported to three significant figures, the accuracy of the wall thickness

data, based on the results of the performance demonstration test, is 0.012 inch root-mean-square
(RMS).

Table 10-1. Summary of Primary Tank Wall Scan 1 (via Riser 025)

Elevation of Wall Scan Design Measured Sean
Plate Description Wall Scan Distance Nominal Minimum Minimum %
(inches) (inches) ¥ (inches) (inches) of Nominal
419.4
Plate #1 to 90.4 0.500 0.486 97.2%
329
327
Plate #2 to 89.3 0.500 0.496 99.2%
2377
235
Plate #3 to 89.4 0.500 0.489 97.8%
145.6
143
Plate #4 to 104.6 0.750 0.726 96.8%
384
35
Plate #5 to 21.2 0.875 0.846 96.7%
13.8

) All scan widths were 15 inches.
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Table 10-2. Summary of Primary Tank Wall Scan 2 (via Riser 025)

Elevation of Wall Scan Design Measured Scan

Plate Description

Wall Secan
(inches)

Minimum
(inches)

Distance Nominal
(inches) (inches)

Minimum %
of Nominal

Plate #1

419.6
to
329

90.6 0.500 0.505

101.0%

Plate #2

327
to
2377

893 0.500 0.502

100.4%

Plate #3

235
to
146.4

88.6 0.500 0.470

94.0%

Plate #4

143
1o
384

104.6 0.750 0.721

96.1%

Plate #5

35
to
14.3

20.7 0.875 0.849

97.0%

)" All scan widths were 15 inches.

Table 10-3. Summary of Primary Tank Liquid-Air Interface Wall Scan (via Riser 025)

E;_]Ii‘;?t::“;;f Wall Scan Design Measured Scan
Plate Description 120n Distance Nominal Minimum Minimum %
‘Wall Scan < [$)) . . .
. (inches) {inches) (inches) of Nominal
(inches)
Liquid-Air Interf 335
e riace to 240.0 0.500 0.470 94.0%
Plate #1 355

1} Scan width was 17 inches.

Table 10-4. Summary of Primary Tank Vapor Space Above The Liquid-Air Interface Wall

Scan (via Riser (025)
]iiivr?zt::::: olf Wall Scan Design Measured Scan
Plate Description Wall Sca?n Distancg) Nominal Minimum Minimum %
(inches) (inches) (inches) (inches) of Nominal
Liquid-Air Interface 333
e to 240.0 0.500 0.476 95.2%
Plate #1 155

(M Sean width was 15 to 17 inches.
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Table 10-5. Summary of Primary Tank Weld Scans (via Riser 025)

Elevation of Weld Scan Design Measured Scan
Weld Description Weld Scan Distance Nominal Minirnum Minimum %
(inches) (inches) (inches) (inches) of Nominal
. 327
Veg;;f; Xgeld to 88.8 0.500 0.464 92.8%
238.2
. 235
Vertical Weld to 88.9 0.500 0.455 91.0%
Plate #3
146.1
. 143
Vertical Weld to 102.8 0.750 0.708 94.4%
Plate #4
40,2
Vertical Weld 35
to 21.2 (0.875 0.848 96.9%
Plate #5 12.8

0 gean widths were 11.4 — 11.9 inches.

Table 10-6. Summary of Plate #5 / Knuckle Horizontal Weld Scans (via Riser 025)

Vertical Weld Sean Design Measured Scan
Weld Description Location of Distance Nominal Minimum Minimum %
Weld Scan (inches) ¥ (inches) (inches) of Nominal

From ~1 in. to

Horizontal Weld ~5.5 in. above

Plate #5 to Knuckle, 239.3 0.875 0.8292 94.7%
Plate #5 Side Plate #5/
Knuckle Weld
Horizontal Weld E;O? ~1bleri.0 tx
Plate #5 to Knuckle, | "oy ys 2393 0875 0.886 101.3%
Knuckle Side Plate #5
Knuckle Weld

M Scan widths were 9.7 — 10.85 inches

Tables 10-7 through 10-16 contain the detailed data for the primary tank vertical wall scans as
presented in 12 inch long by 15 inch wide connecting scans. Table 10-17 contains the detailed
data for the Plate #1 liquid-air interface scan as presented in 12 inch long by 17 inch wide
connecting scans.
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Table 10-7. Primary Tank Vertical Wall Scan 1 — Plate #1 (via Riser 025)

Scan 1.D. Elevation of Vert-lcal Design Measured Measured
Start of Loecation of . g
Number Nominal Average Minimum
Wall Scan Wall Scan . . .
(Data Sheets) (inches) (inches) (inches) (inches) (inches)
329 0-12® 0.500 0.534 0.512
341 12-24 0.500 0.537 0.510
353 24 - 36 0.500 0.539 0.519
Scan “Vert. Wall /
Plate 17 365 36 -48 0.500 0.539 0.513
(Page Att. 2-3) 377 48 — 60 0.500 0.539 0.512
389 6072 0.500 0.540 0.486
401 72 -84 0.500 0.536 0.510
413 84-904 0.500 0.531 0.509

) Scan start was 1 inch above the centerline of the second horizontal weld (scanned from bottom of plate to top of plate),
and centerline of 24 inch Riser 025; Scan width was 15 inches.

Table 10-8. Primary Tank Vertical Wall Scan 1 - Plate #2 (via Riser 025)

Scan LD. Elevation of Vertllcal Design Measured Measured
Start of Location of . . .
Number Nominal Average Minimum
Data Sheet Wall Scan Wall Scan (inches) (inches) (inches)

(Data Sheets) (inches) (inches) che
327 0-12" 0.500 0.519 0.496
315 12-24 0.500 0.521 0.501
Scan 303 24 -36 0.500 0.522 0.501
“Vert. Wall / 291 36 -48 0.500 0.522 0.500
Plate 2 279 48— 60 0.500 0.522 0.497
(Page Att. 2-4) 267 60 —72 0.500 0.522 0.500
255 72 — 84 0.500 0.521 0.499
243 84 -89.3 0.500 0.521 0.499

() Scan start was 1 inch below the centerline of the second horizontal weld, and centerline of 24 inch Riser 025;
Scan width was 15 inches.
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Table 10-9. Primary Tank Vertical Wall Scan 1 - Plate #3 (via Riser 025)

Scan L.D. Elevation of Vert.ical Design Measured Measured
Start of Location of . e
Number Nominal Average Minimum
Data Sh Wall Scan | Wall Scan (inches) (inches) inches)

(Data Sheets) (inches) (inches) ¢ ( 5
235 0-120® 0.500 0.519 0.498
223 12-24 0.500 0.521 0.496
Scan 211 24-36 0.500 0.522 0.498
“Vert. Wall / 199 3648 0.500 0.523 0.501
Plate 37 187 48— 60 0.500 0.523 0.499
(Page Att. 2-5) 175 60— 72 0.500 0.521 0.495
163 72 -84 0.500 0.519 0.494
151 84 894 0.500 0.517 0.489

M Gean start was | inch below the centerline of the third horizontal weld, and centerline of 24 inch Riser 025;
Scan width was 15 inches.

Table 10-10. Primary Tank Vertical Wall Scan 1 — Plate #4 (via Riser 025)

Scan LD. Elevation of Vert.lcal Design Measured Measured
Start of Location of . . .
Number Nominal Average Minimum
Data Sh Wall Scan | Wall Sean (inches) (inches) (inches)
(Data Sheets) (inches) (inches)
143 0-120 0.750 0.756 0.729
131 12-24 0.750 0.755 0.733
119 24 -36 0.750 0.754 0.735
Scan 107 36-48 0.750 0.754 0.735
“Vert. Wall/
Plate 4” 95 48 — 60 0.750 0.754 0.733
(Page Att. 2-6) 83 60— 72 0.750 0.754 0.735
71 72 -84 0.750 0.752 0.728
59 84-96 0.750 0.753 0.726
47 96 -104.6 0.750 0.752 0.731

' Scan start was 1 inch below the centerline of the fourth horizontal weld, and centerline of 24 inch Riser 025;
Scan width was 15 inches.
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Table 10-11. Primary Tank Vertical Wall Scan 1 — Plate #5 (via Riser 025)

Scan LD. Elevation of Vert.lcal Design Measured Measured
Start of Location of . . .
Number Nominal Average Minimum
Wall Scan Wall Scan . . .
{Data Sheets) (inches) (inches) (inches) (inches) {inches)
Scan “Vert. Wall 35 012 0.875 0.883 0.850

/ Plate 57

(Page Att. 2-7) 23 12-212 0.875 0.884 0.846

() Scan start was 1 inch below the centerline of the fifth horizontal weld, and centerline of 24 inch Riser 025:
Scan width was 15 inches.

Table 10-12. Primary Tank Vertical Wall Scan 2 - Plate #1 (via Riser 025)

Scan L.D. Elevation of Vert.lcal Design Measured Measured
Start of Location of . . .
Number Nominal Average Minimum
Wall Scan Wall Scan R . .
(Data Sheets) (inches) (inches) ({inches) (inches) (inches)
329 0-120 0.500 0.539 0.524
341 12-24 0.500 0.541 0.524
353 24 — 36 0.500 0.543 0.522
Scan “Vert. Wall /

2md / plate 17 365 36— 48 0.500 0.543 0.519
(Page Att. 2-13) 377 48 — 60 0.500 0.542 0.505
389 6072 0.500 0.541 0.515
401 72 -84 0.500 0.539 0.517
413 84 -90.6 0.500 0.541 0.519

() Scan start was 1 inch above the centerline of the second horizontal weld (scanned from bottom of plate to top of plate),
and 17 inches west of Scan 1, centerline to centerline; Scan width was 15 inches.
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Table 10-13. Primary Tank Vertical Wall Scan 2 — Plate #2 (via Riser 025)

Scan 1.D. Elevation of Vert.ical Design Measured Measured
Start of Location of . . .
Number Nominal Average Minimum
Data Sh Wall Scan Wall Scan (inches) (inches) (inches)
(Data Sheets) (inches) (inches) !
327 0-120® 0.500 0.523 0.502
315 12-24 0.500 0.527 0.507
303 24-36 0.500 0.525 0.511
Scan “Vert. Wall/
2% / plate 27 291 3648 0.500 0.525 0.503
(Page Att. 2-14) 279 48 - 60 0.500 0.525 0.509
267 60-72 0.500 0.525 0.509
255 72 -84 0.500 0.525 0.505
243 84 -893 0.500 0.525 0.511

(Y Scan start was 1 inch below the centerline of the second horizontal weld, and 17 inches west of Scan 1, centerline to
centerline; Scan width was 15 inches.

Table 10-14. Primary Tank Vertical Wall Scan 2 - Plate #3 (via Riser 025)

Scan I.D. Elevation of Vert-ica] Design Measured Measured
Start of Location of . ..
Number Nominal Average Minimum
Wall Sean Wall Scan . . .
(Data Sheets) (inches) (inches) (inches) (inches) (inches)

235 0-12 0.500 0.509 0.488
223 12-24 0.500 0.510 0.470
Scan “Vert. Wall / 211 24 -36 0.500 0.513 0.491
2™/ Plate 37 199 3648 0.500 0.514 0.490
(Page Att. 2-15) 187 48 - 60 0.500 0.515 0.493
175 60-72 0.500 0.513 0.490
163 72 -84 0.500 0.512 0.485
151 84 --88.6 0.500 0.508 0.490

0 Scan start was 1 inch below the centerline of the third horizontal weld, and 17 inches west of Scan 1, centerline to
centerline; Scan width was 15 inches. ’
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Table 10-15. Primary Tank Vertical Wall Scan 2 - Plate #4 {via Raser 025)

Scan LD. Elevation of Vert-ical Design Measured Measured
Number Start of Location of Nominzl Average Minimum
(Data Sheets) W.all Sean w?“ Sean (inches) (inches) (inches)
(inches) (inches)
143 0-12W 0.750 0.757 0.728
131 12-24 0.750 0.758 0.733
119 24 -36 0.750 0.756 0.732
Scan “Vert. Wall / 107 36—48 0.750 0.757 0.733
2!/ Plate 47 95 48 - 60 0.750 0.756 0.721
(Page Att. 2-16) 83 60 —72 0.750 0.756 0.726
71 72 -84 0.750 0.755 0.723
59 84 -96 0.750 0.756 0.727
47 96 —-104.6 0.750 0.756 0.726

M Scan start was 1 inch below the centerline of the fourth horizontal weld, and 17 inches west of Scan 1, centerline to

centerling; Scan width was 15 inches.

Table 10-16. Primary Tank Vertical Wall Scan 2 - Plate #5 (via Riser 025)

Flevation of

Vertical

Scan L.D. . Design Measured Measured
Start of Location of . . .
Number Nominal Average Minimum
Wall Sean Wall Scan . . .
{Data Sheets) (inches) (inches) (inches) {inches}) (inches)
Scan “Vert. Wall / 35 0120 0.875 0.882 0.849
2™/ Plate 57
23 12-20.7 0.875 0.885 0.852

(Page Att. 2-17)

Y Scan start was 1 inch below the centerline of the fifth horizontal weld, and 17 inches west of Scan 1, centerline to

centerline; Scan width was 15 inches.
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Table 10-17. Primary Tank Wall Historical Liquid-Air Interface Scan — Plate #1

(via Riser 025)
Scan L.D. Elevs;utlon of Horlz-o ntal Design Measured Measured
Horizontal Location of . . .
Number Nominal Average Minimum
Data Sh Wall Scan Wall Scan (inches) (inches) (inches)
(Data Sheets) (inches) (inches)
0-12M 0.500 0.552 0.526
323 12-24 0.500 0.554 0.528
;(‘)’8 24136 0.500 0.552 0.528
S . 36— 48 0.500 0.551 0.521
can (5 inches 1o
“Liquid Air 20 inches 48 - 60 0.500 0.552 0.523
Interface /17 above 60 — 72 0.500 0.550 0.520
(Page Att 2-23) Plate #1 / 72 _ 84 0.500 0.548 0.524
Plate #2
Horizontal 84 - 96 0.500 0.548 0.517
Weld) 96 -- 108 0.500 0.548 0.521
108 — 120 0.500 0.548 0.518
0-129@ 0.500 0.549 0.516
323 12 -24 0.500 0.549 0.524
;{‘)’8 2436 0.500 0.549 0.523
Sean . 3648 0.500 0.549 0.510
L (5 inches to
“Liquid Air 20 inches 48 — 60 0.500 0.549 0.523
Interface / A” above 6072 0.500 0.548 0.470
(Page Att 2-24) Plate #1 / 72— 84 0.500 0.547 0.519
Plate #2
Horizontal 84 - 96 0.500 0.548 0.518
Weld) 96 — 108 0.500 0.541 0.515
108 — 120 0.500 0.541 0.516

Y Start of scan east of 24 inch Riser 025; Scan width was 17 inches.

@ Start of scan (@ end of scan Liquid Air Interface; Scan width was 17 inches.
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Table 10-18. Primary Tank Wall Vapor Space Above The Historical Liquid-Air Interface

Scan - Plate #1 (via Riser 025)

Elevation of

Horizontal

Scan L.D. Horizontal Location of Design Measured Measured
Number Wall Scan Wall Sean Nominal Average Minimum
(Data Sheets) (inches) (inches) (inches) (inches) (inches)
0-12® 0.500 0.543 0.505
323 12 -24 0.500 0.543 0.518
3‘;’8 2436 0.500 0.545 0.519
36-48 0.500 0.543 0.519
Scan (5 inches to
“Liquid Air ” 20 inches 48 - 60 0.500 0.542 0.514
(Vapor Space) above 60— 72 0.500 0.543 0.476
(Page Att 2-25) Plate #1 / Y 5300 0541 0.485
Plate #2 - : i
Horizontal 84 - 96 0.500 0.539 0.511
Weld) 96 — 108 0.500 0.538 0.509
108 — 120 0.500 0.538 0.508
0-12@ 0.500 0.538 0.505
323 12-24 0.500 0.538 0.508
3‘(‘;’8 2436 0.500 0.538 0.514
Scan ‘ 36 48 0.500 0.540 0.511
o . (5 inches to
Liquid Air/ A 20 inches 48 — 60 0.500 0.539 0.505
(Vapor Space) above 6072 0.500 0.539 0.509
(Page Att 2-26) Plate #1 / 7284 0.500 0.538 0.508
Plate #2
Horizontal 84— 96 0.500 0.537 0.508
Weld) 96— 108 0.500 0.537 0.508
108 — 120 0.500 0.532 0.506

D Start of scan east of 24 inch Riser 025 @ east air line; Scan width was 15 to 17 inches.

) Start of scan (@ end of scan Liquid Air Interface; Scan width was 17 inches.
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Table 10-19. Primary Tank Vertical Wall Weld Scan - Plate #2 (via Riser 025)

Scan I.D. Elevation of Vert.ical Design Measured Measured
Start of Location of s . .
Number Nominal Average Minimum
Weld Scan Weld Scan . . .
(Data Sheets) (inches) (inches) (inches) (inches) (inches)
327 0-12® 0.500 0.510 0.486
315 12 -24 0.500 0.514 0.498
303 24 -136 0.500 0.515 0.491
Scan

“Vert. Weld / 291 36 - 48 0.500 0.517 0.491
Plate 2 279 48— 60 0.500 0.515 0.485
(Page Att. 2-27) 267 60— 72 0.500 0.516 0.500
255 72 -84 0.500 0.516 0.499
243 84 — 88.8 0.500 0.517 0.464

M Sean start was 1 inch below the centerline of the second horizontal weld; Scan width was 11.8 inches.

Tabie 10-20. Primary Tank Vertical Wall Weld Scan - Plate #3 (via Riser 025)

Elevation of

Vertical

Scan L.D. Start of Locati f Design Measured Measured
Number art o ocation o Nominal Average Minimum
Weld Scan Weld Scan . R .
(Data Sheets) (inches) (inches) (inches) (inches} (inches)

235 0-120 0.500 0.505 0.476
223 1224 0.500 0.509 0.474
Scan 211 24-36 0.500 0.505 0.462
“Vert. Weld / 199 3648 0.500 0.510 0.470
Plate 37 187 48 — 60 0.500 0.500 0.455
(Page Att. 2-28) 175 60 72 0.500 0.501 0.458
163 72— 84 0.500 0.502 0.459
151 84 —88.9 0.500 0.505 0.460

(% Scan start was 1 inch below the centerline of the third horizontal weld; Scan width was 11.9 inches.
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Table 10-21. Primary Tank Vertical Wall Weld Scan - Plate #4 (via Riser 025)

Nmie | St | Locaionor | Do | Meawed | sl
Weld Scan Weld Scan . . .

(Data Sheets) (inches) (inches) (inches) (inches) (inches)
143 0-120 0.750 0.756 0.708
131 12 - 24 0.750 0.752 0.733
119 24 36 0.750 0.752 0.731
“Vegﬁdd ,: 107 3648 0.750 0.750 0.718
Plate 4” 95 48— 60 0.750 0.753 0.731
(Page Att. 2-29) 83 60 - 72 0.750 0.752 0.727
71 72 -84 0.750 0.752 0.730
59 84-96 0.750 0.755 0.719
47 96 —102.8 0.750 0.756 0.738

() Scan start was 1 inch below the centerline of the fourth horizontal weld; Scan width was 11.5 inches.

Table 10-22. Primary Tank Vertical Wall Weld Scan - Plate #5 (via Riser 025)

Elevation of

Vertical

Scan L.D. Start of Location of Design Measured Measured
Number Weld Scan Weld Scan Nominal Average Minimnm
(Data Sheets) (inches) (inches) (inches) (inches) (inches)
“Verfci‘;el 4/ 35 0-12W® 0.875 0.875 0.848
Plate 57
23 12-212 0.875 0.875 0.850

(Page Att. 2-30)

) Scan start was 1 inch below the centerline of the fifth horizontal weld; Scan width was 11.4 inches.
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Table 10-23. Primary Tank Horizontal Weld - Plate #5 to Knuckle Scan, Plate #5 Side

(via Riser 025)
. Horizontal
Scan 1.D. ]i;:::;;r:;f Location of Design Measured Measured
Number Weld Sean Weld Scan, Nominal Average Minimum
(Data Sheets) (inches) Plate #5 Side (inches) (inches) {inches)
(inches)
0-120 0.875 0.893 0.842
12 -24 0.875 0.890 0.870
24 -36 0.875 0.886 0.858
Scan From ~1 in. to 36 — 48 0.875 0.887 0.856
“Horz. Weld / ~5.4 in. above 48 — 60 0.875 0.887 0.857
Plate / Knuckle” | Plate #5 / 60 — 72 0.875 0.884 0.832
- Knuckle Weld
(Page Att. 2-39) | fnuekle Fe 7284 0.875 0.886 0.861
84 -96 0.875 0.883 0.349
96 - 108 0.875 0.881 0.859
108 — 120 0.875 0.881 0.859
Scan From ~1 0. fo 0-129 0.875 0.885 0.863
“Horz. Weld / ~1im.
~54i 12 -24 0.875 0.883 0.858
Plate / Knuckle 5.4 in. above
A® Plate #5 / 24-36 0.875 0.883 0.851
Knuckle Weld
(Page Att. 2-40) 36-47.8 0.875 0.884 0.842
0-129 0.875 0.870 0.851
Scan . 12 - 24 0.875 0.868 (.843
“HOI’Z. We]d/ FI’OI]’I "-'1 m. to
Plate / Knuckle ~51.)41» 1:1. ;lsac;ve 24 -36 0.875 0.866 0.829
B” ate 3648 0.875 0.869 0.850
Knuckle Weld
(Page Att. 2-41) 48 - 60 0.875 0.867 0.849
60 —71.5 0.875 0.869 0.848

() Start of scan @ east air line, east of 24 inch riser; Scan width was 10.85 inches.
@ Start of scan @ end of previous scan, Horiz. Weld / Plate / Knuckle; Scan width was 10.8 inches.

@ Start of scan {@ west of weld attachment, west of 24 inch riser; Scan width was 9.7 inches
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Table 10-24. Primary Tank Horizontal Weld - Plate #5 to Knuckle Scan, Knuckle Side

(via Riser (025)
S Elevation of HOI‘IZ.O ntal .
can LD. Horizontal Location of Design Measured Measured
Number Weld Sean Weld Scan, Nominal Average Minimum
(Data Sheets) (inches) Plate #5 Side (inches) {inches) {inches)
(inches)
0-12® 0.875 0.939 0912
1224 0.875 0.936 0.901
24-36 0.875 0.940 0.920
Scan From ~1 in. to 36-48 0.875 0.940 0.920
“Horiz. Weld/ | <54 in. below 48 - 60 0.875 0.939 0.906
Plate / Knuckle KnPlaIS #\SN / u 6072 0.875 0.940 0.924
(Page Att. 2-42) Hekie e 7284 0.875 0.937 0.914
84 — 96 0.875 0.939 0.914
96 — 108 0.875 0.930 0.894
108 — 120 0.875 0.935 0.912
Scan From1 in. to 0-12® 0.875 0.939 0.913
“Horiz. Weld / fom~1 m.
547 1224 0.875 0.931 0.896
Plate / Knuckle 34 in. bc_elow
A" Plate #5 / 24 -36 0.875 0.931 0.914
Knuckle Weld
(Page Att, 2-43) uckle we 36478 0.875 0.931 0.916
0-12® 0.875 0.915 0.886
Scan . 1224 0.875 0.937 0.895
“HoriZ. We]d/ FrOm-"“l 1n. to
Plate / Knuckle ~5.4 in. below 24 -36 0.875 0.931 0.901
B” Plate #5 / 36— 48 0.875 0.931 0.892
Knuckle Weld
(Page Att, 2-44) 48 — 60 0.875 0.931 0.910
60-71.5 0.875 0.931 0.902

(M Start of scan (@ east air line, east of 24 inch riser; Scan width was 10.8 inches.
@) Start of scan @ end of previous scan, Horiz. Weld / Plate / Knuckle; Scan width was 10.8 inches.

® Start of scan (@ west of weld attachment, west of 24 inch riser; Scan width was 9.7 inches

10-16




RPP-RPT-24476, Rev. 0

11.0 EVALUATION OF INSPECTION RESULTS

The results from the inspection of tank 241-AN-103 are evaluated and compared with results of
all other tank ultrasonic inspections.

11.1 TANK 241-AN-103 UT DATA EVALUATION

The UT P-scan data were interpreted by J.B. Elder an independent Level I1I certified NDE
inspector. The P-scan data were also examined by W.H. Nelson, COGEMA Engineering’s Level
III certified inspector. Mr. Nelson independently evaluated the P-scan raw data and concurred
with Mr. Elder’s interpretation (Attachment 2). The P-scan data have also been evaluated by
PNNL as a third party review. Their results and conclusions were found to be consistent with
those described in this report. Their P-scan data review is Ultrasonic Examination of Double-
Shell Tank 241-AN-103 - Examination Completed June 2005, PNNL report number PNNL-
15280, Rev. 0 (Attachment 3).

The results of the tank 241-AN-103 UT inspections indicated no reportable wall thinning, no
pit-like indications, and no cracking in any of the areas examined. Figure 11-1 illustrates all of
the “as-found” average wall thickness measurements of the primary tank vertical wall scans
generated from the P-scan Inspection Data Sheets (Attachment 2). Each measurement plotted on
Figure 11-1 is the average of all data collected over a 12 inch long by 15 inch wide scan area.
Areas of interest for tank 241-AN-103 are the vapor space above the liquid waste, the historical
liquid-vapor interface (approximately 28.9 feet or 347 inches), and the liquid region.

The overall average wall thickness measurements for the walls and weld HAZs are tabulated in
Table 11-1. The UT data show that the primary tank average wall thickness values exceed the
nominal values specified in the design documents. The UT data, when compared to construction
specifications, drawings, standards, and codes (241-AN Double-Shell Tanks Integrity Assessment
Report, Jensen 1999), reveal that the as-found condition of the tank plates and welds are all
within the allowable design limits. A summary of the results associated with the areas examined
is presented below.

Primary Tank Wall: Two parallel strips, each ~35 foot long and 15 inches wide, encompassing
Plate #1 through Plate #5 were examined. The average ((scan 1 + scan 2)/2) plate wall
thicknesses ranged from 100.7% of nominal (plate #4), to 107.8% of nominal (plate #1). The
overall average plate wall thickness (of the 5 plates) was 103.5% of nominal. The average ((scan
1 + scan 2)/2) minimum wall thickness values detected ranged from 97.1% of nominal (Plate #5)
to 102.7% of nominal (Plate #1). The overall average minimum plate wall thickness was 99.2%
of nominal. Of the 12 inch long vertical wall plate scans yielding minimums falling below the
nominal values, the greatest thickness deviation was 6.0% below the nominal (Plate #3, Scan 2).
No reportable wall thinning, pitting indications or crack-like indications were found.
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Figure 11-1. Scan Data Average Wall Thickness Compared to Nominal Plate Thickness
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Table 11-1. Average Tank Wall Thickness Values

. Average
Sean Scan avernge | Avernce | Thickes | Thictmes | minus
Description Location {inches) {inches} (inches) {inches) Nominal
{inches)
Plate #1 0.5369 0.5411 0.5390 0.500 +0.039
Vertical Plate #2 0.5213 0.5250 0.5231 0.500 +0.023
Wa]lm Plate #3 0.5206 0.5118 0.5162 0.500 +0.016
Scans Plate #4 0.7538 0.7563 0.7551 0.750 +0.005
Plate #5 0.8835 0.8835 0.8835 0.875 +0.008
Liquid /Air | gy e i 0.5487 n/a @ 0.5487 0.500 +0.049
Interface
Vapor Space
Above
Liquid/Air Plate #1 0.5396 n/a 0.5396 0.500 +0.040
Interface
Plate #2 0.5150 n/a 0.5150 0.500 +0.015
Vertical Plate #3 0.5046 n/a 0.5046 0.500 +0.005
Welds Plate #4 0.7531 wa 0.7531 0.750 +0.003
Plate #5 0.8750 na 0.8750 0.875 0.000
Primary Plate #5 0.8801 Wa 0.8801 0.875 4 0.005
Lower Side
Knuckle
Weld Kaekle 0.9342 wa 0.9342 0.875 +0.059

M Scan 1 and Scan 2 were on the same plate, unless otherwise noted.
@ n/a—not applicable (only one scan performed)

Note: The average vertical wall thickness values as shown in figure 11-1, and as shown in table

11-1, reveal a difference of 0.009 inches between scan 1 and scan 2 for plate #3. The
precision of these measurements was influenced by significant surface roughness
encountered on plate #3.

Since surface roughness contributes to the acoustic properties of the material being
tested, a non-uniform surface can cause “chattering” as the transducer travels over rough

surfaces. Transducer chattering can cause variations in the thickness of the couplant layer

beneath the transducers. And since the couplant layer is a component of the wall

thickness measurement (which is compensated for during calibration), a uniform couplant

thickness is necessary for maximum accuracy. Also, transducer wear, and calibration
variables attributed to the use of different operators, affect measurement repeatability.
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Therefore, couplant thickness variations, transducer wear, and operator variables all
contribute to the precision of the wall thickness measurements.

Primary Tank Wall Historical Liquid-Air Interface: A horizontal strip (20 feet long by

17 inches wide) encompassing the Plate #1 historical liquid-air interface (347 inch level) was
examined. The average wall thickness detected during the liquid-air scan was 109.7% of
nominal, in good agreement with the 107.8% reported above for the plate #1 vertical wall scan.
The average minimum plate thickness value detected was 103.6% of nominal, in good
agreement with the 102.7% reported above for the plate #1 vertical wall scan. Of the 12 inch
long horizontal interface scans yielding minimums falling betow the nominal (0.500 inches), the
greatest deviation was 6.0% below nominal. No reportable thinning, pitting indications, or
crack-like indications were found.

Primary Tank Vapor Space: A horizontal strip (20 feet long by 15-17 inches wide) above the
historical liquid-air interface was examined. The average wall thickness detected during the
vapor space scan was 107.9% of nominal, also in good agreement with the 107.8% reported
above for the plate #1 vertical wall scan. The average minimum plate thickness value detected
was 101.5% of nominal, in good agreement with the 102.7% reported above for the plate #1
vertical wall scan. Of the 12 inch long horizontal vapor space scans yielding minimums falling
below the nominal (0.500 inches), the greatest deviation was 4.8% below the nominal. No
reportable thinning, pitting indications or crack-like indications were found.

Primary Tank Vertical Welds: One vertical weld in each of the four plates #2 through #5 was
examined. The average thicknesses of the plate walls adjacent to the welds ranged from
equivalent to the nominal plate thickness (plate #5 HAZ), to 103.0% of nominal (plate #2 HAZ).
The overall average thickness of the four vertical weld HAZs was 101.1% of the nominal plate
thickness values. The average minimum thickness of the plate walls adjacent to the welds ranged
from 92.9% of nominal (Plate #3 HAZ) to 97.9% of nominal (Plate #2 HAZ). The overall
average minimum thickness of the four vertical weld HAZs was 96.2% of nominal. Of the 12
inch long vertical weld scans yielding minimums falling below the nominal, the greatest
deviation was 9.0% below nominal (Plate #3 HAZ). No crack-like indications were found.

There were also no reportable wall thinning or pitting indications found.

Primary Tank Knuckle-to-Shell Weld: A 19.9 foot long region of the horizontal knuckle-to-
shell weld was examined. No crack-like indications were found. There were also no reportable
wall thinning or pitting indications found. The average thickness of the horizontal knuckle-to-
plate#5 weld HAZ ranged from 100.6% of nominal (plate-side scan), to 106.8% of nominal
(Knuckle-side scan). The overall average thickness of the honizontal weld HAZ was 103.7% of
nominal. The average minimum thickness of the horizontal weld HAZ ranged from 97.3% of
nominal for the plate-side scan, to 103.7% of nominal for the knuckle-side scan. The overall
average minimum thickness of the horizontal weld HAZ was 100.5% of nominal. Of the 12 inch
long horizontal weld scans yielding minimums falling below the nominal, the greatest deviation
was 5.3% below nominal (plate-side scan).
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11.2 DST ULTRASONIC INSPECTION DATA RESULTS COMPARISON

The following Tables 11-2 and 11-3 provide a summary of primary tank vertical wall inspection
results and a comparison of primary tank wall thinning.

Table 11-2 reports the inspection results chronologically according to fiscal year (October 1
through September 30).

Table 11-2. Double-Shell Tanks Chronological Inspection Results Findings

Inspection | Reportable Reportable Weld
Tank Year | Plate Crack Rep"}r,‘ii‘g:f Plate Re",‘l’,'l’l‘iz":i"nplate Thinning, Pitting
(FY) Indication g £ or Cracking
AW-103 1997 None None None None
AN-107 1998 None None None None
AN-106 1999 None None None None
AN-105 1999 None None Two very minute areas of None
a plate (20% maximum
reduction in thickness)
AZ-101 1999 Nomne None One area of a plate None
{11.4% maximm
reduction in thickness)
AY-102 1999 None None None None
AP-107 2000 None None None None
AP-108 2000 None None Two minute areas of a None ®
plate (13.8% maximum
reduction in thickness).
AW-101 2001 None None A pit like indication in a None
very minute area of a
plate (16% maximum
reduction in thickness).
AW-105 2001 None None None None
AY-101 2001 None Pit-like indication | Some pit-like indications | Three areas of 10%
at historical identified as thinning wall thinning in
liquid-air interface vertical welds
AN-102 2001 None None One minute area of a plate None
(11% maximum reduction
in thickness)
AN-101 2002 None None One small area of a plate | Four local areas near
{12 % maximum vertical welds (14%
reduction in thickness) maximum reduction
in thickness)

11-5
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Table 11-2. (Cont.) Double-Shell Tanks Chronological Inspection Results Findings

Inspection Reportable Reportable Weld
Tank Year Plate Crack Repo;ti:tli)ll]e Plate Rep;ﬁil::nPlate Thinning, Pitting
(FY) Indication & g or Cracking
AW-106 2002 None None One small area 10.4% maximum
reduction in
thickness
AY-101 2002 Not None 72 areas of >10% wall Not Investigated
Investigated thinning, most in the
historical liquid-air
interface in Plate #2
(20.2% maximum
reduction in thickness)
AW-104 2002 None None None None
AW-102 2002 & None None None None
2003 @
AN-105 2002 None None None Not Investigated
AP-101 2003 None None Nene None
AP-105 2003 None None None None
AP-103 2003 None None None None @
AZ-102 2003 None None Six small areas in the Three small areas of
vicinity of the liquid-air wall thinning near
interface in Plate #2 the Plate #1 vertical
(13.2% to 17.8% weld (10.9% to
maximum reduction in 16.8% maximum
thickness) reduction in
thickness)
SY-103 2004 None None Six small areas in the None
Plate #1 Vapor Space
(10.4% to 12.8%
maximum reduction
in thickness)
SY-101 2004 None None Numerous areas in the Numerous areas in
vicinity of the historical Plate #1 and two
liquid-air interface on areas in Plate #2
Plate #1 (10.4% to 18.4% {10.6% t0 17.3%
maximum reduction maximum reduction
in thickness) in thickness)
SY-102 2004 None None Numerous areas in One small area in
Plate #1 (10.1% to0 12.5% Plate #1 (10.7%
maximum reduction maximum reduction
in thickness) in thickness)

11-6
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Table 11-2. (Cont.} Double-Shell Tanks Chronological Inspection Results Findings

Inspection | Reportable Reportable Weld
Tank Year | Plate Crack Rep";tii‘t'i’:f Plate R"p,‘;'l'lti‘:l':;] Plate Thinning, Pitting
(FY) Indication £ g or Cracking
AP-104 2004 None None None None
AP-106 2005 None None None None
AP-104 2005 © Not None None Not Investigated
Investigated
AP-102 2005 None None Two areas of plate #2 Five areas of
(14% maximum reduction | thinning in the HAZ
in Thickness). of plate #4 (13%
maximum reduction
in thickness).
AN-103 2005 None None None None

) Based on a review of the tank 241-AN-105 data gathering technigue in FY 1999, prompted by the FY 2002 results, the
FY 1999 wall thinning data is considered questionable.

® Although below reporting criteria at the time, one linear crack-like indication 6 inch long by 0.142 inch deep in a nominal
0.750 inch thick plate was observed. Subsequent examination of tank 241-AP-108 in FY 2002 revealed no change in size.

@ Primary knuckle examination using T-SAFT conducted in FY 2003.

@ (One linear crack-like indication 2.92 inches long in the weld heat-affected zone of a nominal 0.875 inch thick plate was
detected. A follow-up inspection determined that the indication is a small area of incomplete fusion that is not open to either
surface of the tank.

© Primary tank upper knuckle examination only.

The inspection results in Table 11-2 show that the overall condition of the inspected tanks is
satisfactory. Wall thickness data gathered from ultrasonic examination of twenty-seven DSTs
were compared to evaluate the degree of wall thinning that may have occurred among the tanks
examined. These wall thickness data do not allow a direct calculation of wall thinning, since no
measurements were made of original plate thicknesses at the time of construction. However,
wall thickness data from ultrasonic testing may be compared to the specified nominal plate
thickness.

Table 11-3 provides a summary of wall thinning, defined as nominal plate thickness minus
average minimum plate thickness®, by nominal plate size, and by DST examined. The data used
the minimum wall thickness in each scanning area (generally 12 inches by 15 inches) from the
vertical wall scans and then calculated the average for each plate using the minimum thickness
values. The negative values in the table indicate where the average of all minimum values of
plate thickness exceeds nominal plate thickness. The Table also provides the calculated average
wall thinning and associated standard deviation by DST examined for all nominal plate
thicknesses, and by nominal plate thickness for all DSTs examined.

Tank 241-AN-103 did not exhibit any significant thinning.

* Average minimum plate thickness is defined as the average of all the minimum measured thicknesses for ecach
scanning area (generally 12 inches by 15 inches) for a given plate size and DST.

11-7
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Table 11-3. Tank Wall Thinning By Nominal Plate Size

DST FY Wall Thinning* By Nominal Plate Size (Inches)
Examined | 3750 | gspo | 0.5625" | 0.750" | 0.875" | AVG |[STDDEV
AN-101 2002 n/a 0.008 n/a 0.027 0.015 0.013 0.014
AN-102 2001 n/a 0.004 nfa 0.003 0.005 0.004 0.016
AN-103 2005 nfa -0.003 n/a 0.020 0.026 0.005 0.015
AN-105 1699 n/a 0.026 n/a 0.007 0.001 0.019 0.032
AN-105 2002 n/a 0.015 n/a nfexam. n/exam. 0.015 0.021
AN-106 1999 n/a 0.006 n/a 0.015 0.012 0.009 0.009
AN-107 1998 n/a -0.018 na -0.015 0.013 -0.016 0.017
AP-101 2003 n/a -0.008 -0.003 -0.002 0.010 -0.004 0.008
AP-102 2005 n/a 0.029 0.056 0.040 0.065 0.040 0.024
AP-103 2003 n/a 0.008 -0.004 -0.009 0.007 0.000 0.012
AP-104 2004 /a -0.006 -0.016 -0.016 0.011 -0.010 0.014
AP-105 2003 n/a 0.004 -0.006 -0.002 0.010 0.000 0.009
AP-106 2005 w/a -0.007 0.006 -0.012 0.012 -0.004 0.012
AP-107 2000 n/a -0.011 -0.012 -0.017 -0.013 -0.012 0.008
AP-108 2000 n/a -0.017 -0.012 -0.011 -0.005 -0.014 0.016
AW-101 2001 n/a 0.008 n'a 0.014 0.020 0.010 0.013
AW-102 2002 n/a -0.019 n/a -0.006 0.008 -0.014 0.012
AW-103 1597 n/a -0.010 n/a -0.005 0.004 -0.007 0.008
AW-104 2002 w/a -0.036 na -0.031 -0.007 -0.033 0.011
AW-105 2001 n/a 0.000 n‘a 0.008 -0.003 0.002 0.018
AW-106 2002 n/a -0.004 n/a 0.015 0.000 .00 0.016
AY-101 2001 -0.011 0.030 n/a 0.018 0.012 0.030 0.02¢9
AY-102 1999 -0.021 0.001 n/a 0.008 n/a 0.000 0.012
AZ-101 1999 0.021 0.027 n/a 0.020 0.003 0.024 0.011
AZ-102 2003 0.017 0.007 n/a -0.011 -0.004 0.002 06.019
SY-101 2004 0.056 0.009 n/a 0.026 -0.030 0.015 0.020
SY-102 2004 0.042 0.007 n/a 0.009 0.031 0.012 0.014
SY-103 2004 0.041 0.008 n/a 0.019 -0.022 0.012 0.015
AVG: 0.021 0.002 0.001 0.005 0.007
STD DEYV: 0.028 0.022 0.023 0.020 0.020

* Thinning = nominal plate size — minimum thickness
n/a - not applicable; /exam. — not examined
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12.0 FINDINGS, CONCLUSIONS, AND RECOMMENDATIONS

The findings, conclusions, and recommendations from the UT inspection of DST 241-AN-103
are listed below.

Primary Tank Walls

No reportable wall thinning was detected in any of the areas examined. The primary wall
vertical scans yielded overall average ((scan 1 + scan 2)/2) wall thickness values that
ranged from 100.7% of nominal (plate# 4), to 107.8% of nominal (plate# 1). The overall
average ((scan 1 + scan 2)/2) minimum wall thickness values ranged from 97.1% of
nominal (Plate #5) to 102.7% of nominal (Plate #1). Of the 12 inch long vertical wall
plate scans yielding minimums falling below the nominal values, the greatest deviation
was 6.0% below the nominal (Plate #3, Scan 2).

Neither reportable pitting indications nor any crack-like indications were detected in any
of the vertical wall plates.

Liguid / Air Interface and Vapor Space (Above the Liguid / Air Interface)

There were no areas of reportable wall thinning, cracking, or pit-like indications detected
during the primary tank horizontal wall scan of the historical liquid-air interface, nor
were there any areas of reportable wall thinning, cracking, or pit-like indications detected
during the primary tank horizontal wall scan of the vapor space above the historical
liquid-air interface.

The overall average horizontal wall scan thickness values detected ranged from 107.9%
of nominal (vapor-space scan), to 109.7% of nominal (liquid-air scan). The average
minimum horizontal wall thickness values detected ranged were 101.5% of nominal for
the vapor space scan, and 103.6% of nominal for the Liquid-Air Interface Scan. Of the 12
inch long horizontal wall plate scans yielding minimums falling below the nominal value
{0.500 inches), the greatest deviation was 6.0% below the nominal for the liquid-air scan,
and 4.8% below the nominal for the vapor space scan.

Primarv Tank Welds

No crack-like indications were detected in any of the weld HAZ.

No reportable wall thinning or reportable pitting indications were detected in any of the
weld HAZ. The primary tank vertical weld scans (plate #2 through #5) and the knuckle-
to-shell horizontal weld scan (plate #5 to lower knuckle) yielded overall average wall
thickness values that were 101.1% of nominal for the vertical walls HAZ, and 103.7% of
nominal for the horizontal knuckle/plate weld HAZ. The overall average minimum weld
HAZ thickness value detected was 96.2% of nominal for the vertical welds HAZ, and
100.5% of nominal for the horizontal weld HAZ. Of the 12 inch long HAZ scans yielding
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minimums falling below the nominal values, the greatest deviation was 9.0% below

nominal (plate #3) for the vertical welds HAZ, and 5.3% of nominal (plate-side scan) for
the horizontal weld HAZ.

Congclusions

» Based on the results of this examination (no reportable indications), the material
condition of DST AN-103 is satisfactory for continued operation.

Recommendations

¢ According to a recent Tank Integrity Assessment Project DST Lifecycle Schedule, tank
241-AN-103 is scheduled for its second, standard UT examination in about eight years.
Based on the results of this UT examination, it is recommended that this schedule be
maintained — there is no reason to perform any near-term follow-up inspections on this
tank. Following the second UT examination, inspection parameters such as wall thinning
rates can be calculated and used to better quantify and evaluate any continual wall
thinning or degradation.

A visual examination of tank 241-AN-103 is scheduled in FY 2009 that will inctude
visually examining the internal primary tank wall.
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AUTOMATED ULTRASONIC EXAMINATION FOR CORROSION AND CRACKING

1.0 PURPOSE
This procedure establishes the method, equipment, and requirements for automated, direct
contact, ultrasonic test (UT) straight-beam, thickness measurements, angle beam flaw detection,
and sizing, in carbon steel waste storage tanks utilizing the “P-scan” ultrasonic imaging system.
2.0 SCOPE
2.1  Requirements
The requirements herein are applicable to weld inspection, crack detection, sizing, wall
thickness measurement, and the detection of wall thinning conditions, such as pitting,
erosion, and corrosion in double shell tanks from 0.100 inches to 1.0 inch in thickness.
At least one side must be accessible and the component surface to be measured must be
parallel with the opposite surface. The requirements are also applicable to the automated
UT detection and depth sizing of surface connected planar flaws.
2.2 Scanning
Scanning is performed using remotely controlled automatic scanners.
2.3 Examinations
Examinations shall be performed from inside the annulus of the double shell tanks.
2.4  Instructions
This procedure provides the instructions for the use of Tip Diffraction Techniques
including the Absolute Arrival Time Technique (AATT), and the Relative Arrival Time
Technique (RATT), for the sizing of planar flaws.
2.5  Methodology
The methodology in this procedure meets the requirements as addressed in Reference 4.1
as applicable to meet the requirements for inspection of double shell tanks.
3.0 RESPONSIBILITIES
Only certified Level 1I or Level I1I ultrasonic examiners shall interpret data to determine whether

it represents relevant or non-relevant indication in accordance with the applicable specification.
Level III ultrasonic examiners shall review all data collected prior to issuing a final report.
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4.0

5.0

6.0

REFERENCES
4.1 ASME Boiler & Pressure Vessel Code, Section V, Article 4, 1995 Edition.
42  COGEMA SV-CP-PRC-014, Qualification and Certification OF NDE Personnel.

43 COGEMA SVAD-PRC-001, Nondestructive Examination Administrative
Procedure.

4.4 COGEMA SVUT-PRC-007, Ultrasonic Examination Procedure.

4.5  FORCE Institutes, P-scan System 4 Instruction Manual

PERSONNEL REQUIREMENTS

5.1 Personnel Qualifications

Personnel performing or supervising data acquisition or performing data analysis to
the requirements of this procedure shall be qualified and certified to at least level II in
ultrasonics in accordance with reference 4.2 or equivalent. In addition, they shall be
trained in techniques for sizing stress corrosion cracking/planar flaws.

5.2 Certification Level

Personnel performing review for final acceptance of examination data shall be certified to
at least level Il in ultrasonics in accordance with reference 4.2 or equivalent.

53 Support Personnel

Personnel, whose responsibilities are limited to set-up, tear down, and track or scanner
operation need not be certified. Such personnel shall possess sufficient knowledge of the
equipment to satisfy the Level III examiner.

EQUIPMENT

6.1 Ultrasonic Instrument/Examination System

The P-scan computerized pulse-echo ultrasonic inspection system shall be used. The
system shall be equipped with a stepped gain control in units of 1dB with a dynamic

range of at least 115 dB, capable of generating and receiving frequencies in the range of
0.5 to 15 MHz. The following components may be used:
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PS-4

P-scan processor

Analysis computer Off-line data analysis with P-scan analysis software

Digital Controller, WSC-2S, or
other approved scan controller

Automatic scanner controller

AWS-5, AWS5-D, RUTI* Automatic P-scan scanner

Pump

Couplant pump for P-scan system

*Remote Ultrasonic Test Instrument (RUTI) system

6.2

Transducers

Straight-beam and angle-beam transducers with single or dual elements, with or without
delay tips, may be used, provided they can be attached to and manipulated by the scanner,
and can be adequately coupled to the test item with a resultant backwall signal response
of at least a 2 to 1 signal-to-noise ratio. Sizes and frequencies shall be as specified for the
following applications:

6.3

6.2.1

6.2.2

6.2.3

Cables

6.3.1

6.3.2

For high sensitivity applications such as the detection of pitting, crosion or
corrosion, transducer sizes in the range of 1/4 inch to 1/2 inch, with a
frequency in the range of 4.0 to 10 MHz, shall be used.

For weld inspection, detection and sizing of planar flaws that are open to
the surface, angle beam transducers with a nominal angle of 45°, with an
element size in the range of 1/4 inch to 1/2 inch, and with a frequency in
the range of 4.0 to 10 MHz, shall be used. Where interference from weld
geometry prevents examination of the required volume with a 45°
transducer, a 60° angle may be substituted.

Transducers of other angles, element sizes, modes of propagation, or
frequencies outside the above ranges may be used to suit other required
examination techniques.

Cables of any compatible type and number of connectors may be used for
examination. The length shall be limited to 400 feet, or less where signal
degradation occurs. The same cables shall be used for calibration and
examination.

The scanner control cable for analog scanners shall be limited to 330 feet

maximum. Digitally controlled scanners shall have a maximum cable
length as stipulated by the manufacture’s recommendation.
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6.4

6.5

6.6

Couplant

6.4.1

6.4.2

Site approved water should be used as couplant for the examination.

Couplant application should be accomplished by means of an automatic
couplant delivery system whenever possible. Care should be taken to use
only as much water as required, as excess water in the annulus is
undesirable.

User Calibration Blocks

6.5.1

6.5.2

For general thickness measurements, or the detection of pitting, erosion, or
corrosion, user calibration blocks shall be made of an acoustically similar
material as that being measured. A standard step block with 0.1 inch or
greater increments encompassing the nominal thickness to be measured
shall be used.

For weld inspection, crack detection and sizing measurements, user
calibration blocks shall be made of an acoustically similar material as that
being measured. A standard notched block with 0.1 inch or greater
increments encompassing the nominal thickness to be measured shall be
used.

Reference Blocks

Reference blocks (e.g., Rompas, ITW, DSC) utilized for beam angle exit point
determination or screen width calibration shall be of similar material composition as the
component under examination.

6.7

Pulse Repetition Rate

The repetition rates are set at rates such that signal wrap-around does not occur. In
addition, the rates are sufficient to pulse the transducer at least six times within the time
necessary to move one-half the transducer dimension parallel to the scan direction at
maximum scanning speed.
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7.0

CALIBRATION
7.1 Verification of Instrument Linearity

Instrument alignment verification for screen height and amplitude control should be
performed within three {3) months prior to use of the instrument or at the beginning and
end of each outage period, whichever is less. Instrument linearity verification is
independent of transducer or scanner characteristics. Verification with one
transducer/scanner combination is valid for any other combination. The due date for
alignment verification shall be recorded on the calibration sheet.

7.2 System Parameters

The system parameters used for calibration and examination should be established as
outlined in Reference 4.5 as required. The system should be operated in the T-SCAN
program for thickness mapping and zero degree inspection and in the P-SCAN program
for crack detection, weld inspection and/or additional evaluation.

7.3  General Requirements

7.3.1 Calibration shall include the complete nitrasonic examination system.
Any change in transducers, wedges, couplants, cables, instruments,
recording devices, scanners, power source, personnel, or any other parts of
the examination system shall be cause for system calibration check.

7.3.2 If a secondary ultrascnic system is to be used, it must be calibrated before
the inspection is started and not removed from the examination system
during the inspection or recalibration will be required.

7.3.3 System calibration checks and final calibration for instrument sensitivity
and sweep range shall be performed on the same block used for initial
calibration using at least one reflector. These checks shall be performed:

a) At the start and finish of each series of examinations.
b) At intervals not to exceed 16 hours.

¢) When there is a change as described in 7.3.1.

d) If the examiner suspects a malfunction.

7.3.4 If the horizontal sweep, thickness, or "Z" positions have changed more
than 5 % of the nominal thickness, void all examinations performed after
the last valid calibration verification, and reexamine the voided areas.

7.3.5 Calibration checks may be performed on either a reference block or the
basic calibration block, but must include a check of the entire examination
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7.3.6

7.3.7

system. Calibration checks may be accomplished by static or dynamic
calibration.

Simulated calibration checks may be used in lieu of calibration checks
where the spread of contamination or serious time constraints would result

. from performing a standard calibration check. Simulated calibration will

use blocks, cables, or transducers of similar types and lengths as those
used for testing and will be documented on the calibration data sheet. A
baseline, simulated calibration shall be performed immediately after
performing the initial calibration, or after a calibration check where the
entire examination system is utilized. The initial simulated calibration
check values are independent of the values obtained utilizing the entire
examination system. The established tolerance applies to the subsequent
simulated calibration checks.

During calibration, the temperature of the calibration block should be
within 25 degrees Fahrenheit of the ambient inspection temperature.

7.4  Calibration Process for Thickness Mapping / T-scan

The basic process for calibration is the same for thickness mapping (T-scan), weld
inspection, flaw detection, and sizing. The calibration reflectors for straight beam are the
backwall reflections from a step wedge. The reflectors for angle beam transducers are
the notch base and tips from a notched block. The calibration process is as follows:

74.1

7.4.2

7.4.3

Select and connect the appropriate transducer(s), input the parameters,
including thickness, frequency, index delay, gates, inspection method(s),
and velocity. Apply the couplant to the applicable points on the calibration
standard. (Select a sufficiently thin step for detection of unexpected low
reading or pits and a step greater than the maximum thickness expected.)

Place the transducer(s) on the 1.00" calibration step and adjust the gain
control to produce a reflection of 80% full screen height (FSH). Input this
gain level as the reference level. Obtain a response from the 0.300"
calibration step, and verify that it produces an acceptable signal. Other
thickness ranges may be used for system calibration. Initial calibration
accuracy will be within +/- 0.010" in T-scan. Record reading on the
Automated Ultrasonic Thickness Calibration Sheet (Attachment 1).

The vital parameters used for the calibration shall be identical to the
inspection parameters with the exceptions of file name(s), X, Y and Z
ranges, reference level compensations, thickness, gates or comment
parameters which may be adjusted as required.
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7.5

7.6

Calibration Process for Weld Inspection / Crack Detection / P-scan

7.5.1 Select and connect the appropriate transducer(s), input the parameters,

including thickness, frequency, index delay, gates, inspection method(s),
and velocity. Apply the couplant to the applicable points on the calibration
standard. The 5%T notch on a 1" thick plate should be used to obtain the
reference level.

7.5.2 Manipulate the transducer to receive the maximum response from the

reference notch. Adjust the gain control to produce a reflection of 80%
full screen height (FSH). Input this value as the reference level. Obtain a
response from the calibration reflector and verify that the response is
within +/- 2dB.

7.5.3 Repeat step 7.5.2 as required for each transducer until the system is

calibrated.

7.5.4 The vital parameters used for the calibration shall be identical to the

inspection parameters with the exceptions of file name(s), X, Y and Z
ranges, reference level compensations, thickness, gates or comment
parameters which may be adjusted as required.

Sizing Calibration for Tip Diffraction Techniques (AATT, RATT)

a)
b)

c)

d)

Select an appropriate transducer.

Select a sizing calibration block of similar thickness and material containing
at least two notches of known depths.

For the AATT technique, set at least two gates, to cover the entire area of
interest. The first gate in the first leg, ending just before the ID. Position the
transducer on the calibration block. Alternately peak the shallow and deep
signals from the notch tips (see Figure 1, Attachment 2). Using the index
delay and velocity controls, adjust the system until the system correctly reads
the remaining ligament with the “Z” cursor.

For the RATT technique, the system mode should be set to A-SCAN.
Manipulate the transducer until signals are obtained from the shallow notch
tip and the notch base simultaneously (see Figure 2, Attachment 2). Using the
index delay and velocity, adjust the distance between the two signals to read
the actual reflector depth in inches. Repeat the same process on the deep
notch. Alternate this procedure until the screen/system represents a desirable
linear depth screen in inches.
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e) Save the calibration, and record this data on the Automated Ultrasonic P-Scan
Calibration Sheet (Attachment 3).

8.0 EXAMINATION
8.1 Surface Condition

8.1.1 The surface from which measurements are to be taken should be free of
loose scale, unbonded coating, heavy oxidation, weld spatter, or other
material which may interfere with movement of the transducer or the
transmission of sound into the material.

8.1.2 A surface finish of 250 RMS or better should be provided. The requesting
organization must approve the use of any base material preparation
process, which may reduce the thickness below the allowable tolerance.

8.2 Extent of Examination

The location of the areas to be measured and/or the number of scans to be performed
shall be designated by the applicable work instructions. The location, scan numbers, and
reference points of all scans shail be recorded on the applicable data sheets. See
Attachment 4 for minimum examination volume and beam direction for weld inspection.

NOTE: Additional scan areas will not require revision to this procedure.
8.3  Flaw Location

When performing examinations to detect planar flaws, angle beam transducers shall be
used. Calibration is performed as in Section 7.5. All angle beam examinations shall be
performed in P-scan.

8.4 Ultrasonic Measurement

User calibration shall have been completed per the applicable requirements of Section 7.0
prior to performing any of the examinations.

8.4.1 Transducer overlap between passes shall be a minimum of 50% of the
element size. Scanning speed shall not exceed 6 inches per second.

8.4.2 Should measurements be observed larger or smaller than the calibration
range, check the calibration for accuracy in the encountered thickness
range. If the calibration is accurate in this range, amend the calibration
sheet and continue the examination. If the calibration is not within the
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tolerance allowed in the spec, then recalibrate and rescan all areas where
readings were encountered outside the originally calibrated range.

8.5 Limitations and Precautions

8.5.1

8.5.2

Care must be taken to ensure the transducer face is flush with the
examination surface during scanning.

When it is necessary to determine the origin of mid-wall indications, a
4MHz shear wave transducer(s) may be used in the P-Scan program to
detect pit openings or perpendicular connections between laminar
indications.

8.6  Recording

Upon completion of each scan area, the data file(s) shall be recorded on a disk. All
measurements within the predetermined gated area are stored, along with the text
information with each file.

8.7  General Sizing Guidelines

8.7.1

8.7.2

8.7.3

8.7.4

It is recognized that, of the methods of sizing described in this procedure,
no one technique is completely accurate in sizing all flaws in all
thicknesses. By using complementary methods, however, a realistic
approximation of the flaw depth can be obtained.

The method of sizing pits is primarily utilizing a 0° dual element
transducer. The 45° shear wave transducers may be used to confirm
qualitatively the depth of the pit.

When sizing crack-like indications, the entire flawed area shall be scanned
with the imaging mode. The entire flaw length shall be evaluated. Itis
recommended that A-Scans be recorded at the deepest location of the flaw.
The primary technique for sizing crack-like indications is the high
frequency, 45° shear wave transducer utilizing the Absolute Arrival Time
Technique {AATT). The dual element, straight beam may be used as a
complimentary technique.

Additional sizing technique sequences may be utilized if the primary
techniques identified prove to be indeterminable.
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9.0

8.8  Sizing with Tip Diffraction Techniques (AATT, RATT)

8.8.1

8.8.2

The AATT technique uses shear waves to obtain a diffracted echo
(satellite pulse) from the flaw tip (see Figure 1, Attachment 2). The
RATT technique uses shear wave reflected signals from both the flaw tip
and the flaw base {see Figure 2, Attachment 2). Both techniques can be
utilized using the same transducer.

a) AATT Technique

Locate the deepest extremity of the flaw and maximize the signal from the
flaw tip. The distance to the flaw tip represents the remaining material

ligament from the outside surface. To determine the relative through wall
flaw depth, subtract this dimension from the local material wall thickness.

b) RATT Technique

Locate the deepest extremity of the flaw, and obtain a signal from the flaw
base. Manipulate the transducer until the doublet (flaw base and tip signal
appearing simultanecously) is observed. These signals do not have to be
peaked, as the doublet separation directly indicates the relative through
wall depth. To determine remaining material ligament, subtract the

relative through wall depth measurement from the local material wall
thickness.

Other sizing techniques or variations to the techniques may be used with
the approval of the UT Level 11l. Such approval, signature and a
description of the technique shall be recorded in the "Remarks” column on
the Automated Ultrasonic P-Scan Calibration Sheet (Attachment 3).

EVALUATION

9.1 Relevant Indications

9.1.1

Relevant Indications, including pitting, thinning and crack-like indications, along with
the minimum thickness reading in the area of interest, shall be recorded and used for
evaluation per Paragraph 9.2.

P-scan data shall be evaluated to a sensitivity of 20% reference level
(-14dB). All crack-like indications are recordable regardless of amphitude.

Att 1-12



RPP-RPT-24476, Rev. 0

A COGEMA-SVUT-INS-007.3, Rev. 2
COGEMA ENGINEERING UNCONTROLLED COPY

AUTOMATED ULTRASONIC EXAMINATION FOR CORROSION AND CRACKING

9.1.2 T-scan data shall be evaluated utilizing all available images to detect and
evaluate indications.

9.1.3 Reportable indications shall be evaluated by Level III personnel prior to
final report submittal.

9.2  Reporting/Special Criteria
Reporting and special notification criteria are noted in Section 9.8.
9.3  Statistical Information

The statistical information (Minimum and Mean thickness) provided under “Setup" pages
1 & 2 of the post-processing software should be reported for each “Part” of a given scan
location. Where data noise invalidates these values, the analyst should determine the
values using the level control.

9.4 Printouts

Printouts should be made in accordance with the customer's request. In absence of
further direction, both the merged set-up pages and the merged image, adjusted to show
the minimum thickness, shall be printed at a level that best shows the wear patterns or at
Nominal T - 10.0%, whichever provides the most useful information. P-scan data
should be printed with the level control set at 20% reference level (-14dB).

9.5  Recording Crack Size

9.5.1 All flaw sizing data acquired should be used to determine the flaw depth.
This data shall be reported individually for each flaw and shall include all
data necessary to achieve the best accuracy of flaw depth.

9.5.2 If, during sizing, a flaw length other than that reported during the detection
examination is measured, or other discrepant conditions occur, record the
corrected lengths, locations. or distances on the Automated Ultrasonic
P-scan Data Report (Attachment 5) in the spaces provided.

9.5.3 If, during sizing, the area is determined not to be flawed, and the resultant
reflector(s) is due to component/weld geometry or metallurgical structure,
the true origin (e.g., root, mismatch, etc.) shall be documented and
substantiated on the Ultrasonic P-scan Data Report.
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9.6  Scanning Limitations

Record all limitations due to weld configurations, obstructions, single side access
restrictions, etc., in the remarks section on the applicable Ultrasonic Data Report. Details
as to specific length or area in relation to L (X) and/or W (YY) reference points should be
recorded.

9.7 Flaw Ewvaluation

Reportable indications shall be evaluated by Level III personnel prior to final report
submittal.

9.8  Reporting Levels

All indications which meet or exceed the following conditions shall be reported to the
project cognizant engineer.

a) Pit depth exceeds 25% of the wall thickness.
b) Wall thinning exceeds 10% of the wall thickness.

¢) Surface crack depths exceeding 0.100 inches.
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10.0 REPORTS
10.1  Thickness Data Reports

An Automated Ultrasonic Thickness Data Report (Attachment 6) shall be prepared for
each examination or series of examinations performed. This report shall include identity
of equipment, the thickness measurements obtained, and should be referenced to the
calibration sheet.

10.2  Calibration Reports

An Automated Ultrasonic Thickness Calibration Sheet (Attachment 1), and an
Automated Ultrasonic P-Scan Calibration Sheet (Attachment 3) shall be prepared for
each examination or series of examinations performed. These reports shall include the
materials and equipment used for examination.

10.3  Sketch Sheets

Automated Ultrasonic Examination Sketch Sheet(s) (Attachments 7 and/or 8) should be
prepared for each examination or series of examinations performed. These reports should
include a sketch of the component or item examined, identifying scan locations, including
dimensions, reference points, and grid locations, where applicable.

10.4  Sizing Data Reports

An Automated Ultrasonic P-Scan Data Report {Attachment 5) shall be completed only
when cracking is detected. Each report shall be related to the applicable Automated
Ultrasonic Examination Calibration Sheet(s).

10.5 Final Reports

Final reports are to be distributed and maintained in accordance with the applicable
contract.
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11.0 ATTACHMENTS

Attachment 1: Sample Automated Ultrasonic Thickness Calibration Sheet

Attachment 2: Figure 1. Absolute Arrival Time Technique (AATT)
Figure 2: Relative Arrival Time Technique (RATT)

Attachment 3: Sample Automated Ultrasontc P-scan Calibration Sheet

Attachment 4: Examination Volume, Minimum Beam Directions and Extent of
Examination

Attachment 5: Sample Automated Ultrasonic P-scan Data Report
Attachment 6: Sample Automated Ultrasonic Thickness Data Report

Attachment 7: Automated Ultrasonic Examination Sketch Sheet — Tank Walls and
Knuckles

Attachment 8: Automated Ultrasonic Examination Sketch Sheet — Tank Bottom
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Attachment 1: Sample Automated Ultrasonic Thickness Calibration Sheet

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
CALIBRATION SHEET
Location; System: Calibration
Block:
Procedure: Rev. Thickness: Material:
UT Systern: Serial No. Reference
Block:
Software Version: Rev. Thickness: Material:
Linearity Due Date: Reference Block Temp: oF
Scanner Type: Serial No. Couplant: Batch No.
Scanner Cable: Cable Length:
Feet
Signal Cable: Cable Length:
Feet
Transducer Freq. . . Angle Wedge
Channel Make Model (MHz) Size Serial No. (deg) Type
1
2
3
4
INITIAL CALIBRATION - CALIBRATION CHECKS
DATE:
TIME:
REFLECTOR:
THK. 1
CH. 1
THK. 2
THK. 1
CH. 2
THK. 2
THK. 1
CH. 3
THK. 2
THK. 1
CH. 4
THK. 2
EXAMINER:
Remarks:
Examiner: Examiner: Reviewer:
Level: Date: Level: Date: Level: Date:

Rev. e, 03, 2003
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Shear Wave
Transducer

Shear Wave
Transducer

Attachment 2: Absolute Arrival Time Technique (AATT) &

Sotetes

Toleted

KR

Relative Arrival Time Technique (RATT)

¢ Tip
Deeper k

Tip Signal

Figure 1. Absolute Arrival Time Technique

Doublet Separation
Indicates Depth

Tip

AN——

Flaw Tip and Base Signal

Figure 2. Relative Arrival Time Technique
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Attachment 3: Sample Automated Ultrasonic P-scan Calibration Sheet

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
CALIBRATION SHEET
Location: System: Calibration
Block:
Procedure: Rev. Thickness: Material:
UT System: Serial No. Reference
Block:
Software Version: Rev. Thickness: Material:
Linearity Due Date: Reference Block Temp: oF
Scanner Type: Serial No. Couplant; Batch No.
Scanner Cable: Cable Length:
Feet
Signal Cable: Cable Length:
Feet
Transducer Freq. . . Angle (deg) Wedge
Channel Make Model (MHz) Size Serial No. Nom. / Act. Type
1
2
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE:
TIME:
REFLECTOR /
ORIENTATION:
AMPLITUDE
CH. 1
LOCATION
AMPLITUDE
CH.2
LOCATION
AMPLITUDE
CH. 3
LOCATION
AMPLITUDE
CH. 4
LOCATION
EXAMINER:
Remarks:
Examiner: Examiner: Reviewer:
Level: Date: Level: Date: Level: Date:
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Attachment 4: Examination Volume, Minimum Beam Directions and Extent of Examination

Primary Knuckle Horizontal T-Scan Strip:
0° T-Scan, 20' Length

Weld Examination Volume:

The examination volume is 1" on
each side of the weld for the lower
3/4T. When the probes are parallel
to the weld, scan a 1" wide area as
close to the toe as possible.

T 3/4T Weld
~s
N f}u
Primary Wall Primary Wall
Vertical Weld Vertical T-Scan /
Inspection: P-Scan Strips:
45° P-Scan 0° T-scan and
directions 45° P-scan
0° T-Scan and strips,

60° P-Scan 2 each 15"

Secondary

/ Wall

Primary Primary
Wall S Tank

60° P-Scan
0° T-Scan

Horizontal Weld Inspection: 45° P-Scan

Primary Knuckle
Horizontal T-Scan Strip:

0° T-Scan and 45° P-Scan

Secondary
Knuckle:

'\45° P-Scan ES——C— . NS -
& Primary Bottom Inspection via Slots: 0° T-Scan and 45° P-Scan

Secondary Bottom:
0° T-Scan
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Attachment 4 (continued): Extent of Examination
Primary Tank Wall

Vertical Strips - Examine a vertical strip 30” x 35 feet long of the primary wall between the
upper haunch transition and the lower knuckle for pits, cracks and wall thinning. Axial cracks on
the tank inner wall surface shall be detected and sized. The vertical strip may be comprised of
one or more strips whose total width is equal to 30 inches.

Weld Areas - Examine 20 feet of horizontal weld area (heat affected zone), at tank to knuckle
weld. Examine one ~10 foot section of vertical weld joining the lowest shell course plates and
one ~10 foot section of vertical weld joining the next to lowest shell course plates. Axial and
circumferential cracks on the tank inner surface shall be detected and sized.

Primary Tank Knuckles

Examine 20 feet of the primary tank lower knuckle in the circumferential direction to detect and
size cracking in the circumferential direction and to detect pits and wall thinming. Examine

20 feet of the primary tank upper knuckle in the circumferential direction to detect pits and wall
thinning. The areas to be examined are from the welds joining the transition plates with the
knuckles to the furthest reach of the transducer assembly that is allowed by geometric
constraints.

Secondary Tank

Secondary Tank Lower Knuckle — Examine a 20 foot length of the secondary tank knuckle over
the entire area of the knuckle for the presence of circumferential cracks.

Secondary Tank Bottom — Examine the secondary tank bottom over an area of 10 fi* to detect
and measure thickness and pits.

Primary Tank Bottom

Examine the primary tank bottom for pits, wall thinning and cracks oriented in the
circumferential direction (perpendicular to the air channels) in 16 air channels. The tank bottom
is to be examined for a distance of 12 feet towards the tank center, starting seven inches inboard
of the outside radius of the tank cylindrical section. The primary tank bottom scan head is
designed to examine the accessible area in the air channel in one pass through the channel.
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Attachment 5: Sample Automated Ultrasonic P-scan Data Report
AUTOMATED ULTRASONIC P-SCAN Job # Riser #
DATA REPORT
Location: System: Exam Start: Exam End:
Component ID: Examination Surface: Nominal
oD [0 [OPAINTED | Thickness:
Configuration: T0 Calibrated Temp: a
Range: TO F
Total Length Examined: Scan Width: Ref. Level Correction (Trans. Corr): BB
Procedure: Rev. Material Type: Condition:
Oss [CS OTHER:
File Name Transducer:
/ ltem #: JovaL [Osct [ 0DEG [T ANGLE:
Xo Ref. Point (Lg):
Yo Ref. Point (Wo):
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DuaLo®
INDICATION INFORMATION
Weld Depth Max. L1 Length L2 W1 Width W2 e
Ind.| Method | giio | R Lig. | Amp. | (m) | (n) (in) iy | (n) (ny | ImdicationType
Remarks:
Examiner: Examiner: Analyst: Reviewer:
Level: Date: Level: Level:

Rev. Dec. 03, 2003
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Attachment 6: Sample Automated Ultrasonic Thickness Data Report

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT
Location: Exam Start: Exam End:
Component 1D; Examination Surface; Norminal
Oob OJib OOPANTED | Thickness:
Configuration: T0 Calibrated Temp: o
Range: T0 F
Total Length Examined: Scan Width: Ref. Level Correction (Trans. Corr.): DB
Procedure: Rev Material Type: Condition:
Clss OCS OTHER: __
File Name: Transducer:
JouAL  [OsGL BJODEG [J ANGLE:
Xo Ref. Point {Lo):
Yo Ref. Point (Wq):
N X Start X Stop Y Start Y Stop Ave. Thk. Min. Thk., Area Max. Thk.
Part # / Indication (in) (in) (in) (in) (in) R. Lig. (in) | Reportable|  (in)

Remarks:
Examiner: Exariner: Analyst: Reviewer:
Level: Date: Level: Level:

Rav. Dec. 03, 2003
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Attachment 7: Automated Ultrasonic Examination Sketch Sheet — Tank Walls and Knuckles

Tank 241-
Riser ___
a -
(N, S, E, or W)
Air Li{
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Attachment 8: Automated Ultrasonic Examination Sketch Sheet — Tank Bottom

Tank 241-

Typical Air Channels Under Tank Bottom

Note: Flow Path Geometry and Number of
Channels Differ from Tank to Tank
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Peak-Edge Contact Thickness Data

AUTOMATED ULTRASONIC THICKNESS Job # Riser # 5
DATA REPORT 04-41 2
Location; Exam Start: Exam End:
200 EAST TANK FARM 04/04/05 10186 1954
[ i Examination Surface: Nominat
ampone AN103 0D 110 [1PANTED | Thickness:  0.5"
Configuration: PLATE '©  PLATE e 03" 101.0" | ™™ AmMBOF
Total Length Examined: 00.4” Scan Width: 15" Ref. Level Comection (Trans, Corr.): 0 DB
Procedure: ’ Rev Material Type: Conditlon:
COGEMA SVUT-INS-007.3 2 355 BIGS OTHER N/A
File Name: Transducer: o
VERT.WALL/PLATE 1 GAOUAL O saL O0DEG [ ANGLE:
Yo Ref. Polnt(Lo): v ABOVE HORIZONTAL WELD, SCAN UP
Yo Ret. Point (Wol: o NTERLINE OF 24" RISER
. X Start X Sio Y Start Y Stop Ave. Thik. Min. Th., Area Max, Thi.
Part # / Indication ) (in) P £in) @) fn) R. Lig. (in) | Reportable in)
0-12 834 512 548
i2-24 537 510 548
24-36 B39 510 548
36-48 538 513 548
48 - 80 539 512 548
60-T2 540 488 548
72 -84 536 510 548
g4 -904 S 509 547
Remarks:

" Examiner. V. H. Nelson Examiner. ZfZ:yst: J. B! E%\ Reviewer: W._H. Nelson
/ .
Level: Ml Date: &4/4/05 Date: Level: NI Dater Q6/25/05 | Levei: il Date: £2

COGEMA-SVUTINSDOT.3 Rav. 2 Aftnchman! &
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R Dot

Level: I Date: 44105

Date:

Level: ilf. Date: 7/4/05

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 04/11/05 1008 2011
[+ nt 10: Examination Surface: Nominal
ompone AN103 Bop (1D DIPANTED | Thickness:  0.5"
Configuration: PLATE '° PLATE e 03 1010° | ™™ AMBOF
Total Length Examined: 893" Scan Width: 15° Ref. Level Correction (Trans. Corr.): 19_ DB
Procadura: R Matetrial Type: Condition:
o COGEMA SVUT-INS-007.3 ¥ 2 | DOs Bos omer N/A
File Name: Transducer:
ne ame VERT.WALL/PLATE 2 KDUAL [1SG.  [IODEG _[JANGLE,
Xo Ref. Point Lok 4» BELOW HORIZONTAL WELD
. Point :
Yo Ret. Paint (Vo) ENTERLINE OF 24" RISER
- X Statt X Stop Y Start YStop | Ave.Thk | Min.Thi. | Area | Miax Thk
Part # / Indication {in) ) (in) {in) in) R.Lig. (in) |Reportable| )
0-12 519 496 533
12-24 521 50 533
24- 36 522 501 533
36 .48 522 500 33
48-60 522 497 533
60-72 522 500 533
72-84 521 489 533
84-893 521 498 533
" Remarks:
Peak-Edge Contact Thickness Data
Examiner: W. H. Nelson Examiner: A - J.B. Reviewer: W, H, Nelson

Level: i Date: 7{) 7{ 05"

COGEMA-SVUITINS 00T 3. Rev. 2 Altechment &
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AUTOMATED ULTRASONIC THICKNESS Job# Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 04/12/05 0826 1441
C nent 10; Exarnination Surface: Nominal-
ompo AN103 [ROD (11D CIPANTED Thidkness. __0.5"
Configuration: PLATE '° PLATE Sbrated 3% 101.0" F"““” AMB °F
Totaf Length Examined: 89.4" Scan Width: 15 Ref. Level Correction (Trans. Corr.): 0 DB
[ Rey Material Type: Condition:
COGEMA SVUT-INS-007.3 2 L1ss Recs OTHER N/A
File Name: Transducer,
te Name VERT.WALL/PLATE 3 BDUAL  [1SGL__ [QODEG [ ANGLE:
Xo Ref. Pint (Lo 4 gt oW HORIZONTAL WELD
Yo Rel. Point (ol e\ TERLINE OF 24" RISER
. X Start X Stop Y Start Y Stop Ave, Thic Min. Thi., Area Max, Thk.
Part # / indication i) {in)} (i) (i) fin) R.lig (n) |Reportable| (i)
0-12 519 488 533
12-24 521 498 533
24-38 522 Ags 532
3648 523 501 533
48-60 523 499 532
60-72 521 485 532
72-84 519 494 532
84-89.4 57 489 532
Remarks:

Peak-Edge Contact Thickness Data

Examiner. W. H. Nelson Examiner: nAIyst: S Bgl%\ Reviewer: W. H. Nelson
o2 o o _
7 N P
Level: JIl Date: _{i4/12/05 Date: Level: 11l Date: _06/25/05 Level: 1l Date: "7[ i2jo

COGEMA-SVUTINS 007.3, Rav. 2 Altachment 8
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AUTOMATED UL.TRASONIC THICKNESS Job # Riser #
DATA REPORT ‘ 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 04/15/05 1039 2044
Ci hent iD: Examination Surface: Nominat
omee AN103 oD [ CIPANTED | Thickness:  0.75"
Configuration: PLATE '© PLATE Gabrated 03" 101.0° | ™ AMBOF
Total Length Examined: 104.6" Scan Width: 15 Ref. Level Correction {Trans. Corr): 0 0g
Procedure: Rev |} Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [J1ss C5 QTHER: N/A
: : Transducer:
File Name VERT WALL/PLATE 4 ®ouk  Ose. Mopee  Omde _°
XoRet Pomt (LoF 4~ BEL OW HORIZONTAL WELD
~Boint (Woy.
Yo Ref. Point (Wol: - ENTERLINE OF 24" RISER
. X Stant X Stap Y Start Y Stop Ave.Thk. | Min. Thk, Area Max. Thi,
Part # / Indication {in) in) (i) (in) R. Lig. (in) | Reportable {n)
0-12 756 729 770
12-24 755 733 77
24-36 754 735 769
26 - 48 754 735 an
48 -60 754 733 169
80-72 754 735 759
72-84 752 .728 770
84-95 753 726 an
96 - 104.8 752 73 7
| Remarks:
Peak-Edge Contact Thickness Data
Exarminer. W. H. Nelson Examiner: A I BB Reviewer. W. H. Nelson
Y et S AP ot
Level: Il Date: _D4A5/05 Date: Level: i Date: 082505 | Level: Jli Date: 2{;1 lo 5

COGEMA-SVUTINS-00T.3. Rav. 2 Atlschment 6
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AUTOMATED ULTRASONIC THICKNESS Job # Riger #
DATA REPORT 04-41 25
tian; Exam Start: Exam End:
200 EAST TANK FARM 04/13/05 0905 1930
C o D: Examination Surface: Naminal
ompane AN103 640D L3110 [IPANTED | Thickness: 0.875"
Configuration: PLATE ° PLATE R 03°1040" | "™ AMBCF
Total Length Examined: 29.2° Scan Width; 15% Ref. Level Comrection (Trans, Corr.); 0 DB
Procedurs; Rev Material Type: Condifion:
COGEMA SVUT-INS-007.3 2 Oss BCS OTHER: N/A
“File Name: Transducer:
v mame VERT.WALL/PLATE 5 _RDUAL [5G [®ODEG  [IavalE:  °
. Point .
Yo Ref. Polnt (o)1 By OW HORIZONTAL WELD
Yo Ref. Pamt 0o cENTERLINE OF 24° RISER
X Start X Stop Y Start Y Stop Ave.Thik. | Min. Thi, Aren Max. Thk.
Part#/Indication | " ;) o) ) in) (in) R.Lig. {n) |Reportable| (in)
0-12 883 850 896
12-212 884 345 895
Remarks:
Peak Contact Thickness Data
Examiner. W_ T, Nelson Examiner: %E%\ Reviewsr: W. H. Neison
T > ' Lt e
Level lil Date: _04/13/05 Date: Level: Il Date; 7/2/05 Level: Il Date: ILLZ@_:"

COGEMA-SVUTING-O07.3. Rav. 2. Attechmant §
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AUTOMATED ULTRASONIC P-SCAN

Job # Riser #
DATA REPORT 04-41 2
Location: System: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 __04/04/05 1025 1957
D: Examination Surface: Nominal
Companent AN103 gn E}nmu D;AINTED Tmm 0.5000"
: Callbrated Temp:
Configuration PLATE PLATE Rame . 00141 | AMBOF
H idth: Ref. i 3 :
Total Length Examined 90.4" Scan Width 15" ef. Level Comection (Trans, Com) o DB
Rey, Material Type: Condition:
COGEMA SVUT-INS-007.3 | 2 [0ss [CS OTHER N/A
File N Transducer:
Thom g VERT WALL/PLATE 1 COUAL  [lsa [100E6  [anee  45°
Xo Ref. Polt (Lo 4w ABOVE HORIZONTAL WELD, SCAN UP
Yo Ref. Point (Wol: ~ENTERLINE OF 24" RISER
Sizing Method Angle {deg) Reference Cal. Sheet Sel-Up/ Flie Name
1 45° SHEAR
.2 @0° SHEAR
3 AATT
4 DUALD"
INDICATION INFORMATION
Weld | Depth | Max. ] Length | L2 W1 | width | W2 ) .
ind.!| Method Side R.Lig. | Amp, @) in) in) {in) {n) {n) Indication Type
Remarks:
No Cracklike Indications
Examiner: W. H. Nefson Examiner: alyst: J, B. Reviewer: W, H, Nelson
Level: 11 Date: 04/04/05 Date: Level: Iil Dale: 7405 Level: fli Date: JLE_‘LR;

COGEMA-SYUT-INEOD7.2 Rev. 2 Attechment5
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser # 5
DATA REPORT 04-41 2
Location: Syster; Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/11/05 0934 2008
Component iD: Examination Surface; Nominat
i AN103 ®oD [JID LI PAINTED | Thickness: 0.5000"
c : Calibrated Temp:
onfigiration PLATE PLATE Range: 00141 |0 AMBOF
Total Length Examined: 89.3" Scan Width: 15" Ref. Level Correction (Trans, Cor): 0 oB
Procedure: Rev. Material Type: Condiion:
COGEMA SVUT-INS-007.3 2 0Oss Mcs OTHER: N/A
Fiie N Transducer:
em# VERT.WALL/PLATE 2 rﬁ’nulﬁer Clsa [I0DEG  [RANGLE: 45
. Poi .
Xo Ret. Paint (ol 4u BEL OW HORIZONTAL WELD
Yo Ref. Point ol ENTERLINE OF 24" RISER
Sizing Method Angle {deg) Reference Cai. Sheet Set-Up / Fila Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALO"
INDICATION INFORMATION
Weld | D Max. L1 Length 12 Wi Widih w2 A
Ind.| Method | g R.eruQ. Amp. | (i) m | m | m | Gy | Indication Typs
Remarks:
No Cracklike indications
1
Examiner: W. H. Nelson Exatmniner: nalyst: J. B Reviewer: W. H. Nelson
Level: 1 Date: 04/11/05 Date: Level: i Date: 7/4/05 Level: Ui Date: JLLZ"_QQ;

COGEMA-SVUTINS-ONT3. Rev. 2 Affachment §

Att. 2-9

Rev. Dec. 03. 2003




RPP-RPT-24476, Rev. O

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
DATA REPORT ] 04-41 2
Location: System: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/12/05 0846 1455
Ci ot 10 Examination Surface; Nominat
ampone AN103 Kob Oip O PAINTED | Thiciowss: _0.5000"
: Calibrated Temp:
Canguration PLATE PLATE Range . D"T0141" | TP AMBOF
: : Ref. |.evel C _cormy:
Total L.ength Examined: 89.4" Scan Witith 15" ef. Level Correction (Trans. Co) 0 DB
Procedure: Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [dJss HCS OTHER N/A
Filg Nam: Transducer:
lhome VERT.WALL/PLATE 3 CIOUAL [Jso. [JoDEG  RAVGE  45°
Ref. Pai :
Xo Ref. Pelnt (L)' 4 BE| OW HORIZONTAL WELD
Yo Rel. Poimt (ol CENTERLINE OF 24" RISER
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up/ File Name
1 45° SHEAR
2 €0° SHEAR
3 AATT
4 DuALO®
INDICATION INFORMATION
Wed | D Max. L1 tergth | 12 Wi | wiam | w2
nd.| Memod | Gao | R | Ame | o | o | | oo | e | G | ication Type
 Remarks:
No Cracklike Indications
Examiner: W, H, Neison Examiner: A(?kst: J. B, §I% Reviewer: W, H. Nelsan
IM{—' yisa , Q%:_
Level: Il Date: QAM205 Date: Level: ] Date: O6/25M5 | Level: Ul Date: fll]'l! bD‘

COGEMA-SVUTINSO07.3. Rev. 2 Attachment 5

Att. 2-10




RPP-RPT-24476, Rev, 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser # 25
DATA REPORT 04-41
Locafion: System: Exam Start; Exam End:
200 EAST TANK FARM PSP-4 04/15/05 1039 2044
C nt 10 Examination Surface: Nominal
ompone AN103 oD L1t [JPAINTED | Thickness: 0.7500"
3 Calibrated Temp:
Configuration PLATE '~ PLATE Range 0"T0212° | AMBCF
Total Length Examined: 104.6" Scan Width: 15° Ref. Level Correction (Trans, Com): o DB
Procedure: Rev. Material Type: Condition;
COGEMA SVUT-INS-007.3 2 Oss ECS OTHER: N/A
File N. Transducer:
m:m:rr.ne VERT.WALL/PLATE 4 JouAL [1s3 [JoDEG [RANGLE 5§°
%o Ref. Point(Lo): 4+ BEL OW HORIZONTAL WELD
Yo Ref. Point o) NTERLINE OF 24" RISER
Skizing Method Angle (deg) Reference Cal. Sheet SetUp / File Name
1  45° SHEAR
2 60° SHEAR
3 AATT
4 DUALY®
INDICATION INFORMATION
Weld Depth Max. L1 Length L2 wi Width w2 .
Ind.{ Method Side R Ug. | Amp. (in) ) (in) {in) (i) {in) indication Type
Remarks;
No Crackiike Indications
[ Examiner. W. H. Neison Examiner " J B, B Reviewer W. H. Nelson
éﬁé’.’%—— 7 M .
Level: 1l Date: _04/15/05 Date: Level: 1. Date: 06/25/05 Level: _Hl_ Date: ‘_')‘ 1j! F)

COGEMA-SYUT-INS-00T.2. Ray. 2 Aftachment 5

Rev. Dec. 3. 2003

Att. 2-11




RPP-RPT-244706, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 1 Riser # o5
DATA REPORT 04-4
Location: System: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/13/05 0901 1825
Component 1D Examination Surface: Nominal
P AN103 HMob Db [JPAINTED | Thidmess: 0.8750°
G fion: TO Caiibrated Temp:
onfiguration PLATE PLATE Fai 024 | AMBOF
N idth: Ref. Level Cotreclio: . Com):
Total Length Examined 21.2¢ Scan Wi 45 ef. Lev n (Trans. ;) 0 DB
Procedure: Rev. Materiat Type: Congdltion:
COGEMA SVUT-INS-007.3 2 [ss [@CS OTHER: N/A
Flte N Transducer:
IHem ¥ VERT WALLPLATE 5 CIDUAL [Ise [JODEG  [AANGE: 45°
Ref. ; 5
%o Ref. Point (Lok 1 BEL OW HORIZONTAL WELD
Yo Ref, Boire (Wo:
oRel. Pat (o) CENTERLINE OF 24° RISER
Slzing Methed Angle (deg) Refarence Cal. Sheet Set-Up / File Name
1 457 SHEAR
2 60° SHEAR
3 AATT
4 DuUALD?
INDICATION INFORMATION
Weld Depth Max. L1 Length 12 wi Widih W2 !
nd| Meihod | Soo | Rt | Amp | @ | Gm | v | o | G | qu | mkstionType
Remarks:
No Crackiike Indications
Examiner: W. H. Nelscn Exarniner: A/;d'/ll"st: J.B E% Reviewer: W. H. Nelson
LD Dot >! B et
Level: 1l Date:_04/13/05 Date: l?e:rel: il Date: 0702105 | Levek I Date: :z‘l]!'ﬂ‘:'

COGEMA-SVUT-NS.OG7.3. Rev. 2 Attachment §

Att. 2-12

Rev. Dec. 03 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 04/11/05 1016 1954
Component 1D: Examination Surface: Nominal
— AN103 BIOD (1D []PANTED | Thickness: 5
tion: "
onfigurafion PLATE '° PLATE e 03 1010" | ™ AMBOF
Total £ : idth: . i :
atal Length Examined 90.6" Sean Width 15" Ref. Level Correction (Trans. Corr.): o DE
Pracedure: Rev Material Type: Conditlon:
COGEMA SVUT-INS-007.3 2 (185 [XICS OTHER: N/A
File Name: ND Transducer:
VERT.WALL/2™/PLATE 1 BODUAL  [IS6L  [JODEG [ ANGLE:
Xo Ref. Point {Lo):
1" ABOVE HORIZONTAL WELD, SCAN UP
Yo Ref. Point (Wo):  _ st
17" FROM CENTER OF 17. PASS
- X Start X Stop Y Start ¥ Stop Ave, Thk. | Min. Thk., Area Max, Thk.
Part #/ indication @n) {in) (in) {in) (in) R. Lig. (in) | Reportable {in)
0-12 .539 524 545

12-24 541 524 548

24 -36 .543 522 548

36 - 48 543 519 .548

48 - 60 542 505 548

60-72 541 515 548

72 -84 538 517 548

84 - 90.6 541 519 548
Remarks:

Peak-Edge contact thickness data

Examiner: W. H. Nelson Examiner:
LWL ) e
Level Wl Date: _04/11/05 Date:

el: til Date: 06.'25105

Reviewer: W. H. Nelson

Level Il Date: 717

&

CORFMASVHTINGGNT 3 Aav 7 Afiarhmant &

Att. 2-13

Rav DNac 03 2063




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS dob # Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 04/12/05 0837 1452
[ ot 1D Examination Surface: Nominai
empane AN103 “Ropb [P CIPANTED | Thieiness:  0.5”
Configuration: PLATE '° PLATE parted 03" 101.0" | ™™ AMBOF
Total Length Examined: 89.3" Scan Width: 15" Ref. Level ?onwﬂon (Trans. Com.): 0 DB
Procedure: Rev Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [1ss BICs OTHER N/A
f ; Transd T
Fie Name: VERT.WALL/2ND/PLATE 2 DUAL . [lse.  [RoDES  [IANGE _ °
. Point 3
XoRef. Point (Lol BE| W HORIZONTAL WELD
Ye Rel. Point (Wo): ST
17 INCHES FROM CENTER OF 17, PASS
X Start X stop Y Start Y Stop Ave. Thic. | Min. Thk, Area Max. Thk.
Part # / Incication () n in) (in) {n) R.Lig. (i) |Reportabte|  (n)
07012 523 502 533
1270 -24 527 507 533
24T0-36 525 51 53
38 TO -48 525 503 533
-48°T0 -60 525 509 51
60 TO-72 525 5089 533
7270-84 525 505 533
8470 -80.3 ‘ 525 511 533

Remarks:

Scan from Top, reverse,
Peak-Edge Contact Thickness Data

Examiner: W. H. Nelson “Examiner:
Level: )il Date: _04/12/05 Date: Level: i}t Date; 7/405
COGEMA-SVUT-INS 00T Rey. 2 Afachment 6 Rev. Dee. OF. 2003

Att. 2-14




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job# Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:

200 EAST TANK FARM 08/02/05 0856 1921
Component 13: 1112 Exaglg;ﬂonm ﬁgﬁa[‘::]eI;AlNTED _';‘1;21;:15 .05
Configuration: PLATE TO PLATE g:lrlll;r;ted 0.3" 10 1.0" Temp: AMB OF
Total Length Examined: 88.6" Scan Width: 15" Ref. Level Correction (Trans. Com.): 0 De
Procedure: Rev Malerial Type: Condition:

COGEMA SVUT-INS-007.3 : 2 [1ss [CS OTHER: N/A
jle N : Transd :
File Name VERT WALL/2"/PLATE 3/ 0 Hon . Clse. W@obes [Caae
Ref. Point (Lo}
XoRet Point{lol 4+ BELOW HORIZONTAL WELD

Yo Ref. Point (Wo):

17 INCHES FROM CENTER OF 1°". PASS

Part#/indication | ~ ﬁsr:)a" x{ﬁ:;’ P Y (?r:il " Y (?;:;p A"'?in?’ ) K"'LJ'}TH) Re:;§:ble Ma)&'n{hk'
0-12 509 488 525
12-24 510 470 530
24.38 513 A .530
36 - 48 514 490 530
48 - 60 515 493 530
60-72 H13 490 530
72-84 512 485 530
B4-88.6 508 480 525
Remarks:

Peak-Edge Contact Thickness Data

\pﬁ) Purg Examiner:

Reviewer: W. H. Neisan

LD Vo s,

Level: I Date: 0 (") Date: vel: Il Date: _7/4/05 Leave|

P-Scan Limited

. pate: 7/ 1705

COGEMA-SVUTINS-007 3 Rav 2 Altachment 6

Att. 2-15

Ray Dec O 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # 41 Riser # o5
DATA REPORT 04
Lacation: Exam Stan: Exam End:
200 EAST TANK FARM 04/18/05 0834 2138
10: Examination Surface: Norninal _
Companent AN103 o0 [ CIPANIED | Thickness:  0.75"
Configuration: PLATE 10 PLATE g:::l‘:;:ted 0.3" 10 1.0" Temp: AMB °F
Totat Length Examined: 104.6" Scan Width: 15" Ref. Level Correction (Trans. Cormr.): o0 DB
Procedure: Rev Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [Cl1ss ECS OTHER: N/A
ile Name: Transducer:
File Name VERT WALL/Z'/PLATE 4 B oA (1S, BI0DEG  [JANGLE.
, Paint :
Xo Ref. Paint (Lo} 4+ pE| W HORIZONTAL WELD
. Poi N
Yo Ref. Polnt (W) 17 INCHES FROM CENTER OF 1ST. PASS
-~ X Start X Stop Y Start Y Stop Ave. Thk. Min. Thk,, Area Max. Thk.
Part # / Indication (in) (i) {in) {in) (in} R. Lig. (in} | Reportabie {in)
0-12 757 728 TiT
12-24 758 733 773
24 - 36 756 732 m
36-48 T57 733 74
48 - 60 756 721 T2
60-72 756 J26 72
72-84 755 T23 N4l
B4 - 96 756 T27 773
96 -1046 756 126 73
Remarks:

Peak Contact Thickness Data

Exa;n'mer: D. Purdy Examiner: Reviewer% Nelson
W D LT e
Level: Il Date: 04/13!05\5 Date: Lgvel: Il Date: _06/25/05 'l/ Zig['

P-Scan Limited

Level: Il Date:

COGEMA-SVUTJINS-0G7 3 Rav 2 Aftechment &

Att. 2-16

Rav Dec (3 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
on: Exam Start . Exam End:
200 EAST TANK FARM 04/15/05 1039 2044
Component |D: Examination Surface; Nominal
o ne_ AN103 EoD [0 []PAINTED Toighness: _ 0.875"
Cenfiguration. PLATE TO PLATE g:ﬂnl;r::ted 0.3" 10 1.0° Yemp: AMB °F
Total Length Examined: 20.7" Scan Width: 15" Ref. Level Comrection (Trans. Com.): o DB
Procedure: Rev Material Type: Condition:
COGEMA SVUT-INS-007.3 2 ass 8 OTHER WA
File N X Transd T
ame VERT.WALL/Z""/PLATE 5 RouAL [se.  [@obes  [lmvaEe __°
f. .
YoRel. Poirt (Lol 1+ BEt OW HORIZONTAL WELD
ef. P :
Yo Rel POt 0No): 47 INCHES FROM CENTER OF 1ST. PASS
" X Start X Stop Y Start Y Stop Ave, Thk. Min. Thi., Area Max, Thi.
Part # / Indication " iy (in) (i) (in) {in) R.Lig. (in} | Reportable in)
0-12 882 B4g 500
12.20.7 .8as 852 800
Remarks:
Peak Contact Thickness Data
Examiner: W. H. Nelson Examiner: : J.B. EI Reviewer: W. H. Nelson
Level: HE Date: 41505 Date: Levei: {lt Date: £/25/05 Level #li  Date: _2111{_‘25”

COGEMA-SVUTINS-007.3 Rev. 2 Aftachment &

Att. 2-17

Rav. Dec. G, 2003




RPP-RPT-24476, Rev.

AUTOMATED ULTRASONIC P-SCAN Job # 04 Riser # 5
DATA REPORT 41 2
L.ocation; m: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/11/05 0034 2008
Com nt 1D: Examination Surface: Mominal
ompane AN103 Bob O CIPAINTED | Thickness: 0.5000°
fon; 0 Cafibrated Tomp:
Configuration PLATE = PLATE Range . 0101417 | AMBOF
Total Length Examined: 90.6" Scan Width: 15" Ref. Level Correction (Trans. Com): 0 bB
Procedure: Rev. Material Type: Condition;
COGEMA SVUT-INS-007.3 2 {dss [KIcs OTHER N/A
File Name ND Transducer: °
/ Hem & VERT.WALL/2™/PLATE 1 CJousk [Jsel [JoDEc [AANGE: 45
Yo Ref. Paint (Lo} 14 A BOVE HORIZONTAL WELD, SCAN UP
YoRef. Polnt o) 4 INCHES FROM CENTER OF 1ST. PASS
Slzing Method Angle (deg) Reference Cal. Sheef Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALQ®
INDICATION INFORMATION
Weld | Depth | Max. 1 | Lengin | 2 W1 | Width | W2 ‘
ind.| Mehod | side |Rolg | Amp. | Gm | 0 | Gm | G | G | (n | MoconTwe
Remarks:

No Cracklike Indications

2
Examiner: W. H. Nelson Examiner: 2«_1&2: J.B.El Reviewer: W, H. Nelson
Mé" /\ MA—L_
Level: Ul Date: 04/11/05 Date: Le/vel:,,l_ij_ Date: _7/2/05 Leveir Nl Date: #{_222:;

COGEMA-SVIITINS 007 3 Rav. 2. Altaclenant 5

Att. 2-18

Rev. Dec, 03 2003




RPP-RPT-24476, Rev.

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
DATA REPORT ) 04-41 25

Location: System: Exam Start: Exam End:

200 EAST TANK FARM PSP-4 04/12/05 0819 1444

: Examination Surface: Nomi

Gemponent 1D AN103 Egoat?]nm I PAINTED m"i'é‘.é‘,i.s; 0.5000"

ion; Cadlibrated 3
Configuration PLATE ' PLATE Rangs: o141 | P AMBOF
Total Length Examined: 893" Scan Widih: 15 Ref. Levei Comrection (Trans. Com): 0 pB
Procedure: RRev. Material Type: Condition:

COGEMA, SVUT-INS-007.3 2 [1ss Bdcs OTHER: N/A

Fiie N ' Transducer:
[em#. VERT.WALL/2Y/PLATE 2 eSS CooEe  RANGE  45°
XoReet. Point (Lol 4w 5| OW HORIZONTAL WELD

Yo Ref. Point (Wo):

17 INCHES FROM CENTER OF 1S7. PASS

Sking Method Angle {deg) Reference Cal. Sheet Set-Up/ File Name

1 45° SHEAR

2 60° SHEAR

3 AATT

4 DUALD®

INDICATION INFORMATION
Weld Depth Max. L1 Lengih L2 w1 Width w2 .

ind.] Method Side R.Lig. | Amp. @) {in) @n) {in) in) (in) Indication Type
Remarks:

No Cracklike Indications

Examiner: W. H. Nelson Examiner: Reviewer: W. H. Neison
Level: JIl Date: 04/12/05 Date; evel: lll. Date: D7/04/05 Level: 1 Date:']_(_u_t_ﬂ_:‘

COGEMA-SVUTING.O07.3. Rov. 2 Altachrnent 5§

Att. 2-19

Rev. Dec. 03 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 0441 Riser # 25
DATA REPORT _
Location: System: Examn Start: Exam End:
200 EAST TANK FARM PSP-4 04/18/05 0834 2138
X Examination Surface: Nominal
Componertil:  AN103 B oD L)1 L] PAINTED | Triimess: 0.5000"
: Calibrated
Gonfiguration: PLATE ' PLATE Range: rotar | AMBOF
Tetal Length Examined: 89.7" Scan Widih: 45" Ref. Level Cotrection (Trans. Corr): 0 pe
Procedure: Rev. Material Type: Condition;
COGEMA SVUT-INS-007.3 2 [1ss BACS OTHER N/A
Fi Transd
Py VERTWALLIZ/PLATE 3 B Oso, (Jo0es EAvGE 457
XoRef. Polit (Lol 14 BE) OW HORIZONTAL WELD

Yo Ref. Point (Wo):

17 INCHES FROM CENTER OF 18T. PASS

Sizing Method Angle (deg)

Reference Cal. Sheet

Set-Up / File Name

45° SHEAR

£0° SHEAR

AATT

alwlinia

DUAL O°

INDICATION INFORMATION

Weld
Side

Max.
Amp.

Depth
R.Lig.

Lt

Method {in)

Length
{in}

L2
(n)

WA
()

Width
(in)

(i) Indication Type

Remarks;
No Cracklike indications

Examiner: Purdy Examiner; Z’nw;; J. B, Ehderz Reviewer: W. H. Nelson
Level: I Date: 041805 Date: evel 1 Date: _7/2/05 Level: 1Yl Date: j;tu‘o:'
P-Scan Limited

COGEMA-SVUTINS 00T 3. Rey 2 Atfachmont 5

Att. 2-20

Rev. Dee, O 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 1 Riser # o5
DATA REPORT . 04-4
Location: System: Exam Start: Exam End;
200 EAST TANK FARM PsP-4 04/18/05 0845 2142
Com) nt iD; Examination Surface: Nominal R
Peret ™ AN103 B30D LIID L) PAINTED | Thickness: 0.7500
: T Calibrated Temp:
Confguration PLATE ° PLATE fa— o212 | AMBOF
Total Length Examined: 104.6" Scan Width: 45" Ref. Level Correction (Trans. Com): 0 DB
Procedure: | Revy. Material Type: Condgtion:
COGEMA SVUT-INS-007.3 2 Flss HECS COMHER N/A

[ File Na Transducer: |
Som : VERTWALUZ'/PLATE 4 Doun. [1sa. [IoDEe RANGLE  45°
Yo Ret-Polrt (Lol . 5E| OW HORIZONTAL WELD

Yo Ref. Poimt ol 47 INCHES FROM CENTER OF 1ST. PASS

Sizing Method Angle (deg) Reference Cal. Sheet Sel-Up/ File Name

1 45° SHEAR

2 60°SHEAR

3 AATT

4 DUALG®

INDICATION INFORMATION
Weld ) Depth | Max. 0 Length | L2 Wi Width | W2

a| Moot | o' | R | Amp, | am | @y | G | Gm | oo | gn | eedonTyee
Remarks:

No Cracklike Indications

puss—— < e
Examiner. . Purdy Exarniner; Wm Reviewer. W. H. Nelson
: 7 M%—L )
{evel: It Date: 04/18/08 Date: Level: 1if Date: 07/04/05 | Level: I} Dme:fl‘ mlb_h
P-Scan Limfted

COGEMA-SWUTINS-D0T.1 Rev. 2. Attaschment 5

Att. 2-21

Reav. Dec. 03 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 04-41 Riser # 25
DATA REPORT )
Lotation: Syster: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/15/05 1035 2040
nt 1D: E ination Surface: N |
compone AN103 HoD L1iD []PAINTED n‘i.’émw 0.8750"
: Calibrated T
Confguration PLATE '~ PLATE Range: 0" 10247 | AMBOF
Total L.ength Examined: 20.7" Scan Width: 45" Ref, Level Correction (Trans. Cor): 0 DB
Procedure: Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [1ss RCS OFHER: N/A
Fi Transducer.
mz:::“e VERT.WALLIZRd/PLATE 5 IE] pUAL []S6L [JODEG [ ANGE: ig

Xo Ref, Point (Lo): 1" BELOW HORIZONTAL WELD

Yo Ref. Point (We).

17 INCHES FROM CENTER OF 18T. PASS

Sizing Method Angle {deg) Referente Cal. Sheet Set-Up / File Name

1 45° SHEAR

2 60° SHEAR

3 AATT

4 DUALO®

INDICATION INFORMATION
Weld Depth Max. L1 tength L2 w1 Width W2 "

ind.; Method Side R.Lig. | Amp. an (in) {in) (in) (in) i) ndication Type
Remarks:

Ne Cracklike indications

[ Examiner. W. H. Nelson Examiner: %% Reviewer: W, H. Nelson
Level: Iit Date: 4/15/08 Date: evei Ji. Date: 08/25/05 | Level: |i|. Date: .OD‘

COGEMA-SVUTINS 007 3. Rev. 2. Attachment 5

Att. 2-22




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job# Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 06/02/05 0856 1921
C nt 10; Examination Surface: Nominal
ampone AN103 HOD 11D [PANTED Thickness; 05"
Configuration: PLATE © PLATE Salbrted 03 101.0° | ™ AMBOF
Total Length Examined: 120" Scan Width: 17 Ref. Level Correcticn (Trans. Cotr.): 0 DB
Procedure: Rev Materlai Type: Condition:
COGEMA SVUT-INS-007.3 2 [1ss Bcs omER N/A
Fite N: . Transd T P
e Name LIQUID/AIR-1 ®DUAL  [15e.  [@0DES  [IANGE __°
, Point R
XoRRel. Polnt (Lo} & A ST OF 24" RISER, @ EAST AIR LINE
Yo Ref. Point (W)
20" FROM CL OF WELD TO CL OF SCANNER
. X Start X Sto Y Start Y Stop Ave. Thic Min. Thk., Area Max. Thi.
Part # / indication (in) {in) P {in) (in) i R.Lig. in) | Reportable] @)
0-12 582 526 560
12-24 554 528 565
24-36 582 528 565
36-48 551 521 565
48 - 60 552 523 565
60-72 550 520 565
72-84 548 524 565
B4-95 548 547 565
96108 548 521 560
108-120 548 518 560
Remarks:
Peak Contact Thickness Data
- I e
Examiner W, H. Nelson Examiner: m% Revigwer. W. H. Nelson
7 ) _&%_'
tevel It Date: _08/02/05 Date: Level: it Date: 7/4/05 Level: Il Date: :Z ! 1'210;

COGEMA-SVUTING.0O7.2. Rev. 2 Altachment d

Att. 2-23

Rev. Dec, 03 2003




RPP-RPT-24476, Rev. ()

AUTOMATED ULTRASONIC THICKNESS Job# Riser # 5
DATA REPORT 04-41 2
Location: Exam Start; Exam End:

200 EAST TANK FARM 06/02/05 0856 1921
Component 1D AN103 "R TIb LPANED | Thokmess, 05"
Configuration: PLATE © PLATE eed 03" 101.0" | ™™ AMBOF
Total Length Examined: 120" Scan Width: 490 Ref. Level Correction (Trans. Com.). o DB
[3 dure: R Material Type: Condition:

oo COGEMA SVUT-INS-007.3 * 2 | L% Bics OmER N/A

: Transducer: o
File Name LIQUID/AIR-1A oo [Ise. [ObES  CIANGE
Xo Rel. Point (Lo): ~ ENID OF PREVIOUS FILE

Yo Ref. Point (Wg):

20" FROM CL OF WELD TO CL OF SCANNER

resrvtn [ X | o TV | Ve | My | e [ i
0-12 549 516 565
12-24 549 524 565
24-36 549 523 565
36 -48 549 510 565
48 - 60 549 523 565
80-72 548 470 565
72 -84 547 519 565
84-96 548 S5t8 565
96 - 108 541 515 565
108-120 54 H16 550
Remarks;
Peak Contact Thickness Data
< p—
Examiner. W. H. Nelson Examiner afyst: J.B. Reviewer. W, H. Nelson
v ol W, \LoBzle
Level: il Date: 06/02/05 Date: Level: i, Date: 7/4/05 Level: §iI Date: :an{_pi

COGEMA-SVT-INS.007.9. Rav. 2 Aftachment 6

Att. 2-24

Ray. Dec 65, 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
Location: Exam Start; Exam End:
200 EAST TANK FARM 04/18/05 (922 2130
& D Examination Surface: Nominal
ompone AN103 oD [11D CIPANTED | Thickness:  0.5"
Configuration: PLATE 10 PLATE Calilx‘a:led 0.3" 10 1.0° Temp: AMB O
Total Length Examined: 120" Scan Width: 1517 Ref. Level Correction (Trans. Cort.): 0 DB
Procedure: Rev Material Type: Condition;
COGEMA SVUT-INS-007.3 2 [d55 [CS OTHER N/A
File Name: Transducer:
e Rame LIQUID/AIR WIDUAL [5G [A0DEG _ [JANGLE:
XoRet. Polt (o)’ ' £ AST OF 24" RISER, @ EAST AIR LINE
" Poi :
Yo Rel. PaintWol: 34» FROM CL OF WELD TO CL OF SCANNER
. X Start X Stoy Y Start Y Stop Ave. Thk. Min. Thi., Area Max, Thk.
Part#/ Indication | X S s i) i) ) R.Lig. (n) |Reportable| (in)
0-12 543 505 550
12-24 543 518 £50
24-36 545 519 550
36-48 543 519 550
48 - 60 542 514 550
072 543 476 550
72-84 g4 485 550
84-96 539 511 550
96108 538 509 550
108 - 120 538 508 550
Remarks:
Peak Contact Thickness Data
) I
Examiner. W. H. Nelscn Examiner: B Reviewer: W, H. Nelson

2

Levei; il Date: _04/18/05

Date:

[evel: i Date: _7i2/05

Level: Wi Date: Z l {’d P2} S

COGEMA-SVUT-INS-OO0T.2. Rav. 2 Aftathment §

Att. 2-25

Rav. Dec. 43, 2003




RPP-RPT-24476, Rev. 0

Peak Contact Thickness Data

AUTOMATED ULTRASONIC THICKNESS Job # Riser#
DATA REPORT 044 %
Location; Exam Start: Exam End:
200 EAST TANK FARM 04/18/05 0822 2130
C nt 1D: Examination Surface: Nominat
ompone AN103 R oD [1 CIPANTED | Thickness;  0.5"
Configuratian: PLATE '© PLATE abeted  03"101.0" | ™ AMBOF
Total Length Examined: 120" Scan Width: 17 Ref. Level Correction (Trans. Cor.): o DB
Procedire: Rev Material Type: Condition: |
COGEMA SVUT-INS-007.3 2 {1ss [&@Cs OTHER: N/A
Fiie N : Transd S
e frame LIQUID/AIR A RoUAL 1S [ODES  [IANGE __°
XoReh. Pt (o) =i OF PREVIOUS SCAN
. Point .
Yo Ref. Poirt (Wo): 5 4« FROM CL OF WELD TO CL OF SCANNER
X Start X Stop Y Start Y Stop Ave, Thi, Min. Thk., Area Max; Thk
Part#/ indication (in) an) ) (in) (in) R.Llig. (in) |Reporiable| ()
0-12 538 505 550
12-24 538 508 550
2436 538 514 550
36- 48 540 511 550
48- 60 530 505 550
60-72 538 508 550
72-84 538 508 550
84. 06 537 508 550
56- 108 537 508 850
108- 120 532 506 550
- Remarks:

“Examiner. W. H. Nelson

Examiner: Ap&t J. B. ;l%‘ Reviewer: W, H. Nelson
Level: )| Date: 04/18/05 Date: Level: | Date: 7/2005 Levei: NI Date: fZ‘ ('11_05

COGEMA-SVUTANS-00T.3. Rev. 2 Atfachment §

Att. 2-26

Rav. Dec. (13 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
Location: Exam Start; Exam End:
200 EAST TANK FARM 05/09/05 1330 1934
G i 1D Examination Surface: Nominal
ompane AN103 oD [0 [JPANTED | Thickness:  0.5"
Configuration: PLATE ° PLATE Rame . 03°101.0" | ™™ aMBOF
Tetal Length Examined: 88.8" Scan Width: 11.8" Ref. Level Correction (Trans, Cormr.): N DB
Procediure. Rev Material Type: Condition:
COGEMA SVUT-INS-007.3 2 | Oss ®@es onER N/A
Fiie Name: Transducer.
@ Name VERT.WELD /PLATE 2 RDUAL  [JSGL  BIODEG  [1ANGLE:
Yo Ref. Point (Lo} 44 ) W HORIZONTAL WELD
Yo Ref. Point Wol- ¢~ e NTERLINE OF WELD
X Stant X Stop Y Start Y Stop Ave. Thic | Min. Thi, Area Max. Thi.
Part # / indication e in) {in) (in) () R, Lig. (n) |Reportable!  (in)
0-12 510 486 J5as
12.24 514 498 538
24-36 518 491 835
36.48 517 401 535
48 - 60 518 485 540
80-72 518 500 535
72-84 516 499 53
84-88.8 7 454 540
Remarks:

Peak-Edge Contact Thickness Data

-Exarﬁiner. Purdy “Examiner. t A B, Reviewer: W. H. Nelson
Level: §I Date: _DS/00/05 ~ Date: Level: Il Date: _06/30/05 Ltavel: NI Date: jzl QLQ};
P-Scan Limited

COGEMA-SVUTING.007.3. Rav. 2 Alfachment 8

Att. 2-27

Rav Dec. 013 2003




RPP-RPT-24476, Rev. 0

AUTOMATED UL.TRASONIC THICKNESS Job # Riger #
DATA REPORT 04-41 25
Location: Exam Start: Exam End:
200 EAST TANK FARM 05/48/06 0915 2047
[ ent tD: Examination Surface: Nomvinal
ompon . AN103 BIOD [11D [IPAINTED | Thickness:  0.5”
Configuraton: PLATE '° PLATE Selbsted 5 3v101.0" | ™ AMBCF
Togal Length Examined: 88.9" Sean Width: 11.9" Rel. Level Correction (Trans. Corr.): 0 DB
Procedure; Rev Material Typa: Condition:
COGEMA SVUT-INS-007.3 2 ss €8 OTHER N/A
File Name: Transucer.
e Nome: VERTWELD /PLATE 3 BDUAL (156 RODEG  [IANGLE
Yo Rel. Point (Lo} 4 BE OW HORIZONTAL WELD
YoRet. Point (Wo): .« ENTERLINE OF WELD
- X Start X Stop Y Start Y Stop Ave. Thi Min. Thk., Area Max. Thi.
Part # / Indication (i) in) (in) ) in) R. Lig. {in)} i Reportable {in)
0-12 505 476 530
12-24 509 474 530
2438 505 462 530
%-48 510 AT0 530
4860 500 455 530
60-72 501 458 5%
72-584 502 459 530
84-889 505 460 525
Remarks:

Peak-Edge Contact Thickness Data

Examj en@. Purdy Examiner- Reviewer: W, H. Nelson
u -
Level: !l Date: _DS/18/05 Date: Ldvel: # Date: O06/30/05 | tevel: I Date: :Ilnlo_n
P-Sean Limited

COGEMA-SVUTINS007.3. Rev. 2 Atfachment §

Att. 2-28

Rev. Dec. (03, 2003




RPP-RPT-24476, Rev. O

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
Location: Exam Start: Exam End-
200 EAST TANK FARM 05/12/05 0821 1442
v t (D E ination Surface: Nominal
ompanen AN103 "B 00 L1D CIPANTED | Thidmess: 075"
: Cali d 3
Configuration PLATE ' PLATE | pomed  pavto10m | ™™ AMBOF
Total Length Examined: 102.8" Sean Width; 1.5 Ref. Leve! Comection (Trans, Corr): o DE
Procedure: Rev Material Type: GCondRion;
COGEMA SVUT-INS-007.3 2 358 BJCS OTHER: N/A
| File Name: Transducer; |
e . VERTWELD /PLATE 4 foua.  [Jsct  BODEG  [JANGLE ’
Yo Ref. Pat (La): 1. BE| OW HORIZONTAL WELD
YoRel. Point (Wol: - NTERLINE OF WELD
. X Start X Stop Y Start Y Stop Ave, Thk, Min. Thic, Area Max. Thk.
Part # / Indication (in) {in) (in) {in) {in) R. Lig. (In} | Reportable {in)
0-12 756 708 Ji5
12-24 752 733 T75
24-38 752 TN T75
36.-48 750 718 N1t
48 - 60 753 T3 s
60-72 J52 J27 J75
72-84 752 730 J75
84-96 755 118 J75
95.-1028 756 738 T75
Remarks:
Peak-Edge Contact Thickness Data
- |
Examiner: W, H. Nelson Examiner: ajyst: J.B 'y Reviewer: W, H. Nelson
Level: )i Date: 05/12/05 Date: Level: I Dafe: 5/30/05 Level il Date: ]l]_lla,)'

COGEMA-SVIITINS-007.3 Rev. 2 Altachment 8

Att. 2-29

Rev. Dec. 0% 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job# Riser #
DATA REPORT 04-41 25
Location: Exam Stast: Exam End:;
200 EAST TANK FARM 05/16/05 0935 1355
3 Examination Surface: Nominal
Comporert 0. ;2 g; LI Tl PANTED | Tk 0.875"
Configuration: . PLATE '°  PLATE e 93 101.0° | ™ AMBOF
Total Length Examined: 29 2 Scan Width: 11.4" Ref. Level Carrection (Trans. Corr): o DB
Procedure: Rey Material Type: Condition:
COGEMA SVUT-INS-007.3 2 | Oss Bcs OHER N/A
- Transd !
e VERTWELD/PLATE § How [sa mooes Cmar
Yo Rel. Point(Lo): 1 Bl OW HORIZONTAL WELD
Yo Ref. Paint (Wol: -\ TERLINE OF WELD
X Start X Stop Y Start Y Stop Ave, Thk, Min. Thi., Area Mao. Thik.
Part #/ Indication {in) {in) (i) {in) (i) R. Lig. (in} | Reportable {n)
0-142 875 848 905
12-21.2 875 B850 800
-ﬁemaﬂ(s:

Peak-Edge Contact Thickness Data

Examiner: Reviewar: W. H. Nelson
Level: Il Date: Date: Level: i Date:j_l}_llrob"
P-Scan Limited

COGEMA-SVUTINSOO7.2 Rav. 2 Attachment 6

Att. 2-30

Rev. Dec. 03, 2008




RPP-RPT-24476, Rev.

AUTOMATED ULTRASONIC P-SCAN T Riser # 5
DATA REPORT 4-41 2
Location; ystem: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 06/09/05 1321 1945
1D: Examination Surface: Norminal
Component I AN103 mg:r; [?]nIDu ] PAINTED Thoi?lor“:as: 0.5000"
: ) fibrated Femp:
Configuration PLATE '~ PLATE ot rio1s | AMBOF
ined: . | Corri : . Com);
Total Length Examined: 86,4 Scan Wiith 9.9" Ref. Level ection (Trans. Com): 0 DB
Procedure: Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 {1ss BCS OTHER: N/A
File N Transducer:
Tem# VERTWELD PLATE 2 CIDUA. H@sa [J0DEG ®ANGE  80°
%o Ret. Poift (Lo} 44 et OW HORIZONTAL WELD
Yo Ret. Poiit (ol -\ TERLINE OF WELD
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up / Fiie Name
1 45° SHEAR
2  60° SHEAR
3 AATT
4 DUALO®
INDICATION INFORMATION
Weld | Depth | Max. U1 Tlength | L2 Wi | width | W2
ind} Method | Sde [ R | Amp | G | G0 | v | (W | Gm | (m | ‘MeewonTwe
Remarks:

NO CRACKLIKE INDICATIONS

Level: 11 Date: _05/0!

¥ Examiner.

Date:

mmrﬁ 2

Level: ii Date: O7M6/08

Level:

Reviewer: W. H. Nelson

1l Date: jl_qlnj

COGEMASVUT.INS-007.3 Rav. 2 Attschment 5

Att. 2-31

Rav. Dec. 84, 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
DATA REPORT i 04-41 25
Lacation: System: Exam Start: Exam £nd:
200 EAST TANK FARM PSP-4 05/18/05 0935 2067
Component 1D: Examination Surface: Ncminal
P AN103 Kob [0 CIPAINTED | Thickness: 0.5000"
tion; To Calibrated Temp:
Conguration PLATE PLATE Range: 0"r015 | AMBOF
Total Length Examined: 86.5" Scan Width: 10 Ref, Level Comrection (Trans. Com): 0 DB
Procedure: - Rev. Material Type: Cendition;
COGEMA SVUT-INS-007.3 2 [1sS Bcs OTHER: N/A
Fija Name Transducer: '
/ em #: VERT.WELD PLATE 3 ObuA Rsa [JoDee  WavaE  60°
Xo Ref. Point (Lo):
1" BELOW HORIZONTAL WELD
Y, ", Poil :
o Ref. Paint (o) - ENTERLINE OF WELD
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up  File Name
1 45° SHEAR
2  60° SHEAR
3 AATT
4 DUALD®
INDICATION INFORMATION
Weid | Depth | Max. L1 length | L2 W1 Widih | W2 )
Ind.} Method Side R.Ug. | Amp. () (in} (in) (in) (in) (in) indigation Type
Remarks:
NO CRACKLIKE INDICATIONS
1 e s—
Examiner: An . J.B.E Reviewer: W. H. Nelson
tevel: I Date: Date: Level: Jli Date: _07/06/05 | Level: §il Date: Jl n l(}S
P-Scan Limited

COGEMA-SVUTJINS-007.3 Rav. 2 Attachmant 5

Att. 2-32




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job & Riser #
DATA REPORT N 04-41 25
Location: System: Exam Start: Exam End:
200 EAST TANK FARM P3pP-4 05/12/05 0935 1440
Component {D; Examination Surface: Nominat
ompone AN103 oD D [JPAINTED | Thickness: 0.7500"
tion: 10 Calibrated Temp:
Configuration PLATE PLATE Ronga: 0030 | AMBOF
Total Length Ewaminedi 100.4" Scan Width: 8.4" Ref. Level Corection (Trans. Com): o DB
Procedure: Rev. Muterial Type: Condition:
COGEMA SVUT-INS-007.3 2 {185 ®ICS OMER N/A
File Name Transducer:
[ tem #: VERT.WELD PLATE 4 CIDUAL BASG. [JODEG [AANGLE 60°
. Point 3
¥o Ref. Paint(Lok 4» BEL OW HORIZONTAL WELD
{. Point ;
YoRel. Pint We): CENTERLINE OF WELD
~ Sizing Method Angle {deg) Refarence Cal. Sheef Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALD®
INDICATION INFORMATION
Weld | Depth | Max, i1 tength | &2 Wi Width | W2 }
ind.| Method Side R Lig. | Amp. (i) {in) ) n) {in) i} Indication Type
Remarks:
NO CRACKLIKE INDICATIONS
e
Examiner: V. M. Neison Examiner: Czs: J.B % Reviewer: W, H. Nelson
; M*’é, N B e
Level: Jit Date: 0SM2/05 Date: Level: HI Date: 7/6/05 tevel: 1§l Date: :thllos

COGEMA-SVUTING007.3. Rev. 2 Aftachment 5

Att. 2-33

Rev. Dec. 03. 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job¥ Riser # 05
DATA REPORT . 04-41 )
Location; System: Exarn Start: Exam End:
200 EAST TANK FARM PSP-4 05/16/05 (0953 1405
c : Examination Surface: Nominal
omponert 10 AN103 Eagnn [%n iDu [T PAINTED | Thickmess: 0.8750"
; alibrat :
Gonfigurafion PLATE '~ PLATE Range 0" T035" | "% AMBOF
Total Length Examined: 19.2" Scan Width: 8.4 Ref. Level Comection (Trans, Corr): 0 DB
Frocedure: Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 155 X CS OTHER N/A
i Transducer:
I VERTWELD PLATE § Clovn Ese. C00Es  EANGE  60°
Yo Ref. Foint (Lo} 1+ gL OW HORIZONTAL WELD
Yo Rel. Point (o) -\ TERLINE OF WELD
Sizing Method Angle (deg) Reference Cal. Sheel Sel-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALO°

INDICATION INFORMATION

Weld | Depth Max. L1 Length L2 wi Widih w2
ind| Method | side | Rolig. | Amp. | gm) | @ | o) | m | e | gm | 'mOcenTwee

[ Remarks:
NO CRACKLIKE INDICATIONS
I — 2 - .
Examine: . D. Purdy Examiner: alyst: J. 8. Reviewer. W. H. Nelson
Level: li Date: 05/16/05 Date: Level: Il Date: _7/6/05 Level: B Daie:ll_ﬂ_lﬂg

COGEMA-SVUTNS-00T.3. Rev. 2 Attechment § Rev. Dec, Q3. 2003

Att. 2-34



RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 04 Riser # 25
DATA REPORT -41
Location: ) System: Exem Start: Exam End:
200 EAST TANK FARM PSP-4 05/26/05 {808 2025
G ent 1D: Examination Surface; Nominal
ompor AN103 R OD [3iD LIPAINTED | Thickness: 0.5000"
Fon: Calibrated Ternp:
Configurafion PLATE PLATE Range: 014t | AMBOF
Tetal Length Examined: 90.3% Sean Width; 56" Ref. Level Comection (Trans. Comr): 0 pB
Procedure: Rev. Material Type: Condition;
COGEMA SVUT-INS-007.3 2 183 [KCS OTHER N/A
Fite Na Transducer:
Lo VERT WELD/2"0/ PLATE 2 Cloun . §sa. [J0DEG [RAWGE 45°
%o Ref. Pt Lok 4~ BELOW HORIZONTAL WELD
Yo Ref. Point Wol: &N TERLINE OF WELD
Sizing Method Angle (deg) Reference Gal. Sheet Set-tip / File Name
1 45° SHEAR
2 B0° SHEAR
3 AATT
4 DUALO®
INDICATION INFORMATION
Weld | Depth | Meax. L1 Lel 2 w1 Width | W2 ) ‘
waf memod | Gl | R0 | Amp | ) |G| @ | (m | | (| TstonType
Remarks:
NO CRACKLIKE INDICATIONS
/? —
Examiner: W Reviewer: W. H. Nelson
v [

Level: il Date:
P-Scan Limited

Date:

Levei: il Date: &/27/05

Level: fil Date: fl‘ 11 ' Q.;

COGEMA-SVUT-INS.00T.3. Rev. 2 Aftachment 5

Att. 2-35

Rav. Dep. 03. 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job# Riser #
DATA REPORT i 0441 | 25
Location: System: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 05/26/05 0808 2025
Component 10 Examination Surface: Nominal "
AN103 oD 11D [JPAINTED | Thickmess: 0-5000
: : Calibrated Temp:
Configuraiion PLATE PLATE fe? grrotar |™ AMBOF
‘Total Length Examined: e7.8" Scan Width: 5.6" Ref. Leve) Comection {Trans. Com): 0 DB
Procedure: Rev. Material Type: Condttion:
COGEMA SVUT-INS-007.3 2 [Jss B2Cs OTHER N/A
File Name Transducer:
I em % VERT.WELD/2'" PLATE 3 TIoUAL  Bse. [J0DEG  [ANGLE: 45°
Ref. Poi :
Xo Ref. Point {Lo): 4 BEL OW HORIZONTAL WELD
. P ;
Yo Ref. Peint (ol CENTERLINE OF WELD
Skzing Method Angle {deg) Reference Gal. Sheet Set-Up / File Name
1 45° SHEAR
2  60° SHEAR
3 AATT
4 DPuALg®
INDICATION INFORMATION
Weld | Deplh | Max. L1 Length 12 W1 Width | W2
ns.| Memod | Sio | it | Ame. | o) | @9 | (m | G | @m | (n | "oationType
Remarks:
NO CRACKLIKE INDICATIONS
" ~1
Examiger: D. Purd Examiner; Apalyst: J.B. d Reviewer: W, H. Nelson
oo % Ao | Jon e
4 N .
tevel: li Date: _05/26) Date; Level: 1l Date: 6/27/05 Level: ii Date: zl!:['.'.zs
P-Scan Limited

COGEMA-SVUT-INS-007.2 Rev. 2 Aflschment 5

Att. 2-36

Rav. Dec. 03 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
DATA REPORT _ 0441 | 35
Location: System: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 05/26/05 0808 2025
c it I Exarnination Surface: Nomingl
PRPORET™ AN103 | ®ob [l1o CIPAINTED | Thidmess: 0.7500"
& tion: TO Calibrated Temp:
onfigurston PLATE PLATE R 002428 | AMBOF
Total Length Examined: 87.8" Scan Width: 56" Ref. Level Correction (Trans. Corr): 0 DB
Precedure: Rev. Material Type: Gondition:
COGEMA SVUT-INS-007.3 2 [3s5 [4CS OTHER N/A
File Name Transducer:
/ ftem #: VERT WELD/2""/ PLATE 4 TIDUAL  [3SG. [J0DEG [GIANGIE:  45°
Ref. Poirk (Loy:
Xo Rel. Paint {Lo): 1 BELOW HORIZONTAL WELD
. Poll N
Yo Ret. Polnt (o)~ NTERLINE OF WELD
Sizing Method Angle {deg) Reference Cal. Sheet Set-Up / Fite Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 buaLo®
INDICATION INFORMATION
Weld | Depth | Max. L1 Length L2 Wi Width w2
ind.{ Method Side R.Llg | Amp. (in) an) {in) an) in) i Indication Type
Remarks:
NQO CRACKLIKE INDICATIONS
Exam&% Pur Examiner. Adaigst. J. 6. "Reviewer: W. H. Nelson
Level: I Date: 0526/05 Date: Level: ¥ Date: B/27/05 Level: 1l Date: Zl A 210‘3
P-Scan Limited

CORBEMA-SVUT-INS-007.3. Rav. 2. Attachment 5

Aftt. 2-37

Rev. Dec. 03 2003




RPP-RPT-24476, Rev.

AUTOMATED ULTRASONIC P-SCAN Job # 04-4 Riser # o5
DATA REPORT 4-41
lLocation: System; Exam Start; Exam End:
200 EAST TANK FARM PSP-4 05/27/05 0825 1400

G nt 1D: : Examination Stiface: Nominal N

ompone AN103 ob O [ PAINTED | Thickness: 0.875

3 TO Cafibrated Temp:
Configuration PLATE PLATE e 0mt0247 | AMBOF
Total Length Examined: 21 4" Scan Width: 5.9 Ref. Leve! Correction (Trans. Corr): 0 DB
Procedure: Rev. Material Type; Condition:
COGEMA SVUT-INS-007.3 2 Clss BICS OTHER N/A
Fila N Transducer: .
[Hom#: VERT.WELD/2"/ PLATE 5 A @se. [Jopes MANGE  45°
Xo Ref. Poimt (Lol 1+ BE OW HORIZONTAL WELD
Yo Rel. Point (el - ENTERLINE OF WELD
Sizing Method Angle (deg) Reference Cal Sheet Sef-Up / File Name

4 45° SHEAR

2 60° SHEAR

3 AATT

4 DUALD®

INDICATION INFORMATION
Weld Depth Max. L1 Length 12 Wi Width W2
ind.| Method Side R, I‘.,:g. Amp. an) (in) an) i) {in) @) Indication Type
Remarks:
NO CRACKLIKE INDICATIONS
271
Examiner:

Examiner: \WAD. Purdy

Level: . Date: 05727105
P-Scan Limited

Date:

Cal

Level: Ji| Date: 07/06/05

Reviewer: W. H. Nefson

Level: I Date: _'J_L\:Llﬁ};

COGEMA.SVUTINS.00T.3 Rev. 2 Attachment 5

Att. 2-38

Rev. Doec. 03 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser ¥
DATA REPORT 04-41 25
tion: Exam Stan: Exam End:
200 EAST TANK FARM 04/13/05 1004 2034
- Examination Surface: inal
ComponeriiD: AN103 H0D (1 L1PANTED | Thickpess: 0.875”
Configuration: PLATE '© KNUCKLE Cabrted 03" 101.0" | ™" AMBOF
Total Length Examined: 120" Scan Width: 10.85" Ref. Level Comrection (Trans. Corr.): N DB
Procedure: R Material Typa: Contlition:
COGEMA SVUT-INS-007.3 ¥ 2 {'Oss H®es oM N/A
: Transdl :
File Name HORIZWELD (PLATE SIDE) B oo [lse. [ODEG  [1ANGLE.
Yo Ref. Polnt (L} 4«1 AIR SLOT, WEST OF EAST AIRLINE, EAST OF 24" RISER
Ref, :
Yo Ret. Poit (ol & NTERLINE OF WELD ]
X Start X Sto Y Start Y Sto Ave. Thic | Min. Thk, |  Area | Max. Thk
Part #/ indication ) {in) P (in) (i) i (in) R.Lig. (in) |Reportable|  (in)
0-12 893 842 o010
12-24 890 870 a0
24.36 886 858 810
3B-48 887 856 810
48-60 887 857 910
80-72 884 832 10
72-84 886 881 910
84.96 883 848 210
96- 108 881 859 905
108- 120 881 859 905
Remarks:
Plate Side, Peak-Edge Contact Thickness Data
)
Examiner. W. H. Neison Examiner: : J.B. Eléer y Raviewer: W. H. Nelson
LD P e /_W&\ It
Level: | Date: _04/13/05 Date: Level: 1l Date: 530405 Level: Wi Date: LZZ_LZLOD'

COGEMA-SVUTNS-O07.3 Rev. 2 Attachment §

Att. 2-39




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser # 5
DATA REPORT 04-41 2
Location: Exam Start: Exam End:

200 EAST TANK FARM 04/13/05 1004 2034
Component ID: AN103 Emmlgauﬁur&l S{grfaéep ANTED Nomtn:s: 0.875"
Configuration: PLATE '°  KNUCKLE aated 03" 101.0" | ™" AMBOF
Totat Length Examined: 478 Scan Width: 10.8" Ref. Level Correction (Trans. Comr.): ..Q_ DB
Procedure: Rev Material Type: Condition:

COGEMA SVUT-INS-007.3 2 | Oss Bcs omer N/A
File N : Transd T
ame HORIZWELD A (PLATE SIDE) Rouw Ose. [@ooes  Claae __°
%o Ref. Paint (Lo):  £ND OF FILE HORIZWELD
YoRel. Point (Wel: e NTERLINE OF WELD
X Start X Stoj Y Start Y Stop Ave, Thk. Min. Thk,, Area Max. Thk.
Part # / Indication an) an) P @n) gn) in) R.Lk. (in) |Reportable|  (in)
0-12 B85 863 805
12-24 883 858 Bas
24-38 883 851 805
3B-478 884 842 805
Remarks;

Plate Side, Peak-Edge Contact Thickness Data

: 2]
Examiner: W. H. Nelson Examiner: ?élz J.B. Elie% Reviewer: W. H. Nelson
Level; ) Date: _04/13/05 Date: Lelel: 1 Date: /3005 | Level: I Date: =2 l [3{;5

COGEMA-SVUTING 0073 Rav. 2 Attachment 6

Att. 2-40

Rav. Dac. 1. 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
DATA REPORT 04-41 25
Location; Exam Start. Exam End:
200 EAST TANK FARM ___Dbem1s/05 0900 1300
: Examination Surface: Nomnat
ComponentiD’  AN103 “F0D [ID [IPANTED | Thigimess: _ 0.875"
Configuration: PLATE '° KNUCKLE raed g3 010" | '™ AMBOF
Total Length Examined: 71.5" Scan Width; 9.7" Ref. Leve) Correction (Trans. Com.}): o DB
Procedure: Rev Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [Jss BACS OTHER: N/A
File Name: Transducer:
te Name HORIZWELD B (PLATE SIDE) RIDUAL  [1scL _[(JODEG [IANGLE:
Xo Ref. Point (L)' B CK OF SCANNER AT WEST SIDE OF WELD ATTACHMENT
f. Poi :
Yo Ref. Point o)~ ENTERLINE OF WELD
. X Stant X Stop Y Start Y Step Ave.Thk. | Min. Thk, Area Max. Thic.
Part#/Indication | "~ gn) gn) (in) (in) @) | R.Llg. (n) |Reportable| (i)
0-12 870 851 885
12-24 868 843 B85
24-36 866 820 B8O
36-48 869 .850 880
48 - 60 867 849 880
60-71.5 869 848 B85
Remarks: :
Plate Side, Peak-Edge Contact Thickness Data
Vert Weld 23 - 24" Plate Side
Exarminer; Purdy Examiner: A = 4. B. EXh Reviewer. W. H. Nelson
tevel: 1. Date: _QE/45/05 Date; Level: I Date: 8/30/05 Level: Ili Date: :2' [ ZI_Q;
P-Scan Limited

COGEMA-SVUTING 007 .3, Rav. 2 Attschment §

Rev. Dec. 03, 2003

Att. 2-4]




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Tob¥ Riser #
DATA REPORT 04-41 25

Locatian: Exam Start: Exam End:

200 EAST TANK FARM 04/13/05 1014 2034

- i -
Component 107 AN103 0D T b LI PANIED | Topmass: _ 0.875"
Cornfguration: PLATE ° KNUCKLE Carelsd 4 5010 1.0" | "™ AMBOF
Tctal Length Exarined: 120 Scan Width: 10.8" Ref. Lavel Comrection (Trans. Comr.): o0 DB
Procedure: 3 R Material Type: Conditian:
o COGEMA SVUT-INS-007.3 * 2 | Os Hes oner NA

- Transducer: )

Fie Name HORIZWELD (KNUCKLE SIDE) WoUA. [Isei  EJ0DEG  CIANGLE. "

Xo Ref. Point (Lo):

1ST. AIR SLOT, WEST OF EAST AIRLINE, EAST OF 24" RISER

Yo Ref. Point (Woy.

CENTERLINE OF WELD
. X Start X Stop Y Start Y Stop Ave, Thik | Min. Thk, Area Max. Thi.
Part#/Indication | 4 in) ) (in) (n) | R Lig (n) |Reportable|  (n)
6-12 839 042 847
12-24 036 901 847
24-38 940 820 047
36- 48 640 920 247
48-60 39 06 847
60-72 840 824 o7
72-84 u37 14 847
B4-96 939 214 847
96-108 830 B4 847
108-120 u35 . 812 546
_ﬁemarks:
Knuckie Side, Peak-Edge Contact Thickness Data
" Examiner. W, H, Nelson Examiner. At J B E Reviewer: W, M. Nolson
Level:_lﬂ“'Daie: 04/13/05 Date: Level: Ji_ Date: _S/30/05 Level: I Date: Ztﬂl,ﬁ:;

COGEMA-SYUTING-007.3 Rev. 2 Attechment 8

Att. 2-42

Rev. Dac, 33 2003




RPP-RPT-24476, Rev. O

AUTOMATED ULTRASONIC THICKNESS Job # Riser # 5
DATA REPORT 04-41 2
Location; Exam S@rt. Exam End:
200 EAST TANK FARM 04/13/05 1014 2034
. Examination Surface; Mominai :
componentD AN103 B oD LLD L] PANTED Tﬁfl‘éias 0.875
Confguration: PLATE ° KNUCKLE Cambraled 03" 104.0" | AMBOF
Total Length Examined: 478" Scan Width: 10.8" Ref. Level Corection {Trans, Corr.): o DR
Procedure: Rev Material Type: Corxiition:
COGEMA SVUT-INS-007.3 2 55 MCs OTHER: N/A
| File Name: Transducer. ‘
_iii - HORIZWELD A (KNUCKLE SIDE) RouA Csa BODEG  CIANGE
XoRel. Pl (Lo} END OF FILE HORIZWELD
Yo Ref. Point (o):  ENTERLINE OF WELD |
. X Start X Stop ¥ Start Y Stop Ave. Thk. Min. Thi., Area Max. Thk.
Part#/indeation | * 0" i) poy ) @ | R. L. (n) |Reportable|  (n)
0-12 939 93 847
12-24 o1 896 247
2436 831 N4 947
36-47.8 931 916 847
Remarks:

Knuckle Side, Peak-Edge Contact Thickness Data

| et
Examiner: W. H. Nelson Examiner: alyst: J. B&% Reviewer: W. H. Nelson
\ e
Level: Il Date: _04/14/05 Date: Level: T Date: 63005 Level: §lI Date: ‘]l EILDS

COGEMA-SVUT-INS.007.3 Rev. 2 Altschment §

Att. 2-43

Rev. Dec. G3. 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job ¥ Riser ¥
DATA REPORT N e 25
Location: Exam Statt: Exam End ‘
200 EAST TANK FARM 08/15/05 0910 1310
. ination Surface:
Componert 0 AN103 R0D [1D LIPANTED | Thiness: 0.875"
Configuration: PLATE '© KNUCKLE el ga"101.0" | '™ AMBOF
Total Length Examined: 71.5" Scan Width: 97" Ref, Level Coirection (Trans. Con): DB
Brocedure: Rev Material Type: Canditior: ‘
COGEMA SVUT-INS-007.3 2 158 BICS OTHER: N/A
j : Transd ;
FleName LORIZWELD B (KNUCKLE SIDE) 'BIOUAL - [lseL RODEG  [lANGLE:
. Pog 3
XoRel. Port (o} 5 ACK OF SCANNER AT WEST SIDE OF WELD ATTAGHMENT
Yo Ref. Polnt (We): - ENTERLINE OF WELD
L X Start X Stop Y Start Y Stop Ave.Thik | Min. Thi, Ares Max. Thk,

Part # / Indication {n). an) {n) {in) R. Lig. {in} |Reportable {n}

0-12 915 886 850

12-24 937 805 950

24-36 931 801 845

- 48 931 892 845

48 .60 531 910 945

80-71.5 8931 802 945
"ﬁemafks:

Knuckle Side, Peak-Edge Contact Thickness Data
Vertical weid ~ 9.5 - 11" Knuckle side.

Examiner: Reviewer: W. H. Nelson
”,
Level: J{ Date: 8/15/05 Date: Level: il Pate: fle [_LQ)
P-Scan Limited

COGEMA-SVUTINGO07 3. Rev. 2 Allacirnent 6

Att. 2-44

Rev. Dec. 03. 2003



RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser # 25
DATA REPORT 0441 |
Location: Systern: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/13/05 0957 2027
[+ nt ID: Exarnination Surface: Nominal
emponert D AN103 Rob [ EI PAINTED | Thickness: 0.8750"
: TO Calibrated Temp:
Configuraton PLATE KNUCKLE Range: 0035 | P AMBOF
Tota! Length Examined: 120" Scan Width: 76" Rel. Level Comection (Trans. Com): 0 pe
Procedure: Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [155 GICS OTHER N/A
Flle N Transducer:
Shem HORIZWELD ClouAl BAse. [JODEG  Baancie 60°

XoRef. Point (Lo} 47 AIR SLOT, WEST OF EAST AIRLINE, EAST OF 24" RISER

Yo Ref. Point (Wo):

. CENTERLINE OF WELD .
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALOP

INDICATION INFORMATION

Weld Drepth Max. {1 Length L2 W1 Width w2
ind.] WMethod Side R.Ug. | Amp. ) {n) an) (in} i) an) Indication Type

Remaiks:
NO CRACKLIKE INDICATIONS

| Examiner. W, H. Nefson Examiner: Reviewer: W._ H. Nelson
Level: ]I, Date: _04/13/08 Date: evel: §jl_ Date: 7/6/05 Level: it Date: l! I:JIDS

COGEMA-SVUTJINSDO7 3. Rev. 2 Altlechment 5 Rev. Dec. 03. 2003

Att. 2-45




RPP-RPT-24476, Rev. 0

NG CRACKLIKE INDICATIONS

AUTOMATED ULTRASONIC P-SCAN Job # 04-44 Riser # o5
DATA REPORT
Location: Systern: Exam Start: Exam End:
200 EAST TANK FARM PSP-4 04/13/05 0957 2027
[» nt iD: Examination Surface: Nominal
erPonent’  AN103 _ BOD LID LIPANTED | Thickness: 0.8750"
: 10 Calibrated Tamp:
Confguration PLATE KNUCKLE Range: 1035 | AMBOF
Total Length Examined: 45 4" Scan Width: 78" Ref. Level Correction (Trans. Com): 0 DB
Procedure: Rev. Material Type: Condltion:
COGEMA SVUT-INS-007.3 2 [1ss BCS OTHER N/A
File N Transducer: -y
Ttem# HORIZWELD A ODUAL  Bse.  [JODEG  [RANGLE  60°
XoRef. Pt (Lo} END OF FILE HORIZWELD
YoRef. Point (Wok:  ENTERLINE OF WELD
Sizing Method Angle {deg} Reference Cal. Sheat Set-Un f File Name
1 45° SHEAR
2 50° SHEAR
3 AATT
4 DUALO®
INDICATION INFORMATION
Weld Depth Max. L1 Length L2 w1 Width W2 _—
Ind.| Method Side R.eﬁg_ Amp. i) B&:gt (in) (n) {in) an) Indication Type
"Remarks:

"Examiner. W, H. Nelson

Examiner. Reviewer: W. H. Nelson
Level: Jit Date: 04/13/05 Date: Lével: JIt Date: _7/8/05 Level: ili, Date: lbllab_

COGEMA.SVUTINSL0T.3 Rav. 2 Aftschment §

Att. 2-46

Rev. Dec. 02 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job ¥ Riser #
DATA REPORT 04-41 25
Location: Systemn: £xam Start: Exam End:
200 EAST TANK FARM PSP-4 __06/15/05 0920 1320
C nent 10 Examination Surface: Nominal
e AN103 oD C110 [IPAINTED j Thickness: 0.8750"
: Cailbrated Temp:
Configurafion PLATE ' KNUCKLE ed 035%™ AMBF
Tofal Length Examined: 69.1" Scan Width: 8.4" Ref. Level Correction (Trans. Corr): 0 DpB
Procedure: Rev, Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [1ss ©ICS OTHER: N/A
Fite Name Transducer:
I om # HORIZWELD B Doua [Esa [lobes  MANGE  60°
XoRef. Polnt (Lol & 1 sk OF SCANNER AT WEST SIDE OF WELD ATTACHMENT
Yo Ref. Point (o) b\ TERLINE OF WELD
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 BATT
4 DUALO®
INDICATION INFORMATION
Weld | Deplh | Max. K] Length | L2 Wi Width | W2
Ind.| Method Side | R Lig. | Amp. {in) (in) @) {in) (n) (in) Indication Type
Remarks:
NO CRACKLIKE INDICATIONS
|
Examitet: . Purdy, Exarniner: n ysi J.B. E] Reviewer: W. H. Nelson
Lo L lee —
Level: i Date: 06/15/05 Date: Level: Wi Date: 7/6/05 Level: il Date:jlﬂ_l,o;'

COGEMA-SVUTNS-007.3 Rev. 2 Atfochment 5

Att. 2-47

Rev. Dec. 03 2003




RPP-RPT-24476, Rev.

AUTOMATED UL.TRASONIC P-SCAN Job # Riser #
DATA REPORT ) 04-41 2
Location: System: Examn Start Exam End:
200 EAST TANK FARM psP-4 06/01/05 0847 1350
it 1o: Examination Surface: Nominal
Comporem D’ AN103 Egga Elninu 3 PAINTED Tgmeas 0.6750"
Hion: TG Calibrated Temp:
Gonfiguration PLATE '©  KNUCKLE Ronge . 0"10247 | AMBOF
" Total Length Examined: 120" Scan Width: 8.4" Ref. Level Cotrection (Trans. Com): 0 DB
Procedure: Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 [Jss [ICS OTHER N/A
File Name Transducer:
! :t:m;: HORZ WELD/2"P/KNUCKLE DOoual [5G [JODEG NGl 45°
XoRel. POt (Lo 457 AIR SLOT, WEST OF EAST AIRLINE, EAST OF 24" RISER
Yo Raf. P :
oRet. Palnt ol CENTERLINE OF WELD
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALQ®
INDICATION INFORMATION
Weld | Depth | Max. i Length [ L2 Wi | Width | W2 )
ind.| Method Side R.Lig. | Amp. {n) i (in) {in) an) ) Indigation Type
Remarks:
NO CRACKLIKE INDICATIONS
Examiner: C’ZE J B, Em/\ Reviewer: W. H, Nelson
Level: I Date: _06/01/ Date: evel i Date: _7/6/05 Level: Hl oate:t]l 11!05'
P-Scan Limited

COGEMA-SVUTINS007.3 Rav. 2 Atfschment §

Att. 2-48

Rev. Dot 03 3003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
DATA REPORT 04-41 25
Location: Bystem: Exam Start Exam End-
200 EAST TANK FARM PSP-4 06/01105 0847 1350
: Examination Surface: Nominal
Component 1D AN103 Egg‘l 15nlD rfélegm omina . 0.8750"
: TO Calibrated Temp:
Configuration PLATE KNUCKLE Ranae, 00247 | ™ AMBOF
B ; . ef. :
Total Length Examined 447 Scan Width 54" Rel. Level Comrection (Trans. Corr) 0 oB
Procedure: - Rev. Material Type: Condition:
COGEMA SVUT-INS-007.3 2 ss [6s OTHER: /A
File N Transducer:
lom# HORZ.WELD/2"9/KNUCKLE A edcer e [O0ES  [EANGE  45°
%o Rel. Pant (Lol e\D OF FILE HORZWELD/2™/KNUCKLE
Rel. Point (Wo):
Yo Rel. Point (o) e NTERLINE OF WELD
Sizing Method Angle (deg) Reference Cal. Sheet Set-Up / File Name
1 45° SHEAR
2 60° SHEAR
3 AATT
4 DUALC®
INDICATION INFORMATION
Weld | Depth | Max. L1 tength | L2 Wi Width | W2
ind.} Method Side | R.Ug. | Amp. {in) (in} ) an) an) () Indicatlon Type
Remarks:

NO CRACKLIKE INDICATIONS

D. Purdy Examiner. Reviewer: W. H. Neison
Level: I Date: 0 Date: Level: 1 Date: 7/6/05 Level: W Date: 1“ 1}2)-
P-Scan Limited

COGEMA-SVUTING 007.3. Rov. 2 Alechmant 5

Att. 2-49

Rev. Dec. 03, 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job ¥ 4 Riser # o5
DATA REPORT 04-4
Location: ; Exar Start: Exam End:
200 EAST TANK FARM PSP-4 05/27/05 0825 1400
G nt 1D: Examination Surface: Nominal
ompans AN103 S op 3D LIPAINTED | Thiciness: 0.8750"
: Calibrated :
Configuraton PLATE KNUCKLE o o024 | AMBOF
Total Length Examined: 75.4" Scan Width: 57" Ref. Level Comection (Trans. Com): o o8
Procadure: Rav. Material Type: Conditioi.
COGEMA SVUT-INS-007.3 2 dss BECs OHER NIA

= Trapsducer:

Ttomg: HORZ WELD/2"/KNUCKLE B Dlouk @sa [o0es  RAGE  45°
Xo Rl Polrt (Lo): - 5 ACK OF SCANNER AT WEST SIDE OF WELD ATTACHMENT

Yo Ref, Point (Wo):

o Ref. Fal (ol CENTERLINE OF WELD

Sizing Method Angle (deg) Reference Cal. Shest Set-Up / File Name

1 45° SHEAR

2 60" SHEAR

3 AATT

4 puaLo®

INDICATION INFORMATION
Weld | Depth | Max. Ui Length | L2 W1 | Width | W2 -

Ind.| Method | Side | Rlg | Amp | m | m) | e | G | ) | o | 'micenTie
Remarks:

NO CRACKLIKE INDICATIONS

Examiner: Reviewar W. H. Nefson
Level: I Date: 0527/ Date: evel: Wl Date: _7/6/05 Level: 1l Date: Q\migi
P-Scan Limited

COGEMA-SVUT.INSLOOT. 3. Rev. 2. Alfechment &

Att. 2-50

Fov. Dec. O3 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
CALIBRATION SHEET 05-41 25
Location; System: Calibration
200 EAST TANK FARM YSIET 103-AN Bloc: | 444-99-30-004
Progedure: Rev. Thickness: Materiat:
COGEMA SVUT-INS-007.3 2 0.3" 10 1.0°| " Carbon Steel
UT Sysien: Serial No. Referance
¥ PSP-4 405 Block: N/A
Software Version: Rev. Thickness: Materiat:
P-SCAN Sys. 4 1.3 2 N/A N/A
{.inearity Oue Date: Reference Block Temp:
y 06/30/2005 AMB °F
Seanner Type: &l No. Cauptlant: Batch No.
e Acs2 | SN 4o ° Water NIA
Scanner Cable: Cable Length:
COAXIAL ¢ 100 Feet
Signat Cable: Cable Length:
S COAXIAL 100 Feet
Transducer Freq. " : Angle Wedge
Channel Make Model (MHz) Size Seriat No. (deq) Type
1 KB MSEB 5 A2 02002 G
2 KB MSEB & HAMM 01997 ¢
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: DASOAS05 04/04/05 04/11/08 04/11/05 04712106 04/12105 04/18/05 Q418108
TIME: 1016 1854 1008 2011 0826 144% Qa22 2130
REFLECTOR: 31,00 3.0 307 s e B0 3"1.0¢ 316" 3.0
CH1 THK. 1 303 301" sl 296" Rciok 308" 298" 296"
) THK. 2 1.00"/0db .899°/0db 1.00%/0db 895" /0db 1.00%0db | 1.005"-1db | 1.00°/0db .998"12db
CH. 2 THK. 1 a3 209" 208" 295" 303" 305 285" 206"
' THK. 2 1.00°0db | .99 -1db 1.00"/0db .885"10db 1.00%xdb {1.005"-1db | 1.00%0db 596"2db
CH.3 THK. 1 299" 2ogv 298" 296" T 305" 2967 294"
' THK. 2 1.00"10db .889"~1db 1.00"/0db 995" 0db 1.0070db | 1.005"1db | 1.00"0db 897"/2db
THK. 1
CH. 4
THK. 2
EXAMINER: WHN WHN WHN WHN WHN WHN Whp WDk
Rematks:
CAL-T

* Transducer 01997 used on 4/18/2005.

Examiner:

WD

Level: i
P-Scan Limited

Date;

Purdy

041 il

Level: Date:

Examiner: W. H. Nelson

04/04-12/05

Reviewer; W. H. Nelson

@422_4—:.__“__

Level: it Date: 07/17/2005

COGEMA-SVUT-INS007.3, Rev. 2, Attachment 1

Att. 2-51

Rev. Dec. 03, 2003




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 5 Riser #
CALIBRATION SHEET 05-41 25
t.ocation: System: Calibration
200 EAST TANK FARM T 403-AN Block. | 444-99-30-001/002
Procadure: Rev. Thickness: Material:
COGEMA SVUT-INS-007.3 2 1.0° Carbon Steel
UT Systerm: Serial No, Reference
yste PSP-4 405 b N/A
Software Version: Rav. Thickness: Material:
= P-SCAN Sys. 4 1.3 2 N/A 2 N/A
Linearity Due Date: Reference Block Temp:
v 06/20/2005 AMB °F
Scanner Type: Serial No, Couplant: Batch No.
canner Typ AGS-2 404 ° Water N/A
Scanner Cable: Cable Length:
COAXIAL s 100 Feet
Signal Cable: Cable Le :
e COAXIAL et 100 Feet
Transducer Freq. . . Angle (deg) Wedge
Channel Make Mode! (MHZ) Size Serial No, Nom. / Act. Type
1 KB MWE 4 8x0mm 3142 45
2 KB MWB 4 8x8mm 3140 45
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 04/04/08 04/04705 04/11/08 04/11/05 04/12/05 04/12/06 04/15/05 04/15/05
TIME: 1026 1857 0934 2006 0Bte 1444 1035 2040
REFILECTOR / 080" 050" 080" 050" 050" 050" 050" 050"
ORIENTATION: Notch Notch Notch Notch Noich Noteh Nolch Notch
CH. 1 PMPLITUDE 80%/0db 80%/0db B80%/0db 80%/0db 80%/0db BO%/2db 80%/0db 80%/-1db
’ LOCATION 1.414" 1.397 1.414" 1.306" 1.414" 1.404" 1.414" 1.404°
cH.2 AMPLITUDE | 80%/0db | 80%L2db | 80%/0db | 80%/-2db | 80%/0db 80%/1db 80%/0dh | 80%/-2db
’ LOCATION 1.414" 1.404" 1.414" 1.410 1.414" 1.401" 1.414" 1.427"
AMPLITUDE
CH. 3
LOCATION
AMPLITUDE
CH. 4
LOGATION ]
EXAMINER: WHN WHN WHN WHN WHN WHN WHRN WHN
Remarks:
CAL.P
Examiner: W. H. Nelson Examiner: Reviewer: W. H. Nelson
2 g L
Levei: 1l Date: 4/4-15/05 Level: Date: Level: 1l Date: 07172005

COGEMA-SVUTINS-Q07.3, Rev. 2, Altgchment 3

Att. 2-52

Rev. Dee, 03, 2603




RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 04-41 Riser # 05
CALIBRATION SHEET B
Location: System: Catibration
O 200 EAST TANK FARM Y™ 103-AN Biock. | 444-99-30-001/002
Procedure: Rev. Thickness: Material:
'° COGEMA SVUT-INS-007.3 2 1.0" Carbon Steel
UT Systerm: Serial No. Refergnce
Y PSP-4 2M Biock: N/A
Software Version: Rev. Thickness: Material:
? P-SCAN Sys. 4 1.3 2 N/A N/A
Linearity Due Date: Reference Block Temp:
4 06/30/2005 AMB °F
Scanner Type: Serial No. : Couplant Batch No.
e AWS-5d 310 Water N/A
5 Cable: Cable Length:
cannerCable:  COAXIAL 9 80 Feet
Signal Cable: Cable Length:
° COAXIAL 80 Feet
Transducer Freq. ; : Angle (deg) Wedge
Channel Make Model (MHz) Size Serial No. Nom. £ AL, Type
1 KB MWB 4 Bx9mm 2-3200 60
2 KB MWB 4 8x9mm 2-3029 60
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 04/13/05 04/13/05 04/14/05 0414105 05/05/05 05/09/05 05/12/05 0512405
TIME: 0557 2027 0846 1537 1321 1945 0935 1440
REFLECTOR/ 050" 050" .050" .050" .osg" 050" 056" 050"
ORIENTATION: Notch Notch Notch Notch Notch Notch Notch Notch
1 AMPLITYDE B80%/0db 80%/2db 80%/0db 80%/2db 80%/0db 80%/-2db 80%/0db 80%/0db
’ LOCATION 2.00" 1.993" 2.00° 1.990" 2.00" 1.990" 2.00" 1.900"
CH. 2 AMPLITUDE 80%/0db 80%i-2db 80%/0db 80%/1dh 80%/0db 80%/1db 80%/0db 80%/2ch
’ LOCATION 2.00" 2.007 2.00¢ 1.690" 2.00" 1.996" 2.00° 1.976"
AMPLITUDE
CH.3
LOCATION
AMPLITUDE
CH. 4
LOCATION
EXAMINER: WHN WHN WHN WHN WDP WwCP WHN WHN
Remarks:
CAL.P2
Examiner: Vﬁpurdy Examiner: W. H. Nelson Reviewer: W. H. Nelson
tevel: Il. Date: 5/@3 Level: 1N Date: 4413 -4 05| Level: 1 Date: 07/17/2008
P-Scan Limited wan o Sy

COGEMA-SVUT-INS-00T.3, Rev 2, AMachment 3

Att. 2-53
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 04-41 Fiser # 0%
CALIBRATION SHEET i}
Location: System: Calibration
200 EAST TANK FARM YET 103-AN Stock: | 444-99-30-001/002
Procedure: Rev. Thickness: Material:
COGEMA SVUT-INS-007.3 2 1.0" Carbon Steel
UT System: Serial No. Reference
PSP-4 201 Block; N/A
Software Version: Rav, Thickness: Material:
P-SCAN Sys. 4 1.3 2 N/A N/A
Linearity Due Date: Reference Block Temp:
06/30/2005 AMB °F
Scanner Type: Serial No. Couplant: Batch No.
¢ AWS-5d 310 Water NIA
Scanner Cable: Cable Length:
COAXIAL ¢ 80 Feet
Signal Cable: Cabla Length:
COAXJAL 80 Feet
Transducer Freq. : : Angle {deqg) Wedge
Channel Make Mode! (MHz) Size Sernal No. Nor. / Act Type
1 KB MWB 4 8x8mm 03334 45
2 KB MWE 4 Bxgmm 03242 45
3 KB MWE 4 BXIMM 03247 45
4 KB MWEB 4 8A9MM 03286 45
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 056126105 05/26/05 05127105 05/27/08 06/01/05 06/01/05
TIME: 0808 2025 0825 1400 ‘ og47 1350
REFLECTOR / 050" .o50" 050" 080" 050" 050"
ORIENTATION: Notch Notch Notch Notch Noteh Notch
CH. 1 AMPLITUDE 80%/0db B80%/0db 80%0db 80%/-1db 80%/0db 80%/0db
' LOCATION 1.414" 1.404" 1.414" 14497 1.414" 1414
CH. 2 AMPLITUDE B0%/0db 80%/tdb 80%Adb 80%/0ctb 80%{Cdb 80%/-1db
. LOCATION 1.414" 1407 1.4t4" 1.414" 1.414" 1.414"
cH. 3 AMPLITURE 80%/0d 80%/2db 80%/0dp B0%/~2db B0%/0db 80%/-1db
’ LOCATION 1.414" 1414 1.4%4" 1.411" i.414" 1.41¢"
CH. 4 AMPLITUDE 80%/0db 80%/1db 80%/0db 80%/-1db 80%/0db B80%/-2db
' LOCATION t.414" 1.407" 1.414" 1.407" 1.414" 1411
EXAMINER: WDP WOP wop WDP wWoe WDP
Remarks:
CAL P4
Examiner: . Purdy Examiner: Reviewer: W. H. Nelson
Levell I Date: 5/26-6/t105 Level: _____ Date: Level: Hl Date: 07/17/2005
P-Scan Limited
COGEMA-SVUT-INS-(07.3, Rev. 2. Attachment 3 Rav Jec. 01, 2003
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
CALIBRATION SHEET 05-41 25
Lacation: Systemn: Calibration
200 EAST TANK FARM YT 102-AN Biocx | 444-99-30-004
Procedure: Rev. Thickness: Material:
COGEMA SVUT-INS-007.3 2 0.3°101.0"} 0 Garbon Steel
UT System: Setial No. Reference
PSP-4 201 Block: N/A
Software Version: Rev. Thickness: Material:
‘ P-SCAN Sys. 4 1.3 2 N/A e N/A
Linearity Due Date: Reference 8lock T :
inearty 06/30/2005 " ™ AMB °F
Scanner Type: Serial No. Couplant: Batch No.
s N 310 Water N/A
Scanner Cable: Cable Length:
COAXIAL 80 Feet
Signal Cable: Cable Length:
9 COAXIAL 80 Feet
Transdycer Freq. . : Angle Wedge
Channpel Make Modei (MHz) Size Serial No. (deg) Type
1 KB MSEB 5 8xz2MM 01939 D
2 *KB MSEB 5 Bx2MM Q1997 0
3 KB MSEB 5 Bx2MM 02005 0]
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE; 04/15/05 04/15/05 04/18/05 04/18/05 06102105 08/02/05 0B8/02A8 06/02/05
TIME: 1039 2044 0834 2138 0843 1915 0856 1921
REFLECTOR: ' 3%-1.0" 3100 A0t 3100 310" ool Wey 3100 310
CH. 1 THK. 1 298" 2ag" 303" .29¢" 298" 296" 303" 300
’ THK. 2 1.007/0db 1.00"0db 1.00"0cb } .996%-1db | 1.00"0db 995" 0db 1.00"0db 1.00"1db
CH. 2 THK. 1 2ag" 295" 303" 298" 303" 301" 299" 299"
' THK. 2 1.00°70db 996" /0db 1.00"0dL .996"0db 1.00"/0db .997"/0db 1.00"0db 1.00"Mdb
CH. 3 THK. 1 209" 285" 303" 299" 298" 301" 299" 295"
' THK. 2 1.00"/0db .993"/0db 1.00"0db B96"0db 1.00"/0db 887 10db 1.00"0db 1,001 db
THK. 1 ‘
CH. 4
THK. 2
EXAMINER: WHN WHN WODP WDP WHN WHN WHN WHN
Remarks:
CAL.T2

*Transducer 01987 & 02005 used on 6/2/05

Examiner: W. D. Purdy

Examiner: W. H. Nelson

tevel: I Dale:
P-Scan Limited

4/18/05

Level Nl

w&:;__

Dale: .2 -5

Reviewer. W. H_Nelson

Mz.-ﬂ:b_—/___m

i Date: 07172005

Lavel:

COCEMA-SVUT-INS-007 2, Rev. 2, Attachment |
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Jdob # Riser #
CALIBRATION SHEET 04-41 25
Location: System: Cafibratio
200 EAST TANK FARM T 403-AN Bl 444-99-30-004
Procedure: Rev. Thickness: Material:
COGEMA SVUT-INS-007.3 2 0.3"to 1.0" | "™ Carbon Steel
UT Sysiem: Serial No. Reference
PSP4 201 Block: N/A
Software Version: Rev. Thickness: Material:
P.SCAN Sys. 4 1.3 2 N/A o N/A
Linearity Due Date: Reference Block Temp:
06/30/2005 AMB °F
Scanner Type: Serial No. Couplant; Batch No,
T Aws-sd etalfe 310 P Water ‘ NIA
Scanner Cable: Cable Length:
COAXIAL 80 Feet
Signal Cable: Cable Length:
9 COAXIAL ¢ 80 Feet
Transducer Freq. . . Angle Wedge
Channel Make Model (MHz2) Size Serial No. (deq) Type
1 KB MSEB 5 Bx2MM 01939 o]
2 KB MSEB 5 Bx2MM 02002 0
3 KB MSEB 5 Bx2MM 01697 v}
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 05/09/05 05/09/05 Q5/08/05 05/09105 05/12/05 05712105 05/12/05 05/1 2105
TIME: 1330 1330 1834 1939 0915 0921 1442 1442
REFLECTOR: 3%1.07 31.0" 3100 3100 Bl N 3"-1.0" An1.00 s Heg
ch. 3 THK. 1 301" 288" 298 298" 301" Ao 298" 298"
‘ THK, 2 1.00"10db .999"/2db 1.00"0cb .893"/0db 1.00%/0db 1.00/0db 09%8"10db | .999"/-2db
CH. 2 THK. 1 288" 292" 298" 298" 288" 301t 208" 288
) THK. 2 1.00"/0db .993"2db 1.00"Adb .986"M1db 1.00"10db 1.00"0db .999"10db | .999"/-2db
CH. 3 THK. 1 301" 295" 298" 298" 298" 30 285" 298"
' THE. 2 1.0070dh 996"12dd 1.00"/0db .899"10db 1.00"0ch 1.00"/0db 803"1db | .999"/-1db
THK. 1
CH. 4
THK, 2
EXAMINER: WDP wDoP WDP WP WHN WHN WHN WHN
Remarks:
CAL.T4
*Transducer #01997 used with #0193 on 5/12/05
Examiner: @Purdy Examiner: W, H. Nelson Reviewer: W. H. Nelson
fevel: ]Il Date: 5!%5 tevel: {il Date: 5/12/05 Levet: Il Date: 07/17/2005
P-S¢an Limited

COGEMA-SVUT-INS-0G7.3, Rev 2, Atachment 1
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riger #
CALIBRATION SHEET 04-41 25
Location: System: Calibrati
200 EAST TANK FARM YEET 103-AN Block. | 444-99.30-004
Procedure: Rev. Thickness: M iak
COGEMA SVUT-INS-007.3 2 0.3"10 1.0" | """ Carbon Steel
UT System: Serial No. Reference
PSP4 201 " Block: NIA
Software Version: Rev. Thickness: Material:
P-SCAN Sys. 4 1.3 2 N/A olena N/A
Linearty Due Date: Reference Block Temp: o
0613012005 AMB “F
Scanner Type: Serial No. Couplant: Balch No.
Y AWS-5d enaiiNe 310 Water NIA
Seanner Cable: Cable Length:
COAXIAL ° 80 Feet
Signal Cable: Cable Length:
COAXIAL 80 Feet
Transducer Freq. . . Angle Wedge
Channel Make Moded (MHZ) Size Serial No. (deg) Type
1 KB MSEB 5 Bx2MM 01939 1]
2 KB MSEB 5 Ox2MM 02005 ¢]
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 06/15/05 D&I15M5 06/15/G5 Q6/15/05.
TIME: 08060 0810 1300 1310
REFLECTOR: B Ny 3100 an1.0t 31,0
CH. 1 THK. 1 298" 298" 298" .298"
l THK. 2 1.00"/0db 1.00"0db 1.00"/0db .893"10db
CH. 2 THK. 1 298™ 298" 295" 298"
. THK. 2 1.00"/0db 1.00"/0db 996" 1db .896"12db
CH. 3 THK. 1 298" 298" 295" 292"
' THK. 2 1.00%0db 1.00%0db | .996%/-2db | .996"1db
THK. 1
CH. 4
THK, 2
EXAMINER: woP wbp WDP wop
Remarks:
CAL.T&
Examiner: W. D Rurdy Examiner: Reviewer; W. H, Nelson
VO TN U w
Level |l  Date: 8/15/05 Level: __ Date: Level: M Date: 0Q7M17/2006
P-8ean Limited

COGEMA-SVUT-INS-001.3, Rev. 2, Atachment T
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RPP-RPT-24476,

Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # 441 Riser # o5
CALIBRATION SHEET 04-
Location: System: Calibration
o 200 EAST TANK FARM ™ 103-AN Blogk: | 444-99-30-001/002
Procedure: Rev. Thickness: " Material:
COGEMA SVUT-INS-007.3 2 1.0 Carbon Steel
UuT System: Serlal No. ' Reference
4 PSP-4 201 Blook: N/A
Software Version; Rev. Thickness: Material:
P-SCAN Sys. 4 1.3 2 N/A N/A
Linearity Due Date: Reference Block Temp:
nearly 06/30/2005 AMB °F
Scanner Type: Serial No. Couplant; Bateh No.
cAnner e AWS-5D 310 Water N/A
Seanner Cable: Cable Length:
ean COAXIAL o 80 Feet
Signal Cable: Cable Length:
Y COAXIAL 80 Feet
Transducer freq. " . Angle (deg) Wedge
Channet Make Model (MHzZ) Size Serial No. Nom. f Act. Type
1 KB MWHE 4 8x8mm 03334 45
2 KB MWB 4 Bxg9mm 03286 45
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: D4/11105 04/11105 04/12/05 04/12/85 04/13/05 04/13/05 04/18/05 04/18/05
TIME: 1313 220 0846 1455 0901 1925 0845 2142
REFLECTOR / 050" 50" 050" 050 050" 050" .050" 050"
ORIENTATION: Motch Nofch Notch Notch Motch Notch Notch Notch
cH. 1 AMPLITUDE 80%/0db 80%2db 80%/0db 80%2db 80%J/0db 80%/1db 80%/0db 80%/1db
' LOCATION 1.414" 1.397" 1.414" 1.41t" 1.414" 1.441" 1.414" 1.411"
CH.2 AMPLITUDE 80%/0db BO%/-2db 8096/0db 80%/2db B0%r0db 80%/1db 80%:/Gdb 80%/-2db
| wocamon 1414 1.407" 1.414" 1411" 1.414" 1.414" 1414 | 1414
AMFLITUDE
CH.3
LOCATION
AMPLITUDE
CH. 4
LOGATION
EXAMINER: WHN WHN WHRN WHN WHN WHN WDP WDP
Rermarks:
CAL.P1
I Examiner: W. dy Examiner: W. H. Nélson Reviewer: W. H. Nelson
Vo D 2~y ey LD e
1 Level: I Date: 4!18@ Level: il Date: 4/14-13/05 Level: Il Date: 07/17/2005
P-Scan Limited

COGEMA-SVUT-INS-007.3, Rev. 2, Attichment 3

Att. 2-58
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RPP-RPT-24476, Rev.

AUTOMATED ULTRASONIC P-SCAN Job # 04-41 Riser # 25
CALIBRATION SHEET
Location: System: Calibration
OO 200 EAST TANK FARM YSEM 4 03-AN Block. | 444-99-30-001/002
Procedure: Rev. Thickness: Material: ~
COGEMA SVUT-INS-007.3 2 t.0" Carbon Steel
LT Systern: Serial No. Refarence
Y PSP-4 201 Block. N/A
Software Version: ] Rev. Thickness: Material;
P-SCAN Sys, 4 1.3 2 N/A N/A
Linearity Due Dale: Reference Block Temp:
Y 06/30/2005 AMB °F
Scanner Typea: Serial No. Couplant: Balch No.
¢ AWS-5d 310 Water N/A
Scanner Cable: Cable Length;
COAXIAL _ ’ 80 Feet
Signat Cable: Cable Length:
9 COAXIAL ! 80 Feet
Transducer Freq. . . Angle {deg) Wedge
Channel Make Model {MHz) Size Serial No. Nom. 1 Act. Type
i K8 MWB 4 8x8mm 2-3200 60
2 KB MWEB 4 8x9mm 2-302¢ 80
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 05/M16/05 05/16/08 05118105 05/18/05
TIME: 0953 1405 0938 2057
REFLECTCOR/ 050" 050" 050" 050"
ORIENTATION: Notch Notch Notch Notch
CH 1 AMPLITUDE 80%/0db 80%/1db 80%/0db 80%/-1db
" | rocaTion 2.00" 1.999" 2.00 1.893"
CH. 2 AMPLITUDE 80%/0db BO%/0dt 80%/0db 80%/M1db
‘ LOCATION 2.00° 1.995" 2.00" 1.986"
AMPLITUDE
CH.3
LOCATION
AMPLITUDE
CH. 4
LOCATION
EXAMINER: wor WDP WDP WOP
Remarks:
CAL.P3
Examiner: W, E{:fgdy Examiner: Reviewer: W, H, Nalson
SO A uUUA Y _
Level: H  Date: 5!16&18@ Level: Date: Level: ]l Date: 0771772008
P-Scan Limited
COGEMA-SVUT.INSO0T 3. Rev. 2. Atlachment 3 Rav. Dsc. 03, 2003
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC P-SCAN Job # Riser #
CALIBRATION SHEET 04-41 25
Location: System: Calibrati
200 EAST TANK FARM YT 103-AN | Biedk 444-99-30-001/002
Procedure: Rev. Thickness: Material;
COGEMA SVUT-INS-007.3 2 g R Carbon Stee!
UT System; Serial No. Reference
PSP-4 201 Block: N/A
Software Version: Rev, Thicknass: Materiak
P-SCAN Sys. 4 1.3 2 N/A “ N/A
Linearity Due Date: Reference Block Temp:
Y 06/30/2005 " amBOF
Scanner Type; Seriat No. Couplant: Batch No.
P AWS-5d 310 w Water ¢ NIA
Scanner Cable: Cable Length:
COAXIAL 80 Feet
Signal Cable: - Cable Length:
gnarane COAXIAL eretend 80 Feet
Transducar Freg. . Angle (deg) Wedge
Channel Make Model (MHz) Size Serial No. Nom. / Acl. Type
1 KB Mwa 4 8x8min 23200 60
2 KB MWE 4 8xSmm 23029 50
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 06/15/05 06/15/05
TIME: (920 1320
REFLECTOR/ 050" 050"
ORIENTATION: Notch Notch
oM. 1 AMPLITUDE | 80%/0db 80%/-1db
" | vocation 2.000" 2.000"
AMPLITUDE 80%/0db 80%/-2db
CH.2
LOCATION 2.000" 1.996"
AMPLITUDE
CH. 3
LOCATION
AMPLITUDE
CH. 4
LOCATION
EXAMINER: whe woe
Remarks:
CAL.PS
Examiner: W, D?\uﬁy Examiner: Reviewer: W. H. Nelson
M—‘-—
D) AD U\/\AA —_—
\\
Level: 1l  Date: 6/15/05() Level: __ Date: Level: III Date: 07/17/2005
P-Scan Limited

COGEMA-SVUT-INS-007.3, Rev. 2, Attachment 3
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RPP-RPT-24476, Rev.

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
CALIBRATION SHEET 05-41 25
Location: Systern: Calibration
200 EAST TANK FARM y_ 103-AN Biock:  444-98-30-004
Procedure: Rev. Thickness: Material.
COGEMA SVUT-INS-007.3 2 03" t01.0"[ ™ Carbon Steel
UT System: Serial No. Reference
Y PSP-4 201 Block: N/A
Software Version: Rev, Thickness: Matenal:
¢ P-SCAN Sys. 4 1.3 2 N/A NIA
Linearity Due Date: Reference Block Temp:
iy 06/01/2005 P AMB OF
Scanner Type: ial No. Couplant: Bafch No.
TP awssg | SeENe 444 Pt Water ! N/A
Scanner Cable: Cable [ength:
COAXIAL ¢ 80 Feet
Signal Cable: Cable Length:
fon COAXIAL o 80 Feet
Teansducer Freq, . N Angle Wedge
Channel Make Modet (MHz) Size Serial No. (deg) Type
1 KB MSEB 5 Bx2MM 01931 ]
2 K8 MSEB 5 8x2MM 01697 0
3
4
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 04/11/05 0411105 04/12/06 0412105 04/13/05 04/13/05 G4/21/05 0421105
TIME: 1309 2158 0837 1452 0805 1930 0825 1453
REFLECTOR: '311_1 0“ .3n-1 .0" .3||‘1 .Q" '3u_1 .0“ _3-_1 ‘0" .3n_1 .0“ '3u_1 .0“ ‘3“_1 ,0"
CH. 1 THK. 1 209" 295" 302 feivic 299" 208" 302" J302¢
' THK. 2 1.00"/0db .997"/0db 1.00°0db | 1.008"/1db | 1.00"0db 897"1dbh 1.06"/0db .997"/0db
CH. 2 THK. 1 299" 286" .302¢ 309" 2997 295" 302 302"
' THK. 2 1.00"0db 857"0db | 1.00"0db | 1.008"/1db | 1.00"0db | .997"Hdb 1.00%0db | .987"/0db
CH. 3 THK. 1 288" .2gs* 299" 308" 299" 295" 302" 299"
’ THK. 2 4.00%/0db 997"/0db 1.00%0db 1 1.008"M1db ; 1.00"0db .997'0db 1.00"0db 1.00"1db
THK. 1
CH. 4
THK. 2
EXAMINER: WHN WHN WHN WHN WHMN WHN WDP wohir
Remarks:
CALT1
*Transducer #01997 rescan only on 2™ pass plate 3
Examiner.. W. O Examiner: W-.%szn— Reviewer: W. H. Nelson
Level: I Date: 421105 Level: 1l Date: 4/11-13/05 Level: Bl Date: 071772005

COGEMA-SYUTINE007.3, Rav. 2, Altgchment 1
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # 04 Riser # o8
CALIBRATION SHEET -
Location: System: Calibration
°eRR0N 200 EAST TANK FARM e 103-AN Glock | 444-89-30-004
dure: Rev. Thickness: Material:
Procedre’  COGEMA SVUT-INS-007.3 2 0.3"to 1.0" | " Carbon Steel
UT System: Serial Mo, Reference
yie PSP 405 Biock: N/A
Software Version: Rev. Thickness: Material;
orware P-SCAN Sys. 4 1.3 2 N/A N/A
i i Date: Reference Block Temp:
Linearity Due Date 06/30/2005 e p AMB OF
S : i Couplant: Batch No.
canner Type AGS-2 Serial Na. 401 p Water N/A
5 ble: Cable Length:
canner Cable COAXIAL a it 100 Feet
Signal Cable: Cable Length:
analavle COAXIAL o 100 Feet
Transducer Freq. . . Angle Wedge
Channeil Make Maodel (MH2) Size Serial No. (deg) Type
1 KB MSEB 5 S2MM 01997 0
2 KB MSEB 5 D2 02002 0
3
&
INITIAL CALIBRATION CALIBRATION CHECKS
DATE: 04/13/05 04/13/05 04/13/05 04/13/05 04/14/05 04/14/05 04114/05 041 4/05
TIME: 1004 1014 2034 2034 D831 0837 1531 1534
REFLECTOR: 310" 3107 310" 3-1.0" 3107 310" a0 3m1.0"
CH 1 THK. 1 301" 301" 293" 296" 303 303" 298" 298"
’ THK. 2 1.00"/0db 1.00%0dh .892"-1db 985"t db 1.00"/0dh 1.00%0db 995"0db .995"/0db
CH.2 THK. 1 a0t 301 296" 296" 298" 301 296" 298"
' THK. 2 1.00"0db 1.00"0db .895"/0db 995" db 1.00"10db 1.00"10db 597"10db .995"10db
CH. 3 THIC. 1 301" 30" 296" 296" 301" loa b 298" 298"
) THK. 2 1.00°/0db 1.00"0db .995"0db .995"/1db 1.80%0db 1.00"0db .897"{0db .995%0db
THK. 1
CH. 4
THK. 2
EXAMINER: WHN WHN WHN WHN WHN WHN WHN WHN
Remarks:
CAL.T3
Examiner: W. H. Nalson Examiner: Reviewer: W. H, Nelson
CLLID ol AT v
Level: JII. Date: 4/13-14/05 Level: Date: Level: il Date: Q7/17/2005

COGEMA-SVUT-INS-007.3,

Rev. 2, Atachmant 1

Att. 2-62
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RPP-RPT-24476, Rev. 0

AUTOMATED ULTRASONIC THICKNESS Job # Riser #
CALIBRATION SHEET 04-41 25
Location: System: Cafibration
200 EAST TANK FARM 103-AN Black: 444.99-30-004
Procedure: Rev. Thickness: \ . | Material:
COGEMA SVUT-INS-007.3 2 0.3"to 1.0 Carbon Stesl
UT System: Serial No. Reference
PSP-4 201 Block: N/A
Software Version: Rev. Thickness: Material:
P-SCAN Sys. 4 1.2 2 N/A N/A
Linearity Due Date: Reference Block Temp: o
06/30/2005 AMB “F
Scarner Type: Serial No, Coupiant; Batch No.
P awssd (T oy 310Water NIA
Scanner Cable: Cable Length:
COAXIAL 80 feet
Sigral Cable: Cable Length:
COAXIAL 80 Feet
Transducer Freq. . . Angle Wedge
Channel Make Model (MHz) Size Serial No. (deg) Type
1 KB MSEB 5 Bx2MM 01939 0
2 KB MSEB 5 9x2MM 01997 0
3
4
INFTIAL CALIBRATION CALIBRATION CHECKS
DATL: 05/16/05 05/16/05 05116105 05/16/0% 05/18/05 05/1B/05 05/18/05 05/18/0%
TIME: 0928 0935 1355 1357 0915 0927 2047 2053
REFLECTOR: 3%1.0 3100 310 310t 310" 3107 310" 31.0"
CH. 1 THK. 1 .288" .304" 298" 301 Belory .298" 282" 285"
' THK. 2 1.00"/0db 1.00%0dh | (999"-1db | .999"10db 1.00"/0db 1.00"0db | 986"%-2db | .996"/1db
CH. 2 THK. 1 298" 304" 288" 304° 302+ 298" 282" 295"
' THK. 2 1.00"0db | 1.00%0db | .996"-1db | 1.002Y-1db | 1.0070db | 1.000cdb | .983"-1db | .899"/1db
CH. 3 THK, 1 301 304" 3047 301 J302¢ 298" .288" 295
' THK. 2 1.00"0db1. { 1.00"0db | .999%-1db | .999"-1db | 1.00"0db | 1.00%0db | .988"-1db j .899"/0db
THK. 1
CH. a
THK. 2
EXAMINER: wWoP WOP WDpe WDP WDP woP wDP WDP
Remarks:
CAL.TS
Examiner: WR Exarminer: Reviewer: W. H. Nelson
Level: |  Date: 5/16&18/ Level: ____ Date: Level: lil  Date: 07/17/2005
P-Scan Limited

COGEMA-SVUT-INS-GOT 3, Rev 2, Aftachment 1
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RPP-RPT-24476, Rev. O

| Tank \p3~AW
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RPP-RPT-24476, Rev. 0
PNNL-15280, Rev. 0

ATTACHMENT 3

ULTRASONIC EXAMINATION OF DOUBLE-SHELL TANK 241-AN-103
EXAMINATION COMPLETED JUNE 2005
(PNNL THIRD PARTY REVIEW)
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RPP-RPT-24476, Rev. O
PNNL-15280, Rev. 0

This page intentionally left blank.

Att. 3-2



RPP-RPT-24476, Rev. 0
PNNL-15280, Rev. 0

Ultrasonic Examination of Double-Shell
Tank 241-AN-103

Examination Completed June 2005

AF Pardim

GJ Posakony

July 2005

Prepared for
the U.S. Department of Energy
under Contract DE-AC05-76R1.01830

Pacific Northwest National Laboratory
Richland, Washington 99352
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RPP-RPT-24476, Rev. 0
PNNL-15280, Rev 0

Summary

COGEMA Engineering Corporation (COGEMA), under a contract from CH2M Hill Hanford Group (CHZM
Hill), has performed an ultrasonic examination of selected portions of Double-Shell Tank 241-AN-103. The
purpose of this examination was to provide information that could be used to evaluate the integrity of the wall of
the primary tank. The requirements for the ultrasonic examination of Tank 241-AN-103 were to detect,
characterize (identify, size, and locate), and record measurements made of any wall thinning, pitting, or cracks
that might be present in the wall of the primary tank. Any measurements that exceed the requirements set forth in
the Engineering Task Plan (ETP), RPP-22571 (Jensen 2004) and summarized on page 1 of this document, are
reported to CH2M Hill and the Pacific Northwest National Laboratory (PNNL) for further evaluation. Under the
contract with CH2M Hill, all data is to be recorded on disk and paper copies of all measurements are provided to
PNNL for third-party evaluation. PNNL is responsible for preparing a report(s) that describes the results of the
COGEMA ultrasonic examinations.

Examination Results

The results of the examination of Tank 241-AN-103 have been evaluated by PNNL personnel. The ultrasonic
examination consisted of two 15-in. wide scan paths over the entire height of the tank and the heat-affected zone
(HAZ) of four vertical welds and one horizontal weld. The examination also includes two horizontal scan paths
in the liquid/air interface region on Plate #1. The examination was performed to detect any wall thinning, pitting,
or cracking in the primary tank wall.

Primary Tank Wall Vertical Scan Paths

Two 15-in.-wide vertical scan paths were performed on Plates #1, #2, #3, #4, and #5. The plates were
examined for wall thinning, pitting, and cracks oriented vertically on the primary tank wall. There were no areas
of wall thinning that exceeded the reportable level of 10% of the nominal thickness. No pitting or vertical crack-
like indications were detected in Plates #1, #2, #3, #4, or #5.

Primary Tank Wall Weld Scan Paths

The HAZ of vertical welds in Plates #2, #3, #4, and #5 were examined for wall thinning, pitting, and cracks
oriented either perpendicular or parallel to the weld. There were no areas of wall thinning that exceeded the
reportable level of 10% of the nominal thickness. No pitting or crack-like indications were detected in the weld
HAZ areas in Plates #2, #3, #4, and #5.

The HAZ of the horizontal weld between Plate #5 and the tank knuckle was examined for wall thinning,
pitting and cracks oriented either perpendicular or parallel to the weld. There were no areas of wall thinning that
exceeded the reportable level of 10% of the nominal thickness. No pitting or crack-like indications were detected
in the weld HAZ areas on Plate #5 side or on the knuckle side of the horizontal weld.
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Primary Tank Wall Liquid/Air Interface Horizontal Scan Paths

Two 17-in.-wide scan paths were performed on Plate #1. The plate was examined for wall thinning on the
primary tank wall. There were no areas of wall thinning that exceeded the reportable level of 10% of the nominal
thickness.
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1.0 Introduction

COGEMA Engineering Corporation (COGEMA), under a contract from CH2M Hill Hanford Group (CH2M
Hill}, has performed an ultrasonic examination (UT) of selected portions of Double-Shell Tank (DST) 241-AN-
103. The purpose of this examination was to provide information that could be used to evaluate the integrity of
the DST. The requirements for the UT of Tank 241-AN-103 were to detect, characterize (identify, size, and
locate), and record measurements made of any wall thinning, pitting, or cracks that might be present in the wall of
the primary tank. Any measurements that exceed the requirements set forth in the Engineering Task Plan (ETP),
RPP-22571 (Jensen 2004), are reported to CH2M Hill and the Pacific Northwest National Laboratory (PNNL) for
further evaluation. Specific measurements that are reported include the following:

o Wall thinning that exceeds 10% of the nominal thickness of the plate.
¢ Pits with depths that exceed 25% of the nominal plate thickness.

e Stress-corrosion cracks that exceed 0.10 in. (through-wall) and are detected in the inner wall of the tank, HAZ
of welds, or in the tank knuckle.

The accuracy requirements for ultrasonic measurements for the different types of defects are as follows:

¢ Wall thinning — measure thickness within £0.020 in.

¢ Pits — size depths within =0.050 in.

e Cracks — size the depth of cracks on the inner wall surfaces within £0.1 in.
e Location — locate all reportable indications within 1.0 in.

Under the contract with CH2M Hill, all data is to be recorded on disk and paper copies of all measurements

are provided to PNNL for third-party evaluation. PNNL is responsible for preparing a report(s) that describes the
results of the COGEMA UT.
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2.0 Qualified Personnel, Procedures, and Equipment

Under contract from CH2M Hill, qualification of personnel! participating in the DST inspection program, the
UT equipment (instrument and mechanical scanning fixture), and the UT procedure that will be used in the
examination of the current DST is required. Personnel participating in the examinations are to be certified in
accordance with American Society for Nondestructive Testing (ASNT) Recommended Practice SNT-TC-1A,
1992 Edition, and associated documentation 1s to be provided. The capability of the UT system is to be validated
through a performance demonstration test (PDT) on a mock-up simulating the actual DST. The current procedure
for the UT is to be based on requirements listed in the American Society for Mechanical Engineers (ASME),
Boiler and Pressure Vessel Code Section V, Article 4, Ultrasonic Examination Methods for Inservice Inspection.

2.1 Personnel Qualifications
The following individuals were qualified and certified to perform UT of the Hanford DST 241-AN-103:

e Mr. Wesley Nelson, ASNT Level III (#LM-1874} in UT, has been identified as COGEMA’s UT Level 111
authority for this project. Mr. Nelson has been certified by COGEMA as a UT Level Il in accordance with
COGEMA procedure COGEMA-SVCP-PRC-014, latest revision. Further documentation has been provided
to establish his qualifications. Reference: Letter from PNNL to C.E. Jensen dated August 22, 2000, “Report
on Performance Demonstration Test — PDT, May 2000.”

e Mr, James B. Elder, ASNT Leve! IIT (#IM-1891) in UT, has been contracted by COGEMA to provide
analysis of all DST UT data. Mr. Elder has been certified by JBNDT as a UT Level III in accordance with
JBNDT written practice JBNDT-WP-1, latest revision. Further documentation has been provided to establish
his qualifications. Reference: PNNL-11971, Final Report - Ultrasonic Examination of Double-Shell Tank
241-AN-107.

e Mr. William D. Purdy, COGEMA UT Level II limited (for P-Scan data acquisition only). Mr. Purdy has
been certified in accordance with COGEMA procedure COGEMA-SVCP-PRC-014, latest revision. Further
documentation has been provided to establish his qualifications. Reference: Letter from PNNL to C.E.
Jensen dated October 5, 2001, “Purdy Performance Demonstration Test (PDT) Report.”
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2.2 Ultrasonic Examination Equipment

CH2M Hill has provided the UT equipment for the examination of Tank 241-AN-103. This
equipment consists of a Force Institute P-Scan ultrasonic test instrument and a Force Institute AWS-5D
and AGS-2 remote-controlled, magnetic-wheel crawlers for examining the primary tank wall. Ultrasonic
transducers used for the examinations are commercial off the shelf. The P-Scan ultrasonic system has
been qualified through a PDT. Reference: PNNL-11971, Final Report- Ultrasonic Examination of
Double-Shell Tank 241-AN-107.

2.3 Ultrasonic Examination Procedure

COGEMA has provided the UT procedure for the examination of Tank 241-AN-103. This procedure,
COGEMA-SVUT-INS-007.3, Revision 2, outlines the type of UT and mechanical equipment that are to
be used as well as the types of transducers. Both straight-beam and angle-beam transducers are used for
the examination of the primary tank wall. The examination procedures include full documentation on
methods for calibration, examination, and reporting. Hard copies of the T-Scan (thickness) and P-Scan
(projection or angle beam) views of all areas scanned are made available for analysis. The UT procedure
requires the use of specific UT transducers for the different examinations. A calibration performed before
and after the examinations identifies the specific transducers used and the sensitivity adjustments needed
to perform the inspection. The COGEMA UT procedure has been qualified through a Performance
Demonstration Test. Reference: PNNL-11971, Final Report - Ultrasonic Examination of Double-Shell
Tank 241-AN-107.
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3.0 Ultrasonic Examination Configuration

COGEMA is required to inspect selected portions of the DSTs which may include the primary and
secondary tank walls, the HAZ of the primary tank vertical and horizontal welds, and the tank knuckle
and bottoms. The P-Scan system has been configured to perform these examinations and has been
performance tested. The examination of Tank 241-AN-103 included UT of the primary tank wall and the
HAZ of selected welds in the primary tank wall.

3.1 Primary Tank Wall Transducer Configuration

Figure 3.1 provides an example of the scanning configuration generally used during an examination
of the primary tank wall. However, other configurations can be used at the discretion of the COGEMA
UT Level III (i.e., 45-degree transducers can be removed for simple wall thickness measurements). The
functional diagram in Figure 3.1 shows one straight-beam and two angle-beam transducers ganged
together for examining the primary tank wall. The straight beam is designed to detect and record wall
thinning and pits, and the angle beams are designed to detect and record any cracking that may be present.
These transducers are attached to the scanning bridge and they all move together. Information is captured
every 0.035-in. (or as set by the NDE inspector) as the assembly is scanned across a line. At the end of
each scan the fixture is indexed 0.035-in. (or as set by the NDE inspector) and the scan is repeated. The
mechanical scanning fixture is designed to scan a maximum of 15-in. and then index for the next scan.
The hard copy provides a permanent record that is used for the subsequent analysis.

Transducer Specifications:

Holding Fixture Scan Direction

Angle-Beam

Type: MWB-45 04E
Frequency: 4 MHz

Size: 8 X 9 mm
Manufacturer: Krautkramer

Straight-Beam

/
Tank Wall 45-Degree Straight-beam Type: MSEB 5B
Angle-beam Transducer Sound Beams Frequency: 5 MHz
Transducers

Size: Dual -2 X 8 mm
Manufacturer: Krautkramer

Figure 3.1. Transducer Configuration for Examining the Primary Tank Wall
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3.2 Weld Zone Transducer Configuration

Figure 3.2 is a functional sketch that shows the configurations for examination of the weld zone. The
area of interest (HAZ of the weld) is shown as lying adjacent to the weld. Both cracks and pitting may
occur in this region. The “A” portion of this sketch shows the 60-degree angle-beam transducers used for
detecting cracks parallel to the weld. The straight-beam transducers in this sketch are used for detecting
and recording any pitting or wall thinning that may be present. All transducers are ganged together. The
scanning distance traveled is limited to a total of approximately 5.0-in. The sketch titled “B” shows the
arrangement for detecting cracks that may lie perpendicular to the weld. Four 45-degree, angle-beam
transducers are used for this inspection. Again the transducers are ganged together but the scan is limited
to a total of approximately 4.0-in. The weld zone requirements are shown in Figure 3.3. The scan
protocol, data capture, and index are the same for examining other weld areas in the tank.

Holding Fixture Scan Direction

Transducer Specifications:
Angle-Beam

Type: MWB-60 04E
Frequency: 4 MHz

Size: 8 X 9 mm
Manufacturer: Krautkramer

Tank Wall 60-Degree Sound Beams '
Angle-beam Transducers Weld Straight-Beam
Nrwnaducecs Type: MSEB 5B
A. Configuration for pitting and cracks parallel to weld Frequency: 5 MHz
Size: Dual -2 X 8 mm
S Cegren Manufacturer: Krautkramer
Scan Direction Angle-beam
Holding Fixture Transducers
Sound Beams

% Wc)ld Crown

Transducer Specifications:
Angle-Beam

Type: MWB-45 04E
Frequency: 4 MHz

Size: 8 X 9 mm
Manufacturer: Krautkramer

B. Configuration for cracks perpendicular to weld

Figure 3.2. Transducer Configurations for Examination of Weld Zone in the Primary Tank Wall
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In the HAZ, the requirement for characterizing cracks that lie perpendicular or parallel to welds in the
primary tank wall is described in Figure 3.3. The HAZs are located on either side of the weld and defined
as being within 1-in. of the toe of the weld and on the inner three-quarters of the thickness (3/4T) of the
plate. These zones are considered most likely to experience stress-corrosion cracking.

45-Degree
Scan Direction Angle-beam

— Holding Fixture < » Transducers
— e Potentlal Crack
> X T
I

il

Weld Crown Weld Zones to be Inspected
Top View --- Cracks Perpendicular to the Weld

60-Degree
Holding Fixture Scan Direction Straight-beam Angle-beam
e » Transducers Transducers

Toe of Weld
= r = =@ r 5 )
] 34T | b ¢ | ) \\)11'}'
i L T
Inner Wall of Tank 1.0 Inch Potential Crac! Sound Beams

A zone % T from the inner surface and 1.0-in. from the
toe of the weld is to be ultrasonically examined for
cracking, corrosion or pitting. Examinations are to be
made on both sides of the weld.

End View --- Cracks Parallel to the Weld

Figure 3.3. Views of the Weld Zone to be Ultrasonically Examined in the Primary Tank Wall
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4.0 Ultrasonic Examination Location

Tanik 241-AN-103 is located in the Hanford 200 East area in AN Tank Farm. The crawler and
associated scanner were lowered into the 24-in. riser located on the north side of 241-AN-103 and
designated as Riser 25. Figure 4.1 provides a graphic of the location of this riser.

. RISER-025
-0 J/S't(‘,{z 90"y | risEr-029
aseR "E‘ZE:‘D“’ RISER—053
~ - § RISER—D41
N RISER=035 bl 43
RISER—-059
| e : - PRIMARY TANK (WST)
RISER-Q38 ! RISER-042

! ‘RISER-OW SECONDARY TANK (WSTA)

RISER—058—, RISER—007 RISER—036
RISER—00 :7 Y'SE“'W‘J RISER-030
ANNULUS PUMP PIT _
241-AN-03B % ! Y RISER-043
RISER—004 RISER-014
_\ |CENTRAL PUMP FIT
RISER-027 ASER_B1S | 241-AN-03A Z RISER-054
1 RISER-00S RISER=060
RISER-005 —{
RISER-050 RISER~018 RISER-022 RISER—002 RISER-0S1
0 o — —————— - N 180°
RISER-021
RISER-012 —{—— ,7
?\ RISER-013 RISER-016 7
q RISER-008 i RISER-031

RISER-049 \ X ISER—044

RISER-057 P RISER-003 -

RISER-034 RISER-C10

RISER-038 !

RISER~01 YX l L(I;ISER—L‘QO
RISER—048 RISER=-01 13 I RISER-045
! RISER-055
; RISER-037
RISER-061 P! RISER-032
RISER-056
RISER—046
RISER-033 270" |
RISER 047 1'-0 3/3-:1},:2
RISER—076

PLAN VIEW TANK 241-AN-1

Figure 4.1. UT of 241-AN-103 Riser 25
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Figure 4.2 describes the areas on the primary wall of Tank 241-AN-103 that were ultrasonically
examined. Two 15-in.-wide vertical scan paths were performed on Plates #1, #2, #3, #4, and #5 below
the entrance to Riser 25. Vertical weld HAZ examinations were done on Plates #2, #3, #4, and #5, and
the horizontal weld HAZ examination was done on the transition Plate #5 to knuckle weld. Two
additional horizontal scan paths were performed in the liquid/air interface region on Plate #1.

WEST

24-in, Dia. Riger #25
\ g
|
|

w | | Air Pipe — 420-in.
o i Vettical Scan #1 w Scan #2
ate {
i quuxdlAn' [nterthze Scan #1 T
Vertical Scon Directina
|| e | 328-in.
\ 'I||||||I|"|'|ﬂ|||!|||||'|'|';'|',"'|"'"'"""""""'""“"""'""""'""""'— (TR "'"“"""""""“""“"'""""ﬁ'.','.'.'||'.'|'|'|'|'|'i'|'||nm i
~L A lIIHlIlIIIIIIII|I|IIII1IIIIIIIIIIIIIII!IIIIIIIIIIiIIIl
: Liquidfpir Tnterface Scan#2
Plate #2 ;ifxettic?,leg\felds
| AMIn
\ b —236-in.
Plate #3 i
| 144-n.
Plae#4 N !
—_3in
i \ S | ¥
..' Plate #5 —/ i
‘ww‘""l_wwmu il -
Knuckle

Hostzontsl Weld Exarnined |

Figure 4.2. Sketch of Scan Paths on Tank 241-AN-103
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5.0 Ultrasonic Examination Results

COGEMA has provided detailed reports including T-Scan and P-Scan hard copies of all areas that
were ultrasonically examined to PNNL for third-party review. The data was analyzed by JBNDT Level
IIT Mr. Jim Elder and peer reviewed by COGEMA Level III Mr. Wes Nelson. The results of the
examination of Tank 241-AN-103 are presented in Figures 5.1 and 5.2.

Figures 5.1 and 5.2 show the wall thickness examination results for the primary tank wall and the
HAZs of both vertical and horizontal welds. The examination consisted of two vertical paths beneath the
24-in. diameter riser. Vertical scan #1 was 15-in. wide on Plate #1, #2, #3, #4, and #5 near the centerline
of the 24-in. riser. Vertical scan #2 was adjacent to vertical scan #1 and was also 15-in. wide on Plate #1,
#2,#3, #4,and #5.  Vertical scans on Plate #1 were done in the upward direction due to modifications
made to the crawler cable attachment. All other plates were done in the downward direction. The HAZs
of vertical welds in Plates #2, #3, #4, and #5 were examined and the HAZ in the horizontal weld between
Plate #5 and the knuckle section was also examined. Weld area exams include approximately 5-in. on
each side of the weld. Two 17-in. wide horizontal scan paths on Plate #1 were performed in the liquid/air
interface region. Areas in the figures that show two measurements in the same box are the result of the
vertical scan paths overlapping the horizontal scan paths. Figures 5.1 and 5.2 display the minimum
readings taken in each 15-in. (17-in. for the liquid/air interface horizontal scans) wide by 12-in. long area
of the scan. In the overlapping areas, both minimum readings from each vertical and horizontal scan
paths are given. One area on the horizontal weld examination had a weld attachment that limited data
acquisition. This area is designated with a NR for “no reading”.
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6.0 Conclusions

The results of the examination of Tank 241-AN-103 have been evaluated by PNNL personnel. The
examination consisted of two 15-in. wide scans over the entire height of the tank and the HAZs of 4
vertical welds and 1 horizontal weld. The examination alse included two 17-in. wide scans in the
liquid/air interface region on Plate #1. The examination was performed to detect any wall thinning,
pitting, or cracking in the primary tank wall.

6.1 Primary Tank Wall Vertical Scan Paths

Two 15-in.-wide scan paths were performed on Plates #1, #2, #3, #4, and #5. The plates were
examined for wall thinning, pitting, and cracks oriented vertically on the primary tank wall. The results
indicated that the minimum thicknesses in the areas scanned with nominal thickness of 0.500-in. were as
follows; Plate #1 was 0.486-in., Plate #2 was 0.496-in., and Plate #3 was 0.470-in. The nominal thickness
in Plate #4 is 0.750-in. and the minimum thickness in this area was 0.721-in. The nominal thickness in
Plate #5 is 0.875-in. and the minimum thickness in this area was 0.846-in. There were no areas of wall
thinning that exceeded the reportable level of 10% of the nominal thickness. No pitting or vertical crack-
like indications were detected in Plates #1, #2, #3, #4, or #5.

6.2 Primary Tank Wall Weld Scan Paths

The HAZ of vertical welds in Plates #2, #3, #4, and #5 were examined for wall thinning, pitting and
cracks oriented either perpendicular or parallel to the weld. The results indicated that the minimum
thicknesses in the weld areas scanned were as follows: The nominal thickness of Plate #2 is 0.500-in. and
the minimum thickness in this weld area was 0.464-in. The nominal thickness in Plate #3 is 0.500-in.
and the minimum thickness in this weld area was 0.455-in. The nominal thickness in Plate #4 is 0.750-in.
and the minimum thickness in this weld area was 0.708-in. The nominal thickness in Plate #5 is 0.875-in.
and the minimum thickness in this weld area was 0.848-in. There were no areas of wall thinning that
exceeded the reportable level of 10% of the nominal thickness. No pitting or crack-like indications were
detected in the weld areas in Plates #2, #3, #4, and #5.

The HAZ of the horizontal weld between Plate #5 and the tank knuckle was examined for wall
thinning, pitting and cracks oriented either perpendicular or parallel to the weld. The results indicated
that the minimum thickness in the weld area with nominal thickness of 0.875-in. on Plate #5 was 0.829-
in, The minimum thickness in the weld area with nominal thickness of 0.875-in. on the knuckle was
0.886-in. There were no areas of wall thinning that exceeded the reportable level of 10% of the nominal
thickness. No pitting or crack-like indications were detected in the weld areas on Plate #5 side or on the
knuckle side of the horizontal weld.
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6.3 Primary Tank Wall Liquid/Air Interface Horizontal Scan Paths

Two 17-in.-wide scan paths were performed on Plate #1. The plate was examined for wall thinning
on the primary tank wall. The results indicated that the minimum thickness in the areas scanned on Plate
#1 with nominal thickness of 0.500-in, was 0.470-in. There were no areas of wall thinning that exceeded
the reportable level of 10% of the nominal thickness.
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